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HV i High Voltage Bare

Document control

Endorsement approvals

Name Title Signature and Date
Compiled by | Nory Cerrado Distribution Draftsperson Signature on file
Checked by |Chris Omodei Principal Engineer Signature on file
Endorsed by | Ken Tiong Team Leader Signature on file
Approved by | Anna Lim A/Distribution Design & Standards Manager | Signature on file

Record of revisions

Revision No. Date Version Compil ed by Description
1 05/12/2023 EDM3 James Retnarajan | First Revision with new Format
2 20/10/2025 Volt 45 Nory Cerrado Refer to Amendment List
3 25/05/2026 Volt 46 Nory Cerrado Refer to Amendment List
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HV 1 High Voltage Bare

This document must not be made available to personnel outside Western Power without the prior written
approval of Western Power.
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HV 1 High Voltage Bare

Document classification and hierarchy

A key requirement of the Western Power Asset
Management Policy (AMP) is to develop and mainte _. -

an Asset Management System (AMS). This Distribu

Substation Plant Manual is defined as a technical

document within the AMS documeitassification and ASSET MANAGEMENT FRAMEWORK
stru_cture and sits within the planning and Program
Delivery components of the AMS.

The AMS and the interrelationships between the
collection of documents, tools and systems that are
used for asset management are described in the A
documentVolt ID

Program Delivery
Asset Operations &aintenance

ID-005-dc7f342fed83eb7f008777ff04630b876. Network Operation

Governance Control and Communication

[%2]
=
[}
9
®
>
n
=
[=
o
£
[}
o)
54
=
<
=
o
c
=
£
<}
<%
o
=1
0

Risk & Opportunity Management

=
(O]
1
72
g
2(/)
o
Sv
2383
S -
2s
Y <

Performance Management

— westernpnwer B _
- Distribution Design Catalogue

3of 121 Last printed 26/05/2026 Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV i High Voltage Bare

Revision List
For drawing revisions please refer to the DDC Amendment list Volt ID

ID-005-8398a186f48cf17ch12618586aa61chb0

General Notes

NoTE# | DESCRIPTION

Driving point is not required for normal ground conditions including small coffee rocks and shale.
1 For harder ground condition, a driving point is recommended.
(It is unlikely the driving point will be suitable for granite rock)

Expulsion Dropout Fuse (EDO) base and links as well as K-Mate fuse current limiters are not included
in CUs but listed in HV51. Fault Tamer fuse base and links are listed in HV52.

2 Fault Tamer fuse are not to be used on 33kV networks and have a maximum rating of 20A. EDOs
are used on 33kV networks and for current rating greater than 20A.

3 For the physical dimension tables the uppermost king bolt / eye bolt is the reference point with
coordinates X=0.0, Y=0.0 (Datum)
The conductor location in the Y axis of the physical dimension tables lists the height of the conductor
on the top of the post insulator above the datum. This dimension has been rounded down taking

4 equipment differences, manufacturing tollerances and installation variations into account.

On angle structures, where the conductor is attached to the side of the insulator head the conductor
is located marginally lower than if located on the top of the insulator. No adjustment is considered
necessary to the Y dimension in these cases.

For conductor clashing calculation, apply the correct Y dimension which may differ from that listed in
5 the dimension table which is used for ground clearance simulation purposes. E.g. HY09 RHS span
(centre to outer phase) Ydim to be 230mm and not 310mm.

6 HV isolators to be selected according to HV53.

© Copyright of Western Power

Any use of this material except in accordance with a written agreement with Western Power is
prohibited.
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High Voltage Bare
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HV i High Voltage Bare
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HV i High Voltage Bare
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HV i High Voltage Bare

High Voltage Bare CU List

Cu CUDESCRIPTION

HV1_2HS intermediate 2 phase heavy pollution

HV1_2VS intermediate_2 phase very heavy pollution
HV1_3HS intermediate 3phase heavy pollution

HV1_3VS intermediate_3 phase very heavy pollution

HV1 CS Intermediate _ crossarm strap

HV3_2N running disc angle 2 phase normal

HV3_2H running disc angle 2 phase high

HV3 2E running disc angle _2 phase extreme

HV3_3N running disc angle 3 phase normal

HvV3_3H running disc angle 3 phase high

HV3_3E running disc angle _3 phase extreme

HV5_3MN horizontal termination 3 phase metro normal
HV5_3MH horizontal termination 3 phase metro high
HV5_2RN horizontal termination 2 phase rural normal
HV5_2RH horizontal termination 2 phase rural high

HV5_2E horizontal termination_2ph extreme

HV5_3RN horizontal termination 3 phase rural normal
HV5_3RH horizontal termination 3 phase rural high

HV5_3E horizontal termination_3ph extreme

HV6_2H intermediate off set 2 phase heavy pollution
HV6_2V intermediate offset_ 2 phase very heavy pollution
HV6_3H intermediate off set 3 phase heavy pollution
HV6_3V intermediate offset_ 3 phase very heavy pollution
HV7_3MH termination tee off 3 phase metro heavy pollution
HV7_2RH termination tee off 2 phase rural heavy

HV7_2V termination tee off_2ph very heavy pollution
HV7_3RH termination tee off 3 phase rural heavy pollution
HV7_3V termination tee off_3ph very heavy pollution

HV8_ 3N termination tee off / DOF 3 phase normal

Hv8_ 3H termination tee off / DOF 3 phase high

HvV8 3E termination tee off DOF_3ph extreme

HV8 2N termination tee off / DOF 2 phase normal

Hv8 2H termination tee off / DOF 2 phase high

HV8 2E termination tee off DOF_2ph extreme

HV9_2H in line strain 2 phase heavy pollution

HV9_2V In line strain_2 phase very heavy pollution
HV9_3H in line strain 3 phase heavy pollution

HV9_3V In line strain_3 phase extreme very heavy pollution
HV10_2N in line strain / DOF 2 phase normal

HV10_2H in line strain / DOF 2 phase high

HV10 2E In line strain / DOFO&6s_2 phase extreme
HV10_3N in line strain / DOF 3 phase normal

HV10_3H in line strain / DOF 3 phase high

HV10_3E In line strain / DOFbds_ 3 phase extreme
HV11 combination PTS

S -jiﬂf&?ﬁlfﬁﬁqﬂﬂ‘}!l‘rf
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HV i High Voltage Bare

CuU CUDESCRIPTION

HV12_2H of fset intermedi bheawpolluionOFd6s 2 phase
HV12_2V offset intermediate / DOF_2 ph very heavy pollution

HV12_3H of fset intermedi bheawpolluionOFd6s 3 phase
HV12_3V offset intermediate / DOF_3 ph very heavy pollution

HV13 combination PTS with DOFO6s

HV18 Intermediate Wishbone normal and high

HV18 E Intermediate Wishbone extreme

HV19 Pole Top Switch normal and high

HV19_E Pole Top Switch extreme

HV20_2H DOF xarm for interm TX 2phase high

HV20_3H DOF xarm for interm TX 3phase high

HV21 2H intermediate extended raiser 2 phase heavy pollution

HV21 2V Intermediate extended raiser_2ph extreme very heavy pollution

HvV21 3H intermediate extended raiser 3 phase heavy pollution

Hv21_3V Intermediate extended raiser_3ph very heavy pollution

HV23_W termination PTSwi t h DOF&s nor mal and high
HV23_WE termination PTS with DOF&s extreme
HV23_WO termination PTS w/o DOF&s normal and high
HV23_WOE termination PTS w/ o DOFO6s extreme
HV27_N 1 phase in line strain with DOF&s nor mal
HV27_H 1phaseinline strainwithDOF6s hi gh

HV27_E 1 phase in |line strain |/ DOFO&6s extreme
HV29_H 1 phase intermediate heavy pollution

HV29_V 1 phase intermediate very heavy pollution

HV30_N 1 phase running disc angle normal

HV30_H 1 phase running disc angle high

HV30_E 1 phase RDA / Tee-off extreme

HV31_H 1 phase sl ack/ sheavypollutionwi t h DOF 6 s
HV31_V 1 phase sl ac kveyheavy poliutioh DOF 6 s

HV32_N 1 phase termination with DOFO6s nor mal
HV32_H 1 phase termination with DOF6s high
HV32_E lphaset er mi nati on / DOF&6s extreme
HV33_N 1 phase strain angle normal

HV33_H 1 phase strain angle high

HV33_E 1 phase strain angle extreme

HV34_N Earthing of wood pole

HV34_PT Pole Top Earthing - Base Kit

HV34_PT12 Pole Top Earthing i 12mm Addon

HV34_PT16 Pole Top Earthing i 16mm Addon

HV34_PTS Pole Top Earthing i Stay Addon

HV34_T Earthing of 10 & 25kVA TX (Maintenance)

HV34_VAN70 70mm2 Cu Pole Earth Vandalism/Repair

HV34_VAN25 25mm2 Cu Pole Earth Vandalism/Repair

HV36 stand off insulator

HV38_1000_M (New) 22kV 1000kVAr Capacitor Bank Metro 1 bushing VT

HV38_1000_R (New) 22kV 1000kVAr Capacitor Bank Rural 1 bushing VT

HV38_500_M (New) 22kV 500kVAr Capacitor Bank Metro 1 bushing VT

HVv38_500_R (New) 22kV 500kVAr Capacitor Bank Rural 1 bushing VT

HV39 1000_R (New) 33kV 1000kVAr Capacitor Bank Rural 1 bushing VT

=Sl westernpower

Distribution Design Catalogue
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HV i High Voltage Bare
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CuU CUDESCRIPTION

HV39_500_R (New) 33kV 500kVAr Capacitor Bank Rural 1 bushing VT
HV43_3HAS intermediate 3phase anti-swan xarm heavy pollution

HV43 3VAS intermediate_3phase anti-swan xarm very heavy pollution
HV43_3HM intermediate 3phase Maintenance i Short Riser heavy pollution
HV43 3VM intermediate_3phase Maintenancei Short Riser very heavy pollution
HV44_3NAS horizontal 3phase anti-swan xarm normal

HV44_3HAS horizontal 3phase anti-swan xarm high

HV44_3EAS horizontal termination_3ph Anti-swan extreme

Hv45_2S Intermediate 2 phase double cross-arm heavy pollution

Hv45_2V Intermediate_2 phase double xarm very heavy pollution

HV45_3S Intermediate 3 phase double cross-arm heavy pollution

Hv45_3V Intermediate_3 phase double xarm very heavy pollution
HV47_3NAS Strain angle Deviation 3ph anti-swan normal

HV47_3HAS Strain angle Deviation 3ph anti-swan high

HV47_3EAS Strain Angle Deviation_3ph Anti-swan extreme

HV51_3.15EDO Expulsion Drop-Out Fuse_ 3.15 Amp

HV51_5EDO Expulsion Drop-Out Fuse_ 5 Amp

HV51_8EDO Expulsion Drop-Out Fuse_ 8 Amp

HV51_10 EDO Expulsion Drop-Out Fuse_ 10 Amp

HV51_16 EDO Expulsion Drop-Out Fuse._ 16 Amp

HV51_20EDO Expulsion Drop-Out Fuse._ 20 Amp

HV51_25EDO Expulsion Drop-Out Fuse._ 25 Amp

HV51_31.5EDO Expulsion Drop-Out Fuse. _ 31.5 Amp

HV51_40EDO Expulsion Drop-Out Fuse _ 40 Amp

HV51_63EDO Expulsion Drop-Out Fuse _ 63 Amp

HV51_80 EDO Expulsion Drop-Out Fuse _ 80 Amp

HV52_3FT Standard Speed Fault Tamer Drop-Out Fuse_ 3 Amp (max 22kV)
HV52_5FT Standard Speed Fault Tamer Drop-Out Fuse_ 5 Amp (max 22kV)
HV52_7FT Standard Speed Fault Tamer Drop-Out Fuse_ 7 Amp (max 22kV)
HV52_10FT Standard Speed Fault Tamer Drop-Out Fuse_ 10 Amp (max 22kV)
HV52_15FT Standard Speed Fault Tamer Drop-Out Fuse_ 15 Amp (max 22kV)
HV52_20FT Standard Speed Fault Tamer Drop-Out Fuse_ 20 Amp (max 22kV)
HV53_HC Disconnect switch 600 Amp Cross-arm

HV53_HB Disconnect switch 600 Amp Bracket

HV54_1PH Fuse saver i single phase

HV61_22W 3 phase recloser with PTS & isolators 22kv wood, one bushing transformer supply
HV61_33W 3 phase recloser with PTS & isolators 33kv wood, one bushing transformer supply
HV61_22W_M 3 phase recloser with PTS & isolators 22kV, two bushing transformer supply
HV61_22W_LV 3 phase recloser with PTS & isolators 22kV wood, LV aerial supply
HV61_33W_LV 3 phase recloser with PTS & isolators 33kV wood, LV aerial supply
HV65_12_TX 12.7kV single phase recloser with bypass

HV65_19 TX 19.1kV single phase recloser with bypass

sE westernpower
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HV i High Voltage Bare
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Physical Design Dimensions

(

" Phase X dim Y dim
Y dim
X dim | X_dim left 900 500
Origin(0 01 centre 0 850
Y Iu.m right 900 500

Origin - King bolt (0:0)

T_[131025|ITEM 1 UPDATED & WILDLIFE DETERRENT ADDED Wic | VAs | 0 COMPATIBLE UNIT ”'S"ET}’IE,"ESEE SIoN |-=§!W83t8fﬂP0WEf
H_|011024 [CROSSARM STARP ADDED 16 | Vs | @
G _|221217|PHYSKCAL DESIGN DMENSION REVISED NMic | REE | Gs | ORAWN _JRR_ [DATE 1-04-201. [DRG. No
FORMAT & TITLE CHANGED, ANTI-SWAN CROSS-ARM |N T ER M E Dl A TE ORIGINATED ISEM—E NTS | H V 01
F 10297 %5|MoveD TO HVL3 AND LIMITATIONS TABLE DELETED REE | REE | GS STANDARD CROSS-ARM CHECKED.  REE
|18 07 13|ORIGINAL ISSUE G5 - APPROVED REV  [SHT
REV_| DATE DESCRIPTION JORGD [CHKD |APRD GRANT STACY | 1/1
g W—— N .
s wWesternpower
! "wlt:{ "J L . Distribution Design Catalogue
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HV i High Voltage Bare

Cu CUDescription
HV1 28 Intermediate_2 phakeavypollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IFO001 | Line poshsulator 2 ea
2 CB0109| Unitizeckarm 1 ea
3 AB6732| Pole bolt M16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822| insulator stud 2 ea
8 CG0030| Wildlife Deterrent 2 ea
HV12VS Intermediate_2 phasery heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
IFO001 | Line poshsulator 2 ea
2 CB0109| Unitized xarm 1 ea
3 AB6732| Pole bolt M16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 2 ea
8 CG0030| Wildlife Deterrent 2 ea
HV1 3HS Intermediate _3 phakeavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IFO001 | Line poshsulator 3 ea
2 CB0109| Unitizeckarm 1 ea
3 AB6732| Pole bolt M16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 3 ea
8 CG0030| Wildlife Deterrent 2 ea
HV13VS Intermediate3 phag very heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IFO001 | Line poshsulator 3 ea
2 CB0109| Unitized xarm 1 ea
3 AB6732| Pole bolt M16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 3 ea
8 CG0030| Wildlife Deterrent 2 ea

=Sl westernpower
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HV 1 High Voltage Bare

Cu CU Description
HV1 CS Intermediate _ crossarm strap
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

3 AB6732| Pole bolt M16 x 550 1 ea

4 CE7541| Dispersion plate 1 ea

6 CB0485| Crossarm strap 1 ea

7 AB4567 | Bolti M12 X150 1 ea

. 221 westernpnwer
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HV i High Voltage Bare
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Physical Design Dimensions

Physical Design Dimensions
Hé (DCSH) H7 (DCSH)
Phase X dim Y dim Phase X dim Y dim
/T\ Top 0 0 Top 0 0
Y dim Centre 0 900 Centre 0 1200
X_dim X_dim Bottom 0 1800 Bottom 0 2400
0Origin(0:0) Origin - Top eye bolt (0:0) Origin - Top eye bolt (0:0)
Reminder: 2 stays required
Y dim
DISTRIBUTION DESIGN a
COMPATIBLE UNIT RBUTIN DE |.=5!westernpower
e DRAWN. R [DATE 10-0L-201 [DRG. No
ORIGINATED [scae n1s |
G_[ 1007 18 |PHYSICAL DESIGN DIMENSIONS REVISED JC | REE | GS | RUNNING DISC ANGLE CHECKED  REE HVO3
F__|22.08 13| DRIGINAL ISSUE APPROVED REV_ [SHT
REV | DATE DESCRPTION |ORGO [CHKD [APRD GRANT STACY G
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HV i High Voltage Bare

Cu CU Description
HV3 2N Running disc angle _2 phase normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IC0041 | strain insulator 2 ea
2 0OS0055| bow shackle 2 ea
3 AB6025 | eye bolt 16mm did00mm Ig 2 ea
4 CE7542| bonding kit 1 ea
HV3_2H Ruwnning disc angle _2 phase high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
IC0041 | strain insulator 2 ea
2 0OS0055| bow shackle 2 ea
3 AB6025 | eye bolt 16mm did00mm Ig 2 ea
4 CE7542| bonding kit 1 ea
HV32E Running disc angle _2 phasgtreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rop | MEASURE
ICOB1 | strain insulator 2 ea
2 0OS0055| bow shackle 2 ea
3 AB6025 | eye bolt 16mm dia x 400mm Ig 2 ea
4 CE7542| bonding kit 1 ea
HV3_3N Running disc angle _3 phase normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RoD | MEASURE
IC0041 | strain insulator 3 ea
2 0OS0055| bowshackle 3 ea
3 AB6025 | eye bolt 16mm dia x 400mm Ig 3 ea
4 CE7542| bonding kit 1 ea
HV3_3H Running disc angle _ 3 phase high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IC0041 | strain insulator 3 ea
2 0OS0055| bow shackle 3 ea
3 AB6025 | eye bolt 16mm dia x 400mm Ig 3 ea
4 CE7542| bonding kit 1 ea
- __]Hﬁ'rr"iﬁ_"f-' arnDoOwWer
= rJ""'ll“A:]“r[-:I-l']]_b"'g Distribution Design Catalogue
15 of 121 Last printed 26/05/2026 Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV 1 High Voltage Bare

Cu CU Description
HV33E Running disc angle _3 phasdreme
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 IC0031 | strain insulator 3 ea

2 0OS0055| bow shackle 3 ea

3 AB6025 | eye bolt 16mm dia x 400mm Ig 3 ea

4 CE7542| bonding kit 1 ea

. 221 westernpnwer
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HV i High Voltage Bare
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Physical Design Dim

* Phase X dim Y dim
- ! d‘mx o leff 900 230
Origini0:0) cenfre 0 0
L right 900 230
Origin - Top eye bolt (0:0)
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HV i High Voltage Bare

Cu CU Description
HV5 3MN Horizontal termination_3ph metro normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025 | 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0116| xarm metal metro 1 ea
5 IC0041 | strain insulator 3 ea
6 AB6732| Pole bolt M16 %650 1 ea
7 CE7541| dispersion plate 2 ea
HVv5_3MH Horizontal termination_3ph metro high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025 | 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0116| xarm metal metro 1 ea
5 IC0041 | strain insulator 3 ea
6 AB6732| Pole bolt M16 650 1 ea
7 CE7541| dispersion plate 2 ea
HV5_2RN Horizontal termination_2ph rural normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0041 | strain insulator 2 ea
6 AB6732| Pole bolt M16 650 2 ea
7 CE7541]| dispersion plate 2 ea
HV5_ 2RH Horizontal termination_2ph rural high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0041 | strain insulator 2 ea
6 AB6732| Pole bolt M16 650 2 ea
7 CE7541]| dispersion plate 2 ea
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HV i High Voltage Bare

Cu CU Description
HV52E Horizontal termination_2pktreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
3 CB3025| xarm bracksetipplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0031 | strain insulator 2 ea
6 AB6732| Pole bolt M16 650 2 ea
7 CE7541] dispersion plate 2 ea
HV5_3RN Horizontal termination_3ph rural normal
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
AB6023 | 16dia eyebolt 300 long 2 ea
2 AB6025 | 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0041 | strairinsulator 3 ea
6 AB6732| Pole bolt M16 650 1 ea
7 CE7541| dispersion plate 2 ea
HV5_3RH Horizontal termination_3ph rural high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0041 | strain insulator 3 ea
6 AB6732| Pole bolt M16 650 1 ea
7 CE7541]| dispersion plate 2 ea
HV53E Horizontal termination_3pktreme
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025 | 16dia eyebolt 400 long 1 ea
3 CB3025| xarmbracket supplied with nuts & bolts 1 ea
4 CB0118| xarm metal rural 1 ea
5 IC0031 | strain insulator 3 ea
6 AB6732| Pole bolt M16 650 1 ea
7 CE7541| dispersion plate 2 ea
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HV 1 High Voltage Bare
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/I\ Physical Design Dimensions
Phase X dim Y dim
Y dim
X dim X dim left 970 500
Origin(0:0) cenftre 430 500
Y Iu.m right 1290 500
Origin - King bolt (0:0)
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HV i High Voltage Bare

Cu CU Description
HV6 2H Intermediate offset 2 phdssavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 CB1121| xarm metal 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 2 ea

4 AB6732| Pole bolt M16 650 3 ea

5 AB4822| insulator stud 2 ea

6 CE7541| dispersion plate 3 ea

7 CB0485| bracing strap 1 ea

8 AB4614 | bolti M16 x 150mm 1 ea

9 CG0030| Wildlife Deterrent 2 ea
HV6 2V Intermediate offset_ 2 phaszy heavy pollution

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 CB1121| xarm metal 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 2 ea

4 AB6732| Pole bolt M16 650 3 ea

5 AB4822 | insulator stud 2 ea

6 CE7541| dispersion plate 3 ea

7 CB0485| bracing strap 1 ea

8 AB4614 | bolti M16 x 150mm 1 ea

9 CG0030| Wildlife Deterrent 2 ea
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HV i High Voltage Bare

Cu CU Description
HvV6_ 3H Intermediate offset  3h@easgepollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 CB1121| xarm metal 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 3 ea

4 AB6732| Pole bolt M16 650 3 ea

5 AB4822| insulator stud 3 ea

6 CE7541| dispersion plate 3 ea

7 CB0485| bracing strap 1 ea

8 AB4614 | bolti M16 x 150mm 1 ea

9 CG0030| Wildlife Deterrent 4 ea
HV6 3V Intermediate offset_ 3 phaszy heavy pollution

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 CB1121| xarm metal 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 3 ea

4 AB6732| Pole bolt M16 650 3 ea

5 AB4822 | insulator stud 3 ea

6 CE7541| dispersion plate 3 ea

7 CB0485| bracing strap 1 ea

8 AB4614 | bolti M16 x 150mm 1 ea

9 CG0030| Wildlife Deterrent 4 ea
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HV 1 High Voltage Bare
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4\ Physical Design Dimensions
v Phase X dim Y dim
dim
X dim X_din left 945 230
Origin(0:0) cenftre 0 0
Y Idim right 9LS 230
Origin - Top eye bolt (0.0)
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HV i High Voltage Bare

Cu CU Description
HvV7_3MH Termination tee off 3ph metemavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
1 AB6025 | 16dia eyebolt 400 long 1 ea
2 CB3025| xarm bracketipplied with nuts & bolts 1 ea
3 IFO001 | Line poshsulator 1 ea
4 CB0116| xarm metal metro 1 ea
5 AB4822 | insulator stud 1 ea
6 CE7541| dispersion plate 2 ea
7 IC0041 | strain insulator 3 ea
8 AB6732| Pole bolt M16 650 1 ea
9 CG0030| Wildlife Deterrent 1 ea
HV7_2RH Termination tee off_2ph runakvy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
1 AB6025| 16dia eyebolt 400 long 1 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 IFO001 | Line poshsulator 1 ea
4 CB0118| xarm metal rural 1 ea
5 AB4822 | insulator stud 1 ea
6 CE7541]| dispersion plate 2 ea
7 IC0041 | strain insulator 2 ea
8 AB6732| Pole bolt M16 650 2 ea
9 CG0030| Wildlife Deterrent 1 ea
HV72V Termination tee off_2pkry heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RoD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
1 AB6025 | 16dia eyebolt 400 long 1 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 IFO001 | Line post insulator 1 ea
4 CB0118| xarm metal rural 1 ea
5 AB4822 | insulator stud 1 ea
6 CE7541| dispersioplate 2 ea
7 IC0031 | strain insulator 2 ea
8 AB6732| Pole bolt M16 650 2 ea
9 CG0030| Wildlife Deterrent 1 ea
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HV i High Voltage Bare

Cu CU Description
HV7_3RH Termination tee off_3ph runalkvy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 AB6023 | 16dia eyebolt 300 long 2 ea

1 AB6025 | 16dia eyebolt 400 long 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 1 ea

4 CB0118| xarm metal rural 1 ea

5 AB4822 | insulator stud 1 ea

6 CE7541| dispersion plate 2 ea

7 IC0041 | strain insulator 3 ea

8 AB6732| Pole bolt M16 %650 1 ea

9 CG0030| Wildlife Deterrent 1 ea
HV73V Termination tee off_3pbry heavy pollution

ITEM Srock DESCRIPTION Qry UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 AB6023| 16dia eyebolt 300 long 2 ea

1 AB6025| 16dia eyebolt 400 long 1 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 1 ea

4 CB0118| xarmmetal rural 1 ea

5 AB4822 | insulator stud 1 ea

6 CE7541]| dispersion plate 2 ea

7 IC0031 | strain insulator 3 ea

8 AB6732| Pole bolt M16 650 1 ea

9 CG0030| Wildlife Deterrent 1 ea
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HV i High Voltage Bare

Y dim
X dim X dim
Origin0 0)

Y dim

NOTE -

1. ALL DIMENSIONS ARE IN MILLIMETRES

2. ADD STAND-OFF INSULATORS 1C0086 OR IF0001 FOR
EXTREME POLLUTION FOR DCSH H09-2 DRAWING.

Physical Design Dimensions
Phase X dim Y dim

left 1000 230
centre 0 0

right 1000 230
Origin - Top eye bolt {0.0)

-
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HV i High Voltage Bare

Cu CU Description
HvV8 3N Termination tee off DOF_3ph normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025 | 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
5 CB)117 | xarm metal 1 ea
6 IC0041 | strain insulator 3 ea
7 CE7541| dispersion plate 2 ea
8 AB673 | Pole bolt M16 650 1 ea
9 AB4677 | 20dia bolt 150 long 3 ea
HvV8_3H Termination tee off DOF_3ph high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023 | 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with Hobéts 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
5 CB)117 | xarm metal 1 ea
6 IC0041 | strain insulator 3 ea
7 CE7541| dispersion plate 2 ea
8 AB673 | Pole bolt M16 650 1 ea
10 1C0083 | Standoffinsulator 3 ea
1 AB2957 | Bolt M12 x 30 6 ea
12 CB0481| DOHLine podtracket 3 ea
13 AB4567 | 12dia bolt 150 long 6 ea
HV83E Termination tee off DOF_3ptireme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyebolt 400 long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
5 CB)117 | xarm metal 1 ea
6 IC0031 | strairinsulator 3 ea
7 CE7541]| dispersion plate 2 ea
8 AB673 | Pole bolt M16 650 1 ea
10 IC0083 | Stanebff Insulator 3 ea
11 AB2957 | Bolt M12 x 30 6 ea
12 CB0481| DOH.ine podtracket 3 ea
13 AB4567 | 12dia bolt 150 long 6 ea
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HV i High Voltage Bare

Cu CUDescription
HV8 2N Termination tee off DOF_2ph redrm
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 selecfrom HV51 (EDO) or HV52 (Fault Tamer) 2 ea SeeNote 2Page 4
5 CB0117| xarm metal 1 ea
6 IC0041 | strain insulator 2 ea
7 CE7541| dispersion plate 2 ea
8 AB673 | Pole bolt M16 650 2 ea
9 AB4677 | 20dia bolt 150 long 2 ea
Hv8 2H Termination tee off DOF_2ph high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 select from HV51 (ED®J\&B2 (Fault Tamer) 2 ea SeeNote 2Page 4
5 CB0117| xarm metal 1 ea
6 IC0041 | strain insulator 2 ea
7 CE7541| dispersion plate 2 ea
8 AB672 | Pole bolt M16 %650 2 ea
10 IC0083 | Stanebff Insulator 2 ea
1 AB2957 | Bolt M12 x 30 4 ea
12 CB0481| DOH.ine podtracket 2 ea
13 AB4567 | 12dia bolt 150 long 4 ea
HV82E Termination tee off DOF_2ptreme
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RoD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea SeeNote 2Page 4
5 CB0117| xarm metal 1 ea
6 IC®31 | strain insulator 2 ea
7 CE7541| dispersion plate 2 ea
8 AB673 | Pole bolt M16 550 2 ea
9 AB4677 | 20dia bolt 150 long 2 ea
10 1C0083 | Stanebff Insulator 2 ea
1 AB2957 | Bolt M12 x 30 4 ea
12 CB0481| DOHLine podtracket 2 ea
13 AB4567 | 12dia bolt 150 long 4 ea
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HV i High Voltage Bare

NOTES:
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1. ALL DIMENSIONS ARE IN MILLIMETRES
2. USE LHS FOR LONGER SPAN.

3. CONDUCTOR SEPARATION GREATER.
L. CLASHING CALCULATION PURPOSES USE 230 (Y dim) FOR RHS.
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sical Design Dimensions LHS

X dim

p

Y dim

X dim

Qrigin(0:0)

Y dim

Phase X dim Y dim

left 1000 310

centre 0 0

right 1000 310

Origin - Top eye bolt (0:0)
Physical Design Dimensions RHS

Phase X dim Y dim
left 940 310
tentre 0 80
right 940 310

Origin - Top eye bolt {0:0)

COMPATIBLE UNIT

IN-LINE STRAIN

DISTRIBUTION DESIGN

| -sE8 westernpower
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HV i High Voltage Bare

Cu CU Description
HV9 2H In line strain_2 phaseavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 AB6023 | 16dia eyebolt 300 long 4 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 2 ea

4 CB1121| xarm metal 1 ea

5 IC0041 | strain insulator 4 ea

6 CE7541| dispersion plate 3 ea

7 AB4822 | insulator stud 2 ea

8 AB6732| Pole bolt M16 650 2 ea

9 CG0030| Wildlife Deterrent 2 ea
HV92Vv In line strain_2 phasery heavy pollution

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 AB6023 | 16dia eyebolt 300 long 4 ea

2 CB3025| xarm bracket supplied with nuts & bolts 1 ea

3 IFO001 | Line poshsulator 2 ea

4 CB1121| arm metal 1 ea

5 IC0031 | strain insulator 4 ea

6 CE7541| dispersion plate 3 ea

7 AB4822 | insulator stud 2 ea

8 AB6732| Pole bolt M16 %650 2 ea

9 CG0030| Wildlife Deterrent 2 ea
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HV i High Voltage Bare

Cu CU Description
HvV9 3H In line strain_3 phase&vy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 4 ea
1 AB6025 | 16dia eyebolt 400 long 2 ea
2 CB3025| xarm bracket supplieth nuts & bolts 1 ea
3 IFO001 | Line poshsulator 3 ea
4 CB1121| xarm metal 1 ea
5 IC0041 | strain insulator 6 ea
6 CE7541| dispersion plate 4 ea
7 AB4822 | insulator stud 3 ea
8 AB6732| Pole bolt M16 %650 1 ea
9 CG0030| Wildlife Deterrent 2 ea
10 CR1036| Raiser bracket 1 ea
11 AB6733| Pole bolt 16 dia x 400mm Ig with nut and washer| 2 ea
HV93V In line strain_3 phasery heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rop | MEASURE
1 AB6023| 16dia eyebolt 300 long 4 ea
1 AB6025 | 16dia eyebolt 400 long 2 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 IFO001 | Line poshsulator 3 ea
4 CB1121| xarm metal 1 ea
5 IC0031 | strain insulator 6 ea
6 CE7541]| dispersion plate 4 ea
7 AB4822 | insulator stud 3 ea
8 AB6732| Pole bolt M16 %650 1 ea
9 CG0030| Wildlife Deterrent 2 ea
10 CR1036| Raiser bracket 1 ea
11 AB6733| Pole bolt 16 dia x 400mm Ig with nut and washer| 2 ea
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HV i High Voltage Bare
o
9L40
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Physical Design Dimensions LHS
Phase X dim Y dim

left 1000 310

cenfre 0 0

right 1000 310
Origin - Top eye bolt (0-0)

Physical Design Dimensions RHS

Phase X dim Y dim
/P NOTES left 940 310
Y dim 1 ALL DIMENSIONS ARE IN MILLIMETRES centre 0 80
X dim X_dim. 2 USE LHS FOR LONGER SPAN right 940 310
Origin(0 0t 3 CONDUCTOR SEPARATION GREATER
Jy 4 CLASHING CALCULATION PURPOSES USE 230 (Y dim) FOR RHS Origin - Top eye bolt 00}
m
DISTRIBUTION DESIGN a
COMPATIBLE UNIT o | ~sE8 westernpower
e DRAWN. _JRR _[DATE. 10-04-201% |ORG No
F_|10.07.18 [STAND-OFF INSULATOR DETAILS AND NOTES REVISED JC_ | REE| GS INLINE STRAIN ORIGINATED [scae TS H\//‘O
E_[221217 | PHYSICAL DESIGN DIMENSION REVISED NMc | REE| GS CHECKED  REE
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HV i High Voltage Bare

Cu CU Description
HV10 2N In Iline strain / DOFds_ 2 phase nor m
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 4 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea SeeNote 2Page 4
5 IC0041 | strain insulator 4 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 650 2 ea
8 AB4677 | 20dia bolt 150 long 3 ea
HV10_2H In I'ine strain / DOFG6s_2 phase high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
AB6023| 16dia eyebolt 300 long 4 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea SeeNote 2Page 4
5 IC0041 | strain insulator 4 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 550 2 ea
8 AB4677 | 20dia bolt 150 long 3 ea
9 1C0083 | standofifhsulator 2 ea
10 AB2957 | Bolt M12 x 30 4 ea
11 CB0481| DOH.ine podtracket 2 ea
12 AB4567 | 12dia bolt 150 long 4 ea
HV102E In Iine straaextreméd DOFO6s_2 phase
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RoD | MEASURE
AB6023| 16dia eyebolt 300 long 4 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea SeeNote 2Page 4
5 IC0031 | strain insulator 4 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 550 2 ea
8 AB4677| 20dia bolt 150 long 3 ea
9 1C0083 | standoffhsulator 3 ea
10 AB2957 | Bolt M12 x 30 6 ea
11 CB0481| DOHLine podtracket 3 ea
12 AB4567 | 12dia bolt 150 long 6 ea

=Sl westernpower

Distribution Design Catalogue

33 of 121 Last printed 26/05/2026

Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



—

HV i High Voltage Bare

Cu CU Description
HV10 3N In |line strain / DOFOds_ 3 nor
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023 | 16dia eyebolt 300 long 4 ea
1 AB6025 | 16dia eyebolt 400 long 2 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) 3 ea SeeNote 2Page 4
5 IC0041 | strain insulator 6 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 650 1 ea
8 AB4677 | 20dia bolt 150 long 3 ea
HvV10 3H In I'ine strain / DOF&6s_3 phase high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 4 ea
1 AB6025| 16dia eyebolt 400 long 2 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
5 IC0041 | strain insulator 6 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 650 1 ea
8 AB4677| 20dia bolt 150 long 3 ea
9 1C0083 | standofifhsulator 3 ea
10 AB2957 | Bolt M12 x 30 6 ea
11 CB0481| DOHLine podtracket 3 ea
12 AB4567 | 12dia bolt 150 long 6 ea
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HV i High Voltage Bare

Cu CU Description
HV103E In |ine straexmemte DOFds_ 3 phase
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023 | 16dia eyebolt 300 long 4 ea
1 AB6025 | 16dia eyebolt 400 long 2 ea
2 CB3025| xarm bracket supplied with nuts & bolts 1 ea
3 CB1121| xarm metal 1 ea
4 select from HV51 (EDO) or HV52 (Fault Tamer) 3 ea SeeNote 2Page 4
5 IC0031 | strain insulator 6 ea
6 CE7541| dispersion plate 2 ea
7 AB673 | Pole bolt M16 650 1 ea
8 AB4677 | 20dia bolt 150 long 3 ea
9 IC0083 | standofihsulator 3 ea
10 AB2957 | Bolt M12 x 30 6 ea
1 CB0481| DOH.ine podtracket 3 ea
12 AB4567 | 12dia bolt 150 long 6 ea
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HV 1 High Voltage Bare

[=--X dim--==--X dim--=}
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SIDE VIEW
PTS OMITTED FOR CLARITY

T Physical Design Dimensions
PTS

14;,,. Phase X dim Y dim

NOTES: Xdn | Xdm left 1050 2100
1. FOR PTS ROD EXTENSION APPROX. 1200mm LONG Origin(0:0) centre 0 2100
STOCK CODE: CB7568 IF REQUIRED FIT MID POLE MECH TO CLEAR. i right 1050 2100

2. FOR CONCRETE POLES USE (B7570 BRACKET KIT.

Origin - Top balt [0:0]

COMPATIBLE UNIT DISTRIBUTION DESIGH |.=§!westernpower
: 1331 11: f; :Lc:asszu:l?&;eo & WILDLIFE DETERRENT ADDED :::: v':‘s Eg S PR B [
N_[09 071822V _PTS DETAILS DELETED REE | JC | GS ORIGINATED [scae wts
M_[2112.17 [EARTHING SYSTEM REVISED REE | JC | GS COMBINATION P.TS. CHECKED.  JC HV11
L[ 011217 [ROD EXTENSION DETAILS REVISED REE | NMc | GS APPROVED REV _ [SHT
REV | DATE DESCRIPTION [DRGD [CHKD [APRD GRANT STACY Q 1/1
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HV i High Voltage Bare

Cu CU Description
HV11 Combination PTS
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS0130| pole top switch supplied with nuts & bolts 1 ea
2 CB0474| raiser frame 1 ea
3 IFO001 | linepost insulator 3 ea
4 FLO401 | Bimetal lugsmm 2 ea
6 CCo081| IPC 1 ea
7 FT0150| 150 ABC 3m long 1 ea
8 CCO0138| parallel groove clamp 3 ea
9 AB4822 | insulator stud 3 ea
10 FM0915| earthing kit 1 ea
11 CEO008B | earthing rod clamp 1 ea
12 CE0078| earthing coupling 5 ea
14 CEO0135| earthing rod section 6 ea
15 CE0201| earthing terminal box 1 ea
19 FLO402 | lug bi metal 12dia hole 150ABC 3 ea
20 CT0164 | wire tie aluminium 3 ea
21 CJ0496 | splice 150 ABC 3 ea
22 AB6742| Pole bolt M20 650 2 ea
23 CE7541| dispersion plate 2 ea
24 CJ0498 | Stalk lug copper 1 ea
26 FEO0055 | Heat shrink 1 ea
AB2958 | Bolt M12 x 35mm stn steel 2 ea
AN1495| Nut M12 2 ea
27 AW2429| Split Washer 2 ea
AW2607| Washer 2 ea
28 AB6741| Bolt M12 x 400 2 ea
29 CG0030| Wildlife Deterrent 4 ea
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HV 1 High Voltage Bare

N
/I\ Physical Design Dim
¥ dim Phase X dim Y dim
X dim X dim left 970 500
Origin(0:0) centre 0 820
NOTES: v'in right 1030 500
1. ALL DIMENSIONS ARE IN MILLIMETRES. Origin - King bolt (0.0}
COMPATIBLE UNIT psTRUTON S50 | -sBL westernpower
K_|13 10 25| ITEM 2 UPDATED & WILDLIFE DETERRENT ADDED Ve [ VAS | O DRAWN _JRR___[OATE 10-04-2014 [DRG No
J_[10.07 18[STAND-DFF INSULATOR DETAILS AND NOTES REVISED JC_ | ReE | GS OFFSET |NTERMED|ATE ORIGINATED [scaewts HV12
H_[22.12.17 |PHYSICAL DESIGN DIMENSION REVISED NMc | REE | GS WITH DROP OUT FUSES CHECKED. _ REE
G |10k ISSUE APPROVED REV  [SHT
REV_| DATE DESCRPTION [BRGD [cHkD JAPRD] GRANT STACY K 1/1
-szawest npower
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HV i High Voltage Bare

Cu CUDescription
HvV12 2H Intermediate off set / DOF_2 phas®/ pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CB1121| xarm metal 1 ea
2 IFO001 | line post insulator 2 ea
3 CR1039| raiser brackstipplied with nuts & bolts 1 ea
4 AB6732| Pole bolt M16 650 3 ea
5 select from HV51 (EDO) or HV52 (Fault Tamer) 2 ea SeeNote 2Page 4
6 CE7541| dispersion plate 3 ea
7 AB4822 | insulator stud 2 ea
8 AB4677 | 20dia bolt 150 long 3 ea
9 CB0485| Bracing Strap 1 ea
10 AB4614 | Bolt M16x150mm 1 ea
11 1C0083 | standofifhsulator 2 ea
12 AB2957 | Bolt M12 x 30 4 ea
13 CB0481| DOH.ine podtracket 2 ea
14 AB4567 | 12dia bolt 150 long 4 ea
15 CG0030| Wildlife Deterrent 3 ea
:_F._ﬁ-gi 1 WEStBr"Fuwer Distribution Design Catalogue
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HV i High Voltage Bare

Cu CUDescription
HV122Vv Intermediate off set / DOF_2vehy heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CB1121| xarm metal 1 ea
2 IFO001 | line pst insulator 2 ea
3 CR1039| raisebracket supplied with nuts & bolts 1 ea
4 AB6732| Pole bolt M16 650 3 ea
5 select from HV51 (EDO) or HV52 (Fault Tamer) 2 ea See Note Page 4
6 CE7541| dispersion plate 3 ea
7 AB4822 | insulator stud 2 ea
8 AB4677 | 20dia bolt 150 long 3 ea
9 CB0485| Bracing Strap 1 ea
10 AB4614 | Bolt M16x150mm 1 ea
11 1C0083 | standofifhsulator 2 ea
12 AB2957 | Bolt M12 x 30 4 ea
13 CB0481| DOH.ine podtracket 2 ea
14 AB4567 | 12dia bolt 150 long 4 ea
15 CG0030| Wildlife Deterrent 3 ea
:_F._ﬁ-gi 1 WEStBr"Fuwer Distribution Design Catalogue
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HV i High Voltage Bare

Cu CUDescription
Hv12 3H Intermediate off set / DOF_3 phesavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 CB1121| xarm metal 1 ea
2 IFO001 | line post insulator 3 ea
3 CR1039| raiser brackstipplied with nuts & bolts 1 ea
4 AB6732| Pole bolt M16 650 3 ea
5 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
6 CE7541| dispersion plate 3 ea
7 AB4822 | insulator stud 3 ea
8 AB4677 | 20dia bolt 150 long 3 ea
9 CB0485| Bracing Strap 1 ea
10 AB4614 | Bolt M16x150mm 1 ea
11 1C0083 | standofifhsulator 3 ea
12 AB2957 | Bolt M12 x 30 6 ea
13 CB0481| DOH.ine podtracket 3 ea
14 AB4567 | 12dia bolt 150 long 6 ea
15 CG0030| Wildlife Deterrent 3 ea
HV123V Intermediate off set / DOF_8phy heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CB1121| xarm metal 1 ea
2 IFO001 | line post insulator 3 ea
3 CR1039| raiser bracket supplied with ruaf< 1 ea
4 AB6732| Pole bolt M16 650 3 ea
5 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea See Note Page 4
6 CE7541| dispersion plate 3 ea
7 AB4822| insulator stud 3 ea
8 AB4677| 20dia bolt 150 long 3 ea
9 CB0485| Bracing Strap 1 ea
10 AB4614 | Bolt M16x150mm 1 ea
11 1C0083 | standoffhsulator 3 ea
12 AB2957 | Bolt M12 x 30 6 ea
13 CB0481| DOH.ine podtracket 3 ea
14 AB4567 | 12dia bolt 150 long 6 ea
15 CG0030| Wildlife Deterrent 3 ea
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HV 1 High Voltage Bare

NOTES

N =

22 9

é

. ALL DIMENSIONS ARE IN MILLIMETRES
FOR PTS ROD EXTENSION APPROX 1200mm LONG
STOCK CODE: (B7563 IF REQUIRED FIT MID POLE MECH TO CLEAR.
3 RAISER FRAME INSTALLED ON THE OPPOSITE SIDE
OF THE LOAD BREAK HEAD.
L. FOR CONCRETE POLES USE CB7570 BRACKET KIT

<= X dim--><-- X dim -~}
1 1
1

SIBE VIEW
PTS & DOF OMITTED
FOR CLARITY

Physical Design Dimensions
4\ PTS

) Phgse X dim Y dim

Y dim
X din | X dm left 1050 2100
Origin(0:0) centre 0 2100
Y Id'm right 1050 2100

Origin - Top balt [0:0]

COMPATIBLE UNIT

DISTRIBUTION DESIGN

| -sE8 westernpower

CATALOGUE
R_|13 10 25 |ITEM 3 UPDATED & WILDLIFE DETERRENT ADDED NMc | VAS | C0 ORAWN _JRR__[DATE 10-04-201i [ORG No
0 [311018 [NOTE & ADDED REE [ NN | GS COMBlNAT|0N PTS ORIGINATED |StALE NTS HV13
- CHECKED. _ REE
e e e o e | [l WITH DROP OUT FUSES 3, o
REV_| DATE DESCRPTION [BRGD cHKD [APRD GRANT STACY R 1/1
- =sgiwest npower
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HV i High Voltage Bare

Cu CU Description
HV13 Combination PTS with DOFG&Ss
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
GS0130| pole top switch suppied with nuts & bolts 1 ea
2 CB0474| raiser frame 1 ea
3 IFO001 | line post insulator 3 ea
4 select frordV51 (EDO) or HV52 (Fault Tamer) 3 ea SeeNote 2Page 4
6 CCo081| IPC 1 ea
7 AB4822 | insulator stud 3 ea
8 FT0150 | lead 150 ABC 3m long 2 ea
9 CCO0138| parallel groove clamp 3 ea
10 FLO401 | Bimetal lug 95mm 2 ea
13 CEO00B | earthing rod clamp 1 ea
14 CE0078| earthing coupling rod 5 ea
16 CEO0135| earthing rod section 6 ea
17 CE0201| earthing terminal box 1 ea
18 FM0915| earthing kit 1 ea
19 AB4562 | M12 bolt 100mm 3 ea
19 AB4677 | M20 bolt 150mm 3 ea
20 FLO402 | lug bi metal 150 ABC 9 ea
21 CT0164 | wire tie aluminium 3 ea
22 CJ0496 | splice aluminium 150 ABC 3 ea
23 AB6742 | Pole bolt M20 650 2 ea
24 CE7541| dispersion plate 2 ea
25 CJ0498 | Stalk lug copper 1 ea
27 FEO0055 | Heat shrink 1 ea
AB2958 | Bolt M12 35mm stn steel 2 ea
AN1495| Nut M12 2 ea
28 AW2429| Split Washer 2 ea
AW2607| Washer 2 ea
29 AB6741| Bolt M12 x 400 2 ea
A CG0030| Wildlife Deterrent 4 ea
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HV i High Voltage Bare
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HV i High Voltage Bare

Cu CU Description
HVv18 Intermediate wishbomermal & high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CB0110| xarm wishbone supplied with nuts and bolts 1 ea
2 IC0041 | strain insulator 3 ea
3 AB673 | Pole bolt M20x40mm 2 ea
4 CE7541| dispersion plate 2 ea
5 CCO0175| Suspension clamp 3 ea
6 AB4663 | Bolt M20X50mm 1 ea
7 Armour rod to match conductor 3 ea Select from CN 18
8 CCO0081| IPC 2 ea Order by
Designer/constructi
9 CJ0494 | Al Tail stalk lug 95 2 ea crew if down earth
the pole
10 0S0055| Shackle 3 ea
HV18_E Intermediate wishbomxtreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
CB0110| xarm wishbone supplied with nuts and bolts 1 ea
2 IC0031 | strain insulator 3 ea
3 AB673 | Pole bolt M20 x00mm 2 ea
4 CE7541]| dispersion plate 2 ea
5 CCO0175| Suspension clamp 3 ea
6 AB4663 | Bolt M20X50mm 1 ea
7 Armour rod to match conductor 3 ea Select from CN 18
8 CC0081| IPC 2 ea Order by
Designer/constructi
9 CJ0494 | Al Tail stalk lug 95 2 ea crew if down earth
the pole
10 0OS0055| Shackle 3 ea
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HV 1 High Voltage Bare

o1 HHHHe
Physical Design Dimensions
PTS
/T\ Phase X dim Y dim
Y dim NOTES:- left 946 230
X_dim X dim 1. FOR PTS HANDLE EXTENSION APPROX. 1.2m LONG centre 0 230
Orign(0:0) STOCK CODE: (B7568 IF REQUIRED, FIT MID POLE MECH TO CLEAR.
I 2. FOR CONCRETE POLES USE CB7570 BRACKET KIT. right 946 230
Y dim Origin - Top bolt (0:0)
R [29.1118 [EARTHING SYSTEM CHANGED REE | NN | GS COMPATIBLE UNIT DIST?:H&NGSEESIGN |.E§!wesmmpower
0 317018 [NOTE 2 ADDED ree T o | DRAWN.__JRR }om 10-04-20% |ORG. No
P |09 0118 |22kV PTS DELETED REE | JC | GS ORIGINATED SCALE: NTS
N[22 12.17 [EARTHING SYSTEM MODIFIED REE | JC | GS POLE TOP SWITCH CHECKED.  REE HV19
M [20.1117 [TABLES REVISED REE | JC | GS APPROVED REV SHT
REV | DATE DESCRIPTION [ORGD |CHKD.[APRD. GRANT STACY R
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HV i High Voltage Bare

Cu CU Description
HV19 Pole Top Switchormal and high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GS0130| pole togwitch 1 ea
2 IC0018 | strain insulator 6 ea
4 CEQO08 | earthing rod clamp 1 ea
5 CEOQ078| earthing rod coupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CE0201| earthing terminal box 1 ea
9 FMO0915| earthing kit 2 ea
13 AB642 | Pole bokM20 650 2 ea
14 CE7541| Dispersion plate 2 ea
15 AB6741| Bolt M12 x 400 2 ea
16 CJ0498 | Stalk lug 1 ea
18 FE0O055 | Heafshrink 1 ea
19 FLO401 | Bimetal lug 3 ea
AB2958 | Bolt M12 x 35mm stn steel 2 ea
AN1495| Nut M12 2 ea
20 AW2429| Split Washer 2 ea
AW2607| Washer 2 ea
HV19 E Pole Top Switckxtreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RoD | MEASURE
1 GS0130| pole top switch 1 ea
2 IC0031 | strain insulator 6 ea
4 CEO008B | earthing rodlamp 1 ea
5 CEO0078| earthing rod coupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CEO0201| earthing terminal box 1 ea
9 FMO0915| earthing kit 2 ea
13 AB642 | Pole bokM20 650 2 ea
14 CE7541| Dispersion plate 2 ea
15 AB6741| Bolt M12 x 400 2 ea
16 CJ0498 | Stalk lug 1 ea
18 FEO0O055 | Heat shrink 1 ea
19 FLO401 | Bimetal lug 3 ea
AB2958 | Bolt M12 x 35mm stn steel 2 ea
AN1495 | Nut M12 2 ea
20 AW?2429| Split Washer 2 ea
AW2607| Washer 2 ea
al ﬁtﬁaﬁgﬂ ]TI’I')1 Ig Distribution Design Catalogue
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HV 1 High Voltage Bare

1 O
N
U
=2
COMPATIBLE UNIT DISTRIBUTION BESIGN |.=§! westernpower
L DRAWN: JRR ‘DATE 10-04-2014 |DRG. Na
] D.0.FUSE CROSSARM FOR ORGNATED __|SCALE_NTS HV 20
120219 NMi NN | GS CHECKED:  REE
: 13.07.09 :;I‘;’:‘D;I‘.)FI;SﬁSULATOR FERED : | N T E R M E D | A T E T R A N S F 0 R M E R APPROVED REV SHT
REV | DATE DESCRPTION [ORGD_[CHKD_|APRD GRANT STACY B

| westernpuwer
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HV i High Voltage Bare

Cu CU Description
HvV20 2H DOF xarm for interivX 2phase high
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CB1121| xarm steel 1 ea
2 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea SeeNote 2Page 4
3 CB3025| xarmbracket supplied with nuts & bolts 1 ea
4 AB673 | M16x550 pole bolt 2 ea
5 CE7541] dispersion plate 2 ea
6 AB4677 | M20x150 bolt 3 ea
HV20_3H DOF xarm for interfrX_3phase high
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
CB1121| xarm steel 1 ea
2 select from HV51 (EDO) or HV52 (Fault Tamer) | 3 ea SeeNote 2Page 4
3 CB3025| xarm bracket supplied with nuts & bolts 1 ea
4 AB672 | ML6G50 pole bolt 2 ea
5 CE7541| dispersion plate 2 ea
6 AB4677 | M20x150 bolt 3 ea
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HV 1 High Voltage Bare
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Physical Design Dimensions
v g Phase X dim Y dim
X dim X dim left 920 720
NOTES: Origin{0:0) cgnfre 0 170
1. ALL DIMENSIONS ARE IN MILLIMETRES. Y dm right 920 720
Origin - King bolt (0:0)
COMPATIBLE UNIT psTRUTON S50 | -sBL westernpower
E_[13.10 25 |ITEM 1 UPDATED & WILDLIFE DETERRENT ADDED S| DRAWN _JRR___[OATE 1t-04-20%4 [DRG No
[} 12211217 :mvs:cl:L :csnsu ux:usmu REVISEDN : m Y?:s GS INTERMEDIATE ORIGINATED [scae w1s HV21
C_[301115 [BRACKET DETALLS REVISED & LIMITATION TABLE DELETED | AK | REE | GS EXTENDED RAISER CHECKED _REE
RPPROVED REV _ [SHT
R:v 100::5 S DESCRPTION [BRGD [cHkD JAPRD] GRANT STACY E 1/1
.s2awest npower
esternpowe Distribution Design Catalogue
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HV i High Voltage Bare

Cu CU Description
Hv21 2H Intermediate extended raiser_Bphvy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IFO001 | Line poshsulator 2 ea
2 CR1038| extendedniser channel with nuts and bolts 1 ea
3 CB0116| xarm metal metro 1 ea
4 AB4822 | insulator stud 2 ea
5 AB6732| Pole bokM16 »650 2 ea
6 CE7541] dispersion plate 2 ea
7 CG0030| Wildlife Deterrent 2 ea
HVvV212V Intermediate extended raiser_g2phy heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IFO001 | Line post insulator 2 ea
2 CR1038| extended raiser channel with nuts and bolts 1 ea
3 CB0116| xarm metal metro 1 ea
4 AB4822 | insulator stud 2 ea
5 AB6732| Pole bokM16 650 2 ea
6 CE7541| dispersion plate 2 ea
7 CG0030| Wildlife Deterrent 2 ea
Hv21 3H Intermediate extended raiser_8phvy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IFO001 | Line poshsulator 3 ea
2 CR1038| extended raiser channel with nuts and bolts 1 ea
3 CB0116| xarm metal metro 1 ea
4 AB4822 | insulator stud 3 ea
5 AB6732| Pole bokM16 650 2 ea
6 CE7541]| dispersion plate 2 ea
7 CG0030| Wildlife Deterrent 2 ea
HV213V Intermediate extended raiser_8phy heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IFO001 | Line poshsulator 3 ea
2 CR1038| extended raiser channel with nuts and bolts 1 ea
3 CB0116| xarm metal 1 ea
4 AB4822 | insulator stud 3 ea
5 AB6732| Pole bokM16 650 2 ea
6 CE7541]| dispersion plate 2 ea
7 CG0030| Wildlife Deterrent 2 ea
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HV i High Voltage Bare

Physical Design Dimensions
PTS

vlt\a NOTES - - Phase X dm Y dim
X dn | X din 1.FOR PTS HANDLE EXTENSION APPROX.1200mm LONG left 946 230

Origin(0 01 STOCK CODE. C(B7568 IF REQUIRED FIT MID POLE MECH TO CLEAR centre 0 230

vlam 2.FOR CONCRETE POLES USE (B7570 BRACKET KIT nght 946 230

3."D" SHACKLE SUPPLIED WITH PTS Origin - Top bolt (0-0)

COMPATIBLE UNIT DISTRIBUTION DESIGN |.=§!westernpower
N_| 291118 | STAND-OFF INSULATOR LOCATION REVISED NMc | REE | GS [miTLe
M_[09.0118] 22kV PTS DETALS DELETED REE | JC | GS | DRAWN  JRR  [DATE 10-04-201% [ORG. No
L_|2212 17| EARTHING SYSTEM REVISED JC_| REE | GS TERMINATION POLE TOP SWITCH ORIGINATED [scaewts HV 2 3
K_|301117 | NEW PTS INSTALLATION DETAILS ADDED REE | JC | GS WITH / WITHOUT DOF CHECKED  REE
J 051115 | DROPOUT FUSE INSTALLATION METHOD REVISED JC | REE | GS Y APPROVED REV  [SHT
REV | DATE DESCRIPTION ORGD_[CHKD |APRD GRANT STACY N

T ——
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HV i High Voltage Bare

Cu CUDescription
HvV23 W Termination PTS with DOF normal & high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS0130| pole top switch 1 ea
2 IC0018 | strain insulator 3 ea
4 CEQO08 | earthing rod clamp 1 ea
5 CEOQ078| earthing rod coupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CE0201| earthing terminal box 1 ea
8 FM09% | earthing kit 1 ea
9 FLO401 | lug bi metal 95 ABC 3 ea
10 FT0150 | lead 15@8BC 3m long 1 ea
1 AB642 | Pole bokM20 %650 2 ea
12 CE7541| dispersion plate 4 ea
13 AB2958 | Bolt M12x35 S/S 12 ea
14 1C0083 | Standoffinsulator 3 ea
15 CB0486| clamp 3 ea
16 FLO402 | lug bimetal 12BC 6 ea
17 AB6741| Bolt M12 x 400 2 ea
18 select frordV51_HIGH or HV52_HIGH 3 ea SeeNote 2Page 4
AB2958 | Bolt M12 x 35mm stn steel 8 ea
AN1495| Nut M12 8 ea
20 AW2429| Split Washer 8 ea
AW2607| Washer 8 ea
21 CB0481| DOHLine podtracket 3 ea
22 CJ0498 | Stalk lug copper 1 ea
24 FEO0055 | Heathrink 1 ea

— ~sElwesternpower
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HV i High Voltage Bare

Cu CU Description
HV23 WE Termination PTS with DOF extreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS0130| pole top switch 1 ea
2 ICOB1 | strain insulator 3 ea
4 CEQO08 | earthing rod clamp 1 ea
5 CEOQ078| earthing rod coupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CE0201| earthing terminal box 1 ea
8 FM09% | earthing kit 1 ea
9 FLO401 | lug bi metal 95 ABC 3 ea
10 FT0150 | lead 15@8BC 3m long 1 ea
1 AB642 | Pole bokM20 %650 2 ea
12 CE7541| dispersion plate 4 ea
13 AB2958 | Bolt M12x35 S/S 12 ea
14 1C0083 | Standoffinsulator 3 ea
15 CB0486| clamp 3 ea
16 FLO402 | lug bimetal 12BC 6 ea
17 AB6741| Bolt M12 x 400 2 ea
18 select frordV51_HIGH or HV52_HIGH 3 ea SeeNote 2Page 4
AB2958 | Bolt M12 x 35mm stn steel 8 ea
AN1495| Nut M12 8 ea
20 AW2429| Split Washer 8 ea
AW2607| Washer 8 ea
21 CB0481| DOHLine podtracket 3 ea
22 CJ0498 | Stalk lug copper 1 ea
24 FEO0055 | Heathrink 1 ea
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HV i High Voltage Bare

L
—
—

Cu CU Description
HV23 \© Termination PTS witht DOF normal & high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS0130| pole top switch 1 ea
2 IC0A8 | strain insulator 3 ea
4 CEQO08 | earthing rod clamp 1 ea
5 CEOQ078| earthing rod coupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CE0201| earthing terminal box 1 ea
8 FM09% | earthing kit 1 ea
9 FLO401 | lug bi metal 95 ABC 3 ea
10 FT0150 | lead 15@8BC 3m long 1 ea
1 AB642 | Pole bokM20 %650 2 ea
12 CE7541| dispersion plate 4 ea
13 AB2958 | Bolt M12x35 S/S 12 ea
14 1C0083 | Standoffinsulator 3 ea
15 CB0486| clamp 3 ea
16 FLO402 | lug bimetal 12BC 6 ea
17 AB6741| Bolt M12 x 400 2 ea
19 GF2134| Connector plate 3 ea
AB2958 | Bolt M12 x 35mm stn steel 8 ea
AN1495| Nut M12 8 ea
20 AW2429| Split Washer 8 ea
AW2607| Washer 8 ea
22 CJ0498 | Stalk lug copper 1 ea
24 FEO0055 | Heat shrink 1 ea
: ' WEStBr"Fuwer Distribution Design Catalogue
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HV i High Voltage Bare

Cu CU Description
HV23 \WE Termination PTS witht DOF extreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS0130| pole top switch 1 ea
2 ICOB1 | strain insulator 3 ea
4 CEQO08 | earthing rod clamp 1 ea
5 CEO0078| earthing razbupling 5 ea
6 CEO0135| earthing rod section 6 ea
7 CE0201| earthing terminal box 1 ea
8 FM09% | earthing kit 1 ea
9 FLO401 | lug bi metal 95 ABC 3 ea
10 FT0150 | lead 15@8BC 3m long 1 ea
1 AB642 | Pole bokM20 %650 2 ea
12 CE7541| dispersion plate 4 ea
13 AB2958 | Bolt M12x35 S/S 12 ea
14 1C0083 | Standoffinsulator 3 ea
15 CB0486| clamp 3 ea
16 FLO402 | lug bimetal 12BC 6 ea
17 AB6741| Bolt M12 x 400 2 ea
19 GF2134| Connector plate 3 ea
AB2958 | Bolt M12 x 35mm stn steel 8 ea
AN1495| Nut M12 8 ea
20 AW2429| Split Washer 8 ea
AW2607| Washer 8 ea
22 CJ0498 | Stalk lug copper 1 ea
24 FEO0055 | Heat shrink 1 ea
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HV 1 High Voltage Bare

Voo
80
o
Physical Design Dimensions
X dim Y dim

RHS 0 0

/I\ LHS 0 80
Y dim

X dim X dim Origin - Top eye bolt (0.0)
0rigin(0.0) RHS for longer span
Yldnm
COMPATIBLE UNIT O e |-=E8 westernpower
e DRAWN. JRR ‘DATE 10-04-2014 [DRG. No
1 PHASE IN LINE STRAIN ORGNATED |scLE TS
WITH D.0. FUSES SRS V2T
U REV SHT
RcE_V o;::in S DESCRIPTION [ORGD [CHKD |APRD | RO GRANT STACY C
: -sSRwesternpower
este owe Distribution Design Catalogue
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HV i High Voltage Bare

Cu CU Description
HV27 N 1 phase in Inormad strain / DOF®s
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IC0041 | strain insulator 2 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025 | 16dia eyebolt 400 long 2 ea
5 AB673 | Pole bokM16 »650 2 ea
6 AB4596 | Bolt M16 x 30 1 ea
10 CE7541| dispersioplate 2 ea
HV27_H 1 phase in lhigme strain / DOFO3s
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
1 IC0041 | strain insulator 2 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025| 16dia eyebolt 400 long 2 ea
5 AB672 | Pole bokM16 %650 2 ea
6 AB4596 | bolt M16 x 30 1 ea
10 CE7541| dispersion plate 2 ea
HV27_E lfhase in | iredrenetrain / DOFGs
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IC0031 | strairinsulator 2 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025| 16dia eyebolt 400 long 2 ea
5 AB673 | Pole bokM16 650 2 ea
6 AB4596 | bolt M16 x 30 1 ea
10 CE7541| dispersion plate 2 ea
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HV i High Voltage Bare
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Y dim Physical Design Dimensions
X_dim | X dim X dim Y dim
Origint0:0) Phase 200 820
NOTES Y|~ Origin - Top bracket bolt (0-0)
1. ALL DIMENSIONS ARE IN MILLIMETRES \17'"'
COMPATIBLE UNIT piTRBLTIN St | 228 westernpower
E_[131025|ITeM 3 UPDATED VAS [ WM | 0 | z;‘:;‘l':‘"m DJRR %:::fs ""::;”" ORG Mo
a8 T T — X hee e 1 PHASE INTERMEDIATE T HV29
APPROVED REV SHT
REBV o;:;EB CRENAL S DESCRIPTION [ORGD [CHKD [APRO| GRANT STACY E 1/1
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HV i High Voltage Bare

Cu CU Description
HvV29 H 1 phase intermediabeavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CR1036| raiser bracket 1 ea
2 AB673 | pole bolt 16 dia ¥00mm Ig with nut and washers 2 ea
3 IFO001 | line post insulator 1 ea
4 AB4822 | insulator stud 1 ea
5 CE7541] dispersion plate 2 ea
HV29V 1 phase intermediatery heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 CR1036| raiser bracket 1 ea
2 AB673 | pole bolt 16 dia ¥@mm Ig with nut and washers | 2 ea
3 IFO001 | line poshsulator 1 ea
4 AB4822 | insulator stud 1 ea
5 CE7541| dispersion plate 2 ea

-
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HV i High Voltage Bare

Physical Design Dimensions
X dim Y dim

Phase 950 0
Origin - Eye bolt (0:0)

(

Y dim
X dim X dim
Origin(0:0)
Y ldim
COMPATIBLE UNIT R | ~sffl westernpower
e DRAWN  JRR  [DATE. 10-04-201¢_[DRG. No
1 PHASE RUNNING DISC ANGLE/  [owawates [scae wis HV30
B |191214 |[FORMAT AND TITLE CHANGED JC_| REE | GS | T EE_O FF (lN E } SL A CK) il;i(RKoE\I’)ED REE . -
RANo o; momclmu. 1SSUE I —_— GRANT STACY |RE_D|§‘T
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HV i High Voltage Bare

Cu CU Description
HV30_N 1 phaseRDA / Teeff normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IC0041 | strain insulator 1 ea
2 AB6025 | eye bolt 16mm di@dmm 1 ea
3 CE7541| dispersion plate 1 ea
HV30_H 1phaseRDA / Teeffhigh
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rop | MEASURE
1 IC0041 | strain insulator 1 ea
2 AB6025 | eye bolt 16mm did0mm 1 ea
3 CE7541| dispersion plate 1 ea
HV30_E 1 phaseRDA / Teeff extreme
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IC0031 | strain insulator 1 ea
2 AB6025 | eye bolt 16mm did0mm 1 ea
3 CE7541| dispersion plate 1 ea
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HV 1 High Voltage Bare
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Physical Design Dimensions

Y dim
X _dim | X _dim X dim Y dim
0Origin(0:0) Phase 0 305
Yldim Origin - Top bracket balt (0:0)

COMPATIBLE UNIT

1 PHASE SLACK/STRAIN

CATALOGUE

DISTRIBUTION DESIGN | -EE!WestefnPOWef

DRAWN-  JRR |DATE 10-04-2014 [DRG. No.

ORIGINATED: |S(ALE NTS HV31
e e WITH DROP-OUT FUSE EER o
REV | DATE | DESCRIPTION [BRGD [CHKD [APRD GRANT STACY E 1/1
-s28 Westernpower
esternpowe Distribution Design Catalogue
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HV i High Voltage Bare

Cu CUDescription
Hv31 H 1 phase sl acéavygpollutiani n / DOFds _h
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IFO001 | line post insulator 1 ea
2 AB6733| Pole bolt 16 dia x 400mm Ig with nut and washer| 2 ea
3 AB6732| Pole bolt 16 dia $50lg with nut and washers 2 ea
4 IC0041 | strain insulator 1 ea
5 CB0240| DOF support bracket 1 ea
6 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
7 CR1036| Raiser bracket 1 ea
8 AB4822 | insulator stud 1 ea
9 AB6025| 16dia eyebolt 400 long 1 ea
10 AB4596 | Bolt M16 x 30 1 ea
11 CE7541| dispersion plate 5 ea
HV31V 1 phase sl awéyhsavyolutiom / DOFOs
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Ropb | MEASURE
IFO001 | line poshsulator 1 ea
2 AB673 | Pole bolt 16 dia 400mm Ig with nut and washers| 2 ea
3 AB6732| Pole bolt 16 dia $50Ig with nut and washers 2 ea
4 IC0031 | strain insulator 1 ea
5 CB0240| DOF support bracket 1 ea
6 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
7 CR1036| Raiser bracket 1 ea
8 AB4822| insulator stud 1 ea
9 AB6025| 16dia eyebolt 400 long 1 ea
10 AB4596 | Bolt M16 x 30 1 ea
11 CE7541]| dispersion plate 5 ea
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HV i High Voltage Bare

/P Physical Design Dimensions
Y dim X dim Y dim
X dim X dim Phase 0 0
Origin(0:0)
| Origin - Eye bolt (0:0}
Y dim
DISTRIBUTION DESIGN -
COMPATIBLE UNIT CATALOGUE |.=E!westernpower
e DRAWN JRR |DATE 10-04-2014 [DRG. No
F_ |09 04 19|STAND-OFF INSULATOR CHANGED NMc | REE | GS | 1 p HAS E TER M | N A T | 0 N ORIGINATED [scae nrs H V 3 2
E_[1007.18 [SUB TITLE CHANGED JC | REE | GS | WITH DROP-0OUT FUSE CHECKED  REE
D |04 07 ‘ElDRIGINAL ISSUE - APPROVED v H
REV | DATE | DESCRIPTION [ORGO [CHKD [APROD| GRANT STACY F
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HV i High Voltage Bare

Cu CU Description
HV32 N 1 phase termination / DOFds_nor mal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IC0041 | strain insulator 1 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025 | 16dia eyebolt 400 long 1 ea
5 AB673 | Pole bolt 16 dia %50Ig with nut and washers 2 ea
8 AB#£61 | Bolt M0x40 1 ea
10 CE7541| dispersion plate 3 ea
Hv32_H 1 phase termination / DOF3ds_high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
1 IC0041 | strairinsulator 1 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025| 16dia eyebolt 400mm 1 ea
5 AB672 | Pole bolt 16 dia $50lg with nut and washers 2 ea
6 CB0481| DOH.inepostbracket 2 ea
7 AB2957 | Bolt M12x30 4 ea
8 AB#£61 | Bolt M0x40 1 ea
9 IC0083 | standofifhsulator 1 ea
10 CE7541]| dispersion plate 3 ea
HV32_E 1 phase ter extremeti on / DOFO3s
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IC0031 | strain insulator 1 ea
2 CB0240| DOF support bracket rural 1 ea
3 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
4 AB6025 | 16dia eyebolt 400mm 1 ea
5 AB672 | Pole bolt 16 dia $50lg with nut and washers 2 ea
6 CB0481| DOH.ine podtracket 2 ea
7 AB2957 | Bolt M12x30 4 ea
8 AB#£61 | Bolt M0x40 1 ea
9 IC0083 | standofihsulator 1 ea
10 CE7541| dispersion plate 3 ea
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HV i High Voltage Bare
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75
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Design Dimensions
X dim Y dim
Front 0 75
RHS 0 0
* Origin - Top eye bolt {0:0)
Y dim Use RHS for longer span
X dim X dim
Origin(0:0)
I
Y dim
DISTRIBUTION DESIGN | _
COMPATIBLE UNIT YOS |-sERwesternpower
e DRAWN. JRR ‘DATE 10-04-2014 [DRG. No
ORIGINATED |scALE NTS
1 PHASE STRAIN ANGLE e _rer HV33
B |04 04 13| ORIGINAL ISSUE APPROVED REV SHT
REV | DATE DESCRIPTION [0RGD [CHKD [APRD GRANT STACY B
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HV i High Voltage Bare

Cu CU Description
HV33 N 1 phase strain angi®rmal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IC0041 | strain insulator 2 ea
2 AB6025 | eye bolt 16mm x 400 long 2 ea
3 CE7541| dispersion plate 2 ea
HV33_H 1 phase strain anglegh
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rop | MEASURE
1 IC0041 | strain insulator 2 ea
2 AB6025 | eye bolt 16mm x 400 long 2 ea
3 CE7541| dispersion plate 2 ea
HV33 E 1 phase strain angéxtreme
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IC0031 | strain insulator 2 ea
2 AB6025 | eye bolt 16mm x 400 long 2 ea
3 CE7541| dispersion plate 2 ea
- .
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HV i High Voltage Bare
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RS @/
:\__,<::>: STAY
P TOP EARTHING A N
NOTES
1 REFER TO R06-1-4 FOR POLE TOP EARTHING.
COMPATIBLE UNIT DISTRIBHION CESIGN |.=§_westernpower
G_|23 02 26| ADDED POLE TOP EARTHING ITEMS VAS| CO | MM z:m’iﬁ;“" I'::IEE"":’;;Z‘”" DRG No
E TR B ]TEe 710 0 00D X T e EARTHING WOOD POLE e HV34
D_[03 0113 |ORIGINAL ISSUE APPROVED VST
REV | DATE DESCRIPTION RGO [CHKD |APRD GRANT STACY G 1/1
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HV i High Voltage Bare

Cu CUDescription
HV34 N Earthing of wood pole
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 FMO09% | earthing k{f5mm2) 1 ea
2 select the right size clamp 1 ea From CN_9
3 CEQO08 | earthing rod clamp 1 ea
4 CEO018 | earth rod section 4 ea
5 CE@®78 | earth rodoupler 3 ea
6 CE0201| earthing terminal box 1 ea
8 CJ0498 | Compression sleeve 1 ea
9 FEO0O055 | Heat shrink tube 1 ea
10 CJ0494 | Stalk lug Al tail 1 ea
HV34_PT PoleBasthing- Base Kit
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 FM0916| Earthing kit (95mm?) 5m long 1 ea
11 FLO401 | 12mm Lug-hietal crimp 1 ea
13 FLO403 | 16mm Lug-hietal crimp 1 ea
HV34 PT12 Aalp Earthing 12mm Addon
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
11 FLO401 | 12mm Lug-hietal crimp 1 ea
14 CCO0081| Insulation piercing clamp 1 ea
HV34 PT16 Pole Top Eaéhitiygm Addon
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
13 FLO403 | 16mm Lug-hietal crimp 1 ea
14 CCO0081| Insulation piercing clamp 1 ea
HV34 PTS Pole Top Eaditay Addon
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
14 CCO0081| Insulation piercing clamp 1 ea
15 CCO0138| PG Clamp 2 ea
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HV i High Voltage Bare

Cu CU Description
HV34 T Earthing of 10 & 25kVA TX (Maintenance)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 FM0915| earthing k{f5mm2) 1 ea
2 select the right size clamp 1 ea From CN_9
3 CEQO08 | earthing rod clamp 1 ea
4 CEO018 | earth rod section 4 ea
5 CE@®78 | earth rodoupler 3 ea
6 CE0201| earthing terminal box 1 ea
8 CJ0498 | Compression sleeve 1 ea
9 FEO0O055 | Heat shrink tube 1 ea
10 CJ0494 | Stalk lug Al tail 1 ea
11 FLO401 | Lug bimetal crimp 2 ea
HV34_VAN70 70mn Cu PoleEarthVandalism/Repair
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RoD | MEASURE
1 FMO096 | earthing ki5mm?2) 5m long 1 ea
8 CJ0498 | Compression sleeve 2 ea
9 FEO0O055 | Heat shrink tube 1 ea
HV34_VAN25 m@BCu PoleEarthVandalism/Repair
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 FMO096 | earthing ki5mm?2) 5m long 1 ea
7 CJ0492 | Stalk lug Cu tail 2 ea
9 FEO0055 | Heat shrink tube 1 ea
12 CC0130| PG Clamp 2 ea

———
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HV i High Voltage Bare

DISTRIBUTION DESIGN | _ «f|
COMPATIBLE UNIT povTouoescn |..sZwesternpower
DRAWN R [DATE 10-04-201k [ORG No
ORIGINATED [scae w1s |
C_[1310 25[ITEM 1 UPDATED W [VAS | @ STAND-OFF INSULATOR CHECKED. _REE HV36
B [1612 09 [ORIGINAL ISSUE APPROVED REV _[SHT
REV | DATE | DESCRIPTION 0RGD_[CHKD [APRD GRANT STACY C 1/1
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HV 1 High Voltage Bare

Cu CU Description
HV36 Line positnsulator
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 IFO001 | line posinsulator 1 ea

2 CZ0075]| Insulator stud M24 500mm 1 ea

3 CE7541| Dispersion plate 1 ea

4 CB0120| Bracketstanebff insulator 1 ea

. 221 westernpnwer
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o WARNING SIGN

—O®
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NEUTRAL VOLTAGE

SENSING Tx (NVST)

TOP VIEW
,,,,,,, I
T0 SUPPNLY Tx
NVST
A ﬁ h To NOTES -
1. LV ABC CABLE TO BE USED FOR PHASE CONNECTIONS
—olololololelololololo ole ololo 2. 1000kVA BANKS REQUIRE 4OA DOFs
1 500kVA BANKS REQUIRE 25A DOFs
— lals alallale 3. LV FUSE ON TX - 32A
(@ Q=8 IE1El-| - |- 1517|2142 (2|22 (O L ADDITIONAL DOF REQUIRED FOR DOUBLE BUSHING TRANSFORMERS
I 5 FOR CAPACITOR BANK RE-INSTALLATION, ALL HV38 COMPATIBLE
UNITS WITHOUT CAPACITOR BANK, CONTROL BOX, SURGE ARRESTERS
O|O|8|S9|OS|9|9|9|O|9|O|O0O AND TRANSFORMER ARE SHOWN IN DQM WITH ‘X’ AT THE END OF
—, ) THE COMPATIBLE UNIT NAME
TO CONTROLLER AND SWITCHES
JUNCTION BOX CONNECTION DETAILS

DESIGN DIMENSIONS USE HV1, HV6, HV9 OR HVZ1

COMPATIBLE UNIT DISTRIBUTION DESIGN ‘_gﬂ!westempnwer

-

12.0219 |EARTHING SYSTEM & CU DESCRIPTION REVISED

NN TITLE

211217 [EARTHING SYSTEM REVISED

DRAWN [OATE 11-04-2014 [ORG. Na

CATALOGUE
22kV POLE MOUNTED CAPACITOR

JC

17 1117 | TRANSFORMER TYPE AND CU DESRIPTION CHANGED

\Me ORIGINATED [scaLe nts

211216

x| ==

NQTE 3 ADDED

HV 38

BANK WITH [NEW) 10kVA

REE CHECKED  REE

141016 [ ITEM NUMBERS 18 & 30 DELETED

REE APPROVED SHT

TRANSFORMER CONNECTION DETAILS

EY
m

V | DATE DESCRIPTION

CHKD

GRANT STACY FEV N‘
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HV i High Voltage Bare

Cu ‘ CU Description
HV38_ 1000/ (New)I000kVAr, 22kV capacitor bank Metro 2 bushing VT
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 RCO001 | capacitordmk 1 ea
2 RC0015| Control box 1 ea
3 AB642 | Pole bokM20 650 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CE0058| earth rod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CEO0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95VABC 30 ea
12 FM0915| earthing kit 1 ea
13 FT0095 | lead 95 VABC 4m long 3 ea
14 GAL002 | surge arrester 5 ea
15 selecHV51_40EDO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0203| 10kVA 22kV 2 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GF1801| Fuseholder 100A 1 ea
19 GF1940| Fuse 32A 1 ea
20 GT0353| Wild life cover 2 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 3 mr
23 GC7192| 25mm saddle 10 ea
AS2513| Wood screws 32 ea
24 CCo081| IPC 2 ea
25 select from HV51 (ED®J\B2 (Fault Tamer) (TX) | 2 ea
26 GC7191| 20mm conduit saddles 6 ea
27 UA3149| Warning Sign 1 ea
28 CZ5005| Transformer Tap position sign 2 ea
29 CE7541| dispersion plate 8 ea
30 GC7846| 20mm corrugated conduit gland 1 ea
31 GC7872| 20mnflexible conduit gr&@rf) 1 roll
32 CJ0498 | Stalk lug copper 1 ea
34 FEO0O055 | Heat shrink 1 mr
35 CJ0494 | Stalk lug 95 LV ABC Al 5 ea
36 AB6741| Pole bolt M12x550 2 ea
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HV i High Voltage Bare

Cu ‘ CU Description
HV38_1000_R (New)LOOOkVAr, 22kV capacitor bank Rural 1 bushing VT
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 RC0011| capacitoramk 1 ea
2 RCO0015| Control box 1 ea
3 AB642 | Pole bokM20 %650 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CEOQ058| earth rod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CE0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95 LV ABC 21 ea
12 FMO09% | earthing kit 1 ea
13 FTO095 | lead 95 LXBC 4m long 2 ea
14 GAI002 | surge arrester 4 ea
15 select HV51_40EDO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0206| 10kVA 12.7kV 1 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GF1801| Fuse holder 100A 1 ea
19 GF1940| Fuse 32A 1 ea
20 GTO0353| Wild life cover 1 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 3 mr
23 GC7192| 25mm saddle 10 ea
AS2513| Wood screws 32 ea
24 CCoo081| IPC 3 ea
25 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea
26 GC7191| 20mm conduit saddles 6 ea
27 UA3149| Warning Sign 1 ea
28 CZz5005| Transformer Tap position sign 2 ea
29 CE7541]| dispersion plate 8 ea
30 GC7846| 20mm corrugated conduit gland 1 ea
31 GC7872| 20mnflexible conduit gr&9r) 1 roll
32 CJ0498 | Stalk lug copper 1 ea
34 FEO0055 | Heat shrink 1 mr
35 CJ0494 | Stalk lug 95 LV ABC Al 4 ea
36 AB6741| Pole bolt M12x550 2 ea
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HV i High Voltage Bare

Cu ‘ CU Description
HVv38 500 M (New)B00kVAr, 22kV capacitor bank Metro 2 bushing VT
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 RCO002 | capacitordmk 1 ea
2 RC0015| Control Box 1 ea
3 AB642 | Pole bokM20 650 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CE0058| earth rod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CEO0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95 LV ABC 30 ea
12 FMO09% | earthing kit 1 ea
13 FT0095 | lead 95 LV ABC tang 3 ea
14 GAL002 | surge arrester 5 ea
15 select HV51_25EDO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0203| 10kVA 22kV 2 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GF1801| Fuse holder 100A 1 ea
19 GF1940| Fuse 32A 1 ea
20 GT0353| Wild life cover 2 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 3 mr
23 GC7192| 25mm saddle 10 ea
AS2513| Wood screws 32 ea
24 CCo0081| IPC 2 ea
25 select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea
26 GC7191| 20mm conduit saddles 6 ea
27 UA3149| Warning Sign 1 ea
28 CZ5005| Transformer Tap position sign 2 ea
29 CE7541| dispersion plate 8 ea
30 GC7846| 20mm corrugated conduit gland 1 ea
31 GC7872| 20mnflexible conduit gr&@rf) 1 roll
32 CJ0498 | Stalk lug copper 1 ea
34 FEO0055 | Heat shrink 1 mr
35 CJ0494 | Stalk lug 95 LV ABC Al 5 ea
36 AB6741| Pole bolt M12x550 2 ea
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HV i High Voltage Bare

Cu ‘ CU Description
HVv38 500 R (New)p00kVAr, 22kV capacitor bank Rural 1 bushing VT
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 RCO002 | capacitor Ik 1 ea
2 RC0015| Control Box 1 ea
3 AB642 | Pole bokM20 650 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CE0058| earth rod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CEO0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95 LV ABC 21 ea
12 FM0915| earthing kit 1 ea
13 FT0095 | lead 95 LXBC 4m long 2 ea
14 GAL002 | surge arrester 4 ea
15 select HV51_25EDO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0206| 10kVA 12.7kV 1 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GF1801| Fuse holder 100A 1 ea
19 GF1940| Fuse 32A 1 ea
20 GT0353| Wild life cover 1 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 3 mr
23 GC7192| 25mm saddle 10 ea
AS2513| Wood screws 32 ea
24 CCo0081| IPC 3 ea
25 select from HV51 (EDO) or HV52 (Fault Tamer) 1 ea SeeNote 2Page 4
26 GC7191| 20mm conduit saddles 6 ea
27 UA3149| Warning Sign 1 ea
28 CZ5005| Transformer Tap position sign 2 ea
29 CE7541| dispersion plate 8 ea
30 GC7846| 20mm corrugated conduit gland 1 ea
31 GC7872| 20mnflexible conduit gr&@rf) 1 roll
32 CJ0498 | Stalk lug copper 1 ea
34 FEO0O055 | Heat shrink 1 mr
35 CJ0494 | Stalk lug 95 LV ABC Al 4 ea
36 AB6741| Pole bolt M12x550 2 ea

=Sl westernpower

Distribution Design Catalogue

78 of 121 Last printed 26/05/2026

Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV i High Voltage Bare
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EARTH @ LESS THAN 30o0hms

T0P VIEW

NOTES -

1. 1000kVA BANKS REQUIRE 25A DOFs
500kVA BANKS REQUIRE 16A DOFs

2 LV FUSE ON Tx 32A

3 FOR CAPACITOR BANK RE-INSTALLATION, ALL HV39 COMPATIBLE UNITS
WITHOUT CAPACITOR BANK, CONTROL BOX, SURGE ARRESTERS AND
TRANSFORMER ARE SHOWN IN DQM WITH 'X' AT THE END OF THE

COMPATIBLE UNIT NAME Design Dimensions - Use HV1, HV6, HV9 or HV21

COMPATIBLE UNIT e | ~sE8 westernpower
J_[12.02 19 [EARTHING SYSTEM & CU DESCRIPTION CHANGED TARTRE 33kV POLE MOUNTED DRAWN __JRR__[DATE 10-04-20% JDRG. No
Ao SEE CpacToR BANK WITH [ e |y
S e v 2] (NEW) 10kVA TRANSFORMER (™ grur craey [
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HV i High Voltage Bare

Cu ‘ CU Description
HV39 1000 R (New)LOOOkVAr, &¥ capacitor bank Rural 1 bushing VT
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 RCO0013| capacitor bardyitch and frame 1 ea
2 RC0015| Controller with control cable 1 ea
3 AB642 | Pole bokM20 x 550 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CE0058| earth rod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CEO0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95 LV ABC 21 ea
12 FM0915| earthing kit 1 ea
13 FT0095 | lead 95 LV ABC 4m long 3 ea
14 GA003 | surge arrester 4 ea
15 select HV51_25EDO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0208| 10kVAL9.KV 1 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GC7192| 25mnsaddles 10 Ea
19 AS2513| Wood screws 32 ea
20 GT0353| Wildlife cover 1 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 3 mr
23 CJ0494 | Stalk lug 95 LV ABC Al 5 ea
24 Ccoo081 | IPC 3 ea
25 Select from HV8115 EDO (TX) 1 ea SeeNote 2, Page 4
27 UA3149| Warning Sign 1 ea
28 CZz5005| Transformer Tap position sign 2 ea
29 CE7541| dispersion plate 8 ea
31 CJ0498 | Stalk lug copper 1 ea
33 FEO0055 | Heat shrink 1 mr
34 GC7872| 70mm flex conduit grey (10m) 1 ea
35 GC7191| 20mnsaddles 6 ea
36 GF1801| Fuse holder 100A 1 ea
37 GF1940| Fuse 32A 1 ea
38 AB6741| M12x550 pole bolt 2 ea
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HV i High Voltage Bare

Cu ‘ CU Description
HV39 500 R (New)p00kVAr, 33/ capacitor bank Rural 1 bushing VT
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 RC®14 | capacitor bardyitch and frame 1 ea
2 RCO004% | controller with control cable 1 ea
3 AB642 | Pole bokM20 650 2 ea
4 CB1121| x-arm metal 1 ea
5 CB3025| x-arm bracket 1 ea
6 CEO0058| earttrod clamp 1 ea
7 CEO0078| earth rod coupling 5 ea
8 CE0135| earth rod 6 ea
9 CEO0201| earthing terminal box 1 ea
11 FLO401 | bimetal lug 95 LV ABC 21 ea
12 FM0915| earthing kit 1 ea
13 FT0095 | lead 95 LV ABC 4m long 2 ea
14 GAO® | surgearrester 4 ea
15 select HY516DO only (Capacitor) 3 ea SeeNote 2Page 4
16 XT0208| 10kVA 19KV 1 bushing transformer 1 ea
17 AB673 | Pole bokM16 650 4 ea
18 GC7192| 25mm saddles 10 Ea
19 AS2513| Wood screws 32 ea
20 GT0353| Wildlife cover 1 ea
21 FLO142 | Lug copper 2 ea
22 EE1120| 2c 6sgmm service cable 2 mr
23 CJ0494 | Stalk lug 95 LV ABC Al 5 ea
24 Cco081| IPC 3 ea
25 Select from HV8115 EDO (TX) 1 ea SeeNote 2Page 4
27 UA3149| Warning Sign 1 ea
28 CZz5005| Transformer Tap position sign 2 ea
29 CE7541| dispersion plate 8 ea
31 CJ0498 | Stalk lug copper 1 ea
33 FEO0055 | Heat shrink 1 mr
34 GC7872| 70mm flex conduit grey (10m) 1 ea
35 GC7191| 20mm saddles 6 ea
36 GFBO01 | Fuse holder 100A 1 ea
37 GF1940| Fuse 32A 1 ea
38 AB6741| M12 x 55f0le blt 2 ea
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HV i High Voltage Bare
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Physical Design Dimensions
Phase X dim Y dim
left 1570 500
centre 0 170
right 1570 500
Origin - King bolt (0:0)
o oo 1570 - ---- - mmm oo
"";7\'
,7}\, i
| 700
500 i
LR K Y 7 Z_1 A
w
Physical Design Dimensions
Phase X dim Y dim
left 1570 500
centre 0 700
right 1570 500
Origin - King bolt (0:0)
SHORT RISER A
OTES: Y dim
ALL DIMENSIONS ARE IN MILLIMETRES X dim X dm
FOR MAINTENANCE OF EXISTING NETWORK NEAR RDA POLES USE °"'3'|"“’°’
SHORT RISER CROSSARM (CB0114) BEFORE RDA IF CENTRE WHITE Y dim

PHASE IS NOT ON TOP AT RDA POLE

COMPATIBLE UNIT DiTRBLTIN St | 228 westernpower

D_[13.10 25ITEM 1 UPDATED & WILDLIFE DETERRENT ADDED Wc [ VAs | 0 DRAWN _JRR _ [DATE 02-07-2015 [ORG No
€ 221217 |PHYSICAL DESIGN REVISED mz | REE | GS | INTERMEDIATE ORIGINATED [scae w1s HV 43
B_|18.08 15 |NOTES ADDED REE | REE | GS CHECKED  ReE

A ;2:7:5 zmcmt ISSUE REE | REE | GS | ANTI SWAN CROSS-ARM APPROVED REV _ [SHT

REV | DATE DESCRIPTION [ORGD [CHKD |APRD GRANT STACY D 1/1
"n'ff"'.'f .‘:'.I._ AnMAGE

i WES I.-Tml OW - _

= gL "_‘A‘J' &J Distribution Design Catalogue
82 of 121 Last printed 26/05/2026 Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1




HV i High Voltage Bare

Cu CU Description
HVv43 3HAS Intermediate_Bhaseantiswanxarmheavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IFO001 | line post insulator 3 ea
2 CB0111| antiswan xarm 1 ea
3 AB6732| Pole bokM16 Y650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822| insulator stud 3 ea
7 CG0030| Wildlife Deterrent 2 ea
HV433VAS Intermediate_ghaseantiswanxarmvery heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
IFO001 | line posinsulator 3 ea
2 CB0111| antiswan xarm 1 ea
3 AB6732| Pole bokM16 Y650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 3 ea
7 CG0030| Wildlife Deterrent 2 ea
- .
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HV i High Voltage Bare

Cu CU Description
HV43 3HM Intermediate_BhaseMaintenancé Short Rise® heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IFO001 | line posinsulator 3 ea
3 AB6732| Pole bokM16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 3 ea
6 CB0114| antiswan xarfhshort riser 1 ea
7 CG0030| Wildlife Deterrent 2 ea
HV433wW Intermediate_BhaseMaintenancé Short Rised very heavy pollution
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 IFO001 | Line poshsulator 3 ea
3 AB6732| Pole bokM16 650 2 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 3 ea
6 CB0114| antiswan xarfhshort riser 1 ea
7 CG0030| Wildlife Deterrent 2 ea
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HV i High Voltage Bare
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l} Physical Design Dimensions
Y dim Phase X dim Y dim
X dim X dim left 1545 230
Origin(0:0) centre 0 0
|
Y dgim right 1945 230
W Origin - Top eye bolt (0:0)
DISTRIBUTION DESIGN -
COMPATIBLE UNIT A TALDGUE |-=5!westernpower
e DRAWN  JRR _[DATE 02-07-2015 [ORG. No
HORIZONTAL TERMINATION ORONATED __[SCALE TS HVLL
B [22019|TITLE CHANGED REE | ME | GS CHECKED.  REE
A_|03 08 15[ ORIGINAL ISSUE REE | REE | GS ANTI SWAN CROSS-ARM APPROVED REV _[SHT
REV | DATE DESCRIPTION [ORGO [CHKD |APRD GRANT STALY B

— ~sEwesternpower

— Distribution Design Catalogue

85 of 121 Last printed 26/05/2026 Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV i High Voltage Bare

Cu CU Description
HW4 3NAS Horizontatermination_3h Antkswan normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyeboldd long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 2 ea
4 CBOD7 | xarm metal rural 2 ea
5 IC0041 | strain insulator 3 ea
6 AB6732| Pole bokM16 650 1 ea
7 CE7541| dispersion plate 2 ea
8 AB6744 | M16 threaded stud 650mm 5 ea
9 CB7549| Rod 20mm dia x 1350 Ig (cut to fit betweemms)sy 1 ea
HW4 3IAS Horizontal terminationpBAntiswanhigh
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6023 | 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyeboldd long 1 ea
3 CB3025| xarm bracket supplied with Hobéts 2 ea
4 CBOD7 | xarm metal rural 2 ea
5 IC0041 | strain insulator 3 ea
6 AB6732| Pole bokM16 %650 1 ea
7 CE7541| dispersion plate 2 ea
8 AB6744| M16 threaded stud 650mm 5 ea
9 CB7549| Rod 20mm dia x 1350 Ig (cut to fit betassmms) 1 ea
HW4 3EAS Horizontal terminationpBAntiswanextreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
AB6023| 16dia eyebolt 300 long 2 ea
2 AB6025| 16dia eyeboldd long 1 ea
3 CB3025| xarm bracket supplied with nuts & bolts 2 ea
4 CBOD7 | xarm metal rural 2 ea
5 ICOB1 | strain insulator 3 ea
6 AB6732| Pole bokM16 650 1 ea
7 CE7541| dispersion plate 2 ea
8 AB6744 | M16 threaded stud 650mm 5 ea
9 CB7549| Rod 20mm did 850 Ig (cut to fit between enwss) 1 ea
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HV i High Voltage Bare
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/I\ Physical Design Dimensions
Phase X dim Y dim
Y dim
xgn | xdm left 900 500
Origin(0:0) centre 0 850
Y Imm right 900 500
Origin - King bolt (0:0)
DISTRIBUTION DESIGN | _ md@|
COMPATIBLE UNIT RIBUTION DESGN | _ 528 westernpower
DRAWN R [DATE 27-04-2016 [ORG No
C_[13.10.25[ITEM 1 UPDATED & WILDLIFE DETERRENT ADDED NMc | vAs | o |NTERMED|ATE ORIGINATED _ AT [SCALENTS HV 45
B [221217 |PHYSICAL DESIGN REVISED NMc | REE | GS CHECKED _FK
A_[05 05 16[ORIGINAL ISSUE AT‘ FK [ GS | DOUBLE CROSS-ARM APPROVED REV. _[SHT
REV | DATE DESCRIPTION [oRGD [cFKD [APRD] GRANT STACY C 1/1
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HV i High Voltage Bare

Cu CU Description
Hv45 2S Intermediate_2 phadeublexarmheavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 IFO001 | Line poshsulator 4 ea
2 CBO0109| unitised xarm 2 ea
3 AB6732| Pole bokM16 650 1 ea
4 CE7541| dispersion plate 2 ea
5 AB4822| insulator stud 4 ea
6 AB6744 | M16 Continuously threaded rod 650mm long witl 3 ea
7 CG0030| Wildlife Deterrent 4 ea
Hv452Vv Intermediate_2 phadeublexarmvery heavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE Rop | MEASURE
1 IFO001 | Line post insulator 4 ea
2 CBO0109| unitised xarm 2 ea
3 AB6732| Pole bokM16 %650 1 ea
4 CE7541| dispersion plate 2 ea
5 AB4822 | insulator stud 4 ea
6 AB6744| M16 Continuously threaded rod 650mm long witl 3 ea
7 CG0030| Wildlife Deterrent 4 ea
Hv45 3S Intermediate_Bhasedoublexarmheavy pollution
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 IFO001 | Line post insulator 6 ea
2 CBO0109| unitised xarm 2 ea
3 AB6732| Pole bokM16 %650 1 ea
4 CE7541| dispersion plate 2 ea
5 AB4822| insulator stud 6 ea
6 AB6744| M16 Continuously threaded rod 650mm long witll 3 ea
7 CG0030| Wildlife Deterrent 4 ea
HVv453V Intermediate_Bhasedoublexarmvery heavy pollution
ITEM Stock DESCRIPTION Qry | UNITOF REMARKS
NUMBER CopE RQD | MEASURE
1 IFO001 | Line poshsulator 6 ea
2 CBO0109| unitised xarm 2 ea
3 AB6732| Pole bokM16 650 1 ea
4 CE7541]| dispersion plate 2 ea
5 AB4822| insulator stud 6 ea
6 AB6744| M16 Continuously threaded rod 650mm long witll 3 ea
7 CG0030| Wildlife Deterrent 4 ea
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HV i High Voltage Bare
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i Physical Design Dimensions LHS
i Phase X dim Y dim
7f7 ”””””” left 1545 390
i centre 0 80
3 right 1545 390
! Origin - Top eye bolt (0:0)
|
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i Physical Design Dimensions RHS
1 \@ Phase X dm Y dim
L
Et i left 1545 390
T centre 0 160
| @ right 1545 390
! 4 Origin - Top eye bolt (0:0)
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Y dim | |
X dim X dim I} i
Origin{0.0) | i
| ! i
" o NOTES -
1 ALL DIMENSIONS ARE IN MILLIMETRES.
DISTRIBUTION DESIGN a
COMPATIBLE UNIT FvTon eS| -sBwesternpower
T DORAWN JRR ‘DATE 11-10-2016  |DRG. No
C | 221217 [PHYSICAL DESIGN DIMENSION ADDED welree s | S TRAIN ANGLE UPTO 30° DEVIATION |oronateo ovr [scate wis H\/47
B |02.0517|STAND-
oy oo oo % fe= 2] DOUBLE ANTI-SWAN CROSS-ARM (255,
REV | DATE DESCRIPTION [ORGO_[CHKD [APRD] GRANT STACY C
-2 west power
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HV i High Voltage Bare

Cu CU Description
HV47 _3NAS Strain Angle Deviation_3ph Aswian normal
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 AB6020| 16dia eyebolt 200 long 4 ea
2 AB6025 | 16dia eyebolt 400 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 2 ea
4 CB0107| xarm metal rural 2 ea
5 IC0041 | strain insulator 6 ea
6 AB6732| Pole bokM16 %650 1 ea
7 CE7541| dispersion plate 5 ea
8 CB7549| Rod 20mm dia x 1350 Ig (cut to fit betweemos)sy 1 ea
9 SeeDrawingiV36 1 ea
10 See Drawing $T 1 ea
11 AB6744 | M16 threaded Stud 650mm 5 ea
HV47 3HAS Strain Angle Deviation_3fhtiswan high
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
AB6020| 16dia eyebolt 200 long 4 ea
2 AB6025| 16dia eyebolt 400 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 2 ea
4 CB0107| xarm metal rural 2 ea
5 IC0041 | strain insulator 6 ea
6 AB6732| Pole bokM16 %650 1 ea
7 CE7541| dispersion plate 5 ea
8 CB7549| Rod 20mm dia x 1350 Ig (cut to fit betweemog)sy 1 ea
9 SeeDrawindiV36 1 ea
10 SeeDrawing ST1 1 ea
11 AB6744 | M16threaded Stud 650mm 5 ea
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HV i High Voltage Bare

Cu CU Description
HV473EAS Strain Angle Deviation_3ph Aswianextreme
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 AB6020| 16dia eyebolt 200 long 4 ea
2 AB6025 | 16diaeyebolt 400 long 2 ea
3 CB3025| xarm bracket supplied with nuts & bolts 2 ea
4 CB0107| xarm metal rural 2 ea
5 IC0031 | strain insulator 6 ea
6 AB6732| Pole bokM16 650 3 ea
7 CE7541| dispersion plate 6 ea
8 CB7549| Rod 20mm dia x 135ig to fit between cragss) 1 ea
9 See Drawing HV36 1 ea
10 See Drawing ST1 1 ea
11 AB6744 | M16 threaded Stud 650mm 5 ea
12 CP1090| Raiser bracket 1 ea
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HV 1 High Voltage Bare

NOTE: -

1. SEE DCSH R10 FOR USE OF ITEMS 5 & 6
AND CU DESCRIPTION HV51_KM

DISTRIBUTION DESIGN |_=§! westernpower

COMPATIBLE UNIT RBUTION O
TITLE
H_|22.06 22[ITEM 7 ADDED AND REVISED CU DESCRIPTION ACCORDINGLY| SH | NMC| GS DRAWN: _JRR }”“5 11-04-2014_|DRG. No
G_ 0502 19[NORMAL POLLUTION EDD FUSE BASE DELETED REE | NN | GS ORIGINATED SCALE. NTS
F_|270718]L' BRACKET ADDED NMc | REE | GS EDO FUSE BASE AND LINK CHECKED.  REE HV51
E_|1007 18| STAND-OFF INSULATOR TITLE CHANGED X[ REE[ FK APPROVED REV. [SHT
REV | DATE DESCRPTION ORGO [CHKD |APRD GRANT STACY H
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HV i High Voltage Bare

Cu CU Description
HV51 3.15EDO  ExpulsiorDropOut Fuse 3.15 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GF1857| EDO Fuse bagestaneff insulator 1 ea
2 GF1562| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW291 | 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV51 5EDO ExpulsiorDropOut Fuse_ 5 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF1857| EDOFuse basé& staneff insulator 1 ea
2 GF1563| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV51_8EDO ExpulsiorDropOut Fuse_ 8 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 GF1857| EDO Fuse bagestaneff insulator 1 ea
2 GF1564| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957 | 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551| 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

Cu CU Description
HV51 10 EDO ExpulsionrDropOut Fuse_ 10 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GF1857| EDO Fuse bagestaneff insulator 1 ea
2 GF1565| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV51 16 EDO ExpulsiorDropOut Fuse._ 16 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF1857| EDO Fuse bag&estaneff insulator 1 ea
2 GF1566| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
H\L1 2&DO ExpulsiorDropOut Fuse._ 2Amp
ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
GF1857| EDO Fuse bag&estaneff insulator 1 ea
2 GF188 | Link, fuse element 1 ea
3 1C0083 | Stanebff Insulator 1 ea
4 AB2957 | 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6L 6 Bracket & Bolt 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

Cu CU Description
HV51 25EDO ExpulsiorDropOut Fuse. 25 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GF183 | EDO Fuse bagestaneff insulator 1 ea
2 GF1539| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV51 31.5EDO ExpulsiorDropOut Fuse. _ 31.5 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF1857| EDO Fuse bagestanaff insulator 1 ea
2 GF1540| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551| 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV51 40EDO ExpulsiorDropOut Fuse _ 40 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobDE RoD | MEASURE
1 GF1857| EDO Fuse bagestaneff insulator 1 ea
2 GF1541| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957 | 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551| 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

Cu CU Description
HV51 63EDO ExpulsionrDropOut Fuse _ 63 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF1857| EDO Fuse bag&estaneff insulator 1 ea
2 GF1543| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HVv51_80 EDO ExpulsionrDropOut Fuse _ 80 Amp
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF1857| EDO Fuse bag&estaneff insulator 1 ea
2 GF1546| Link, fuse element 1 ea
3 IC0083 | Stanebff Insulator 1 ea
4 AB2957| 30mm M12 Screw 2 ea
4 AW291 | 12mm lock washer 2 ea
5 CB0481| Mounting Bracket 1 ea
6 CB0482| 6 L6 Bracket & Bol't 1 ea
7 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

NOTE:-

1. SEE DCSH R10 FOR USE OF ITEMS 7 & 8

DISTRIBUTION DESIGN 8
COMPATIBLE UNIT mvronoesen |sSwesternpower
TITLE
J_[2206 22[1TEM 9 AbDED SH_| NMc | GS DRAWN _JRR _[DATE 11-04-20% [DRG No
H_ [050219|NORMAL POLLUTION FAULT TAMER FUSE BASE DELETED | REE uut GS FA ULT T A M ER FUSE ORIGINATED [scace wts H \/ 5 2
G_|270778 1" BRACKET ADDED NMc | REE | GS BASE AND LINK CHECKED _REE
F_[10.0718 | STAND-OFF INSULATOR TITLE CHANGED JC | REE | FK APPROVED REV SHT
[REV [ DATE DESCRIPTION [ORGD [CHKD |APRD | GRANT STACY J
-sSRwesternpower
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HV i High Voltage Bare

Cu CU Description
HV52 3FT Standard Speed Fault TarbeopOut Fuse 3 An{max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFB16 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mm M12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV52 5FT Standard Speed Fault TarBbeopOut Fuse 5 Amp(max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rob | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFDB17 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mm M12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

Cu CU Description
HV52 7FT Standard Speed Fault TarbeopOut Fuse 7 Amp(max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFB18 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mm M12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV52_ 10FT Standard Speed Fault TarBeopOut Fuse 10Amp(max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rob | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFB19 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mm M12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV i High Voltage Bare

Cu CU Description
HV52_ 15FT Standard Speed Fault TarBeopOut Fuse _ 1Amp(max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFB20 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mm M12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
HV52 20FT Standard Speed Fault TarBeopOut Fuse_ 2Bmp(max 22kV)
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rob | MEASURE
1 GF2017| Fault Tamer Fuse base 1 ea
2 GF1915| Current Limiter 1 ea
3 GF2015| Fuse Link Carrier 1 ea
4 GFD21 | Link, fuse element 1 ea
5 IC0083 | Stanebff Insulator 1 ea
6 AB2957 | 30mnmM12 Screw 2 ea
6 AW291 | 12mm lock washer 2 ea
7 CB0481| Mounting Bracket 1 ea
8 CB0482| 6 L6 Bracket & Bol't 1 ea
9 AB4551 | 40mm M12 Bolt 1 ea
AW2291| 12mm lock washer 1 ea
AW3523| 12mm flat washer 1 ea
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HV 1 High Voltage Bare

NOTE:-
1. SEE DCSH R10 FOR USE OF ITEMS 3 & &

DISTRIBUTION DESIGN =
COMPATIBLE UNIT N TALOGUE |.=5§westernpower
TITLE

F[22.06 22|ITEM 6 ADDED REE | NN | GS DRAWN: _JRR }0“5 07-11-2017_|ORG No
E_[16.10.19 [ISOLATING LINK MODIFIED REE | NN | GS ORIGINATED REE |SCALE NTS
D |05 02 19NORMAL POLLUTION ISOLATOR BASE DELETED REE | NN | GS HV ISOLATOR CHECKED: JC H \/ 53
C_[0108%8]'L' BRACKET ADDED NMc | REE | G5 APPROVED REV. _ [SHT
REV | DATE DESCRIPTION [ORGO [CHKD |APRD GRANT STACY F
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HV i High Voltage Bare

Cu CU Description
HV53 HC Disconnect switt 600 Amp Crossarm
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
1 GS008 | Disconnect Switch 1 ea
2 IC0083 | Stanebff Insulator 1 ea
3 CB0481| Mounting Bracket 1 ea
4 CB0482| 6 L6 Bracket & Bol't 1 ea
5 AB2957 | 30mm M12 Screw 2 ea
5 AW2429| 12mm lock washer 2 ea
AB4551 | 40mm M12 bolt 1 ea
6 AW2291| 12mm lock washer 1 ea
AW3523| 12mm Flat washer 1 ea
HV53_HB Disconnect switch 600 Amp Bracket
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CoDE Rop | MEASURE
GS008 | Disconnect Switch 1 ea
2 IC0083 | Stanebff Insulator 1 ea
3 CB0481| Mounting Bracket 1 ea
4 CB0482| 6L 6 Bracket & Bol't 1 ea
5 AB2957| 30mm M12 Screw 2 ea
5 AW2429| 12mm lock washer 2 ea
AB4551 | 40mm M1olt 1 ea
6 AW2291| 12mm lock washer 1 ea
AW3523| 12mm Flat washer 1 ea
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HV 1 High Voltage Bare

DEAD END CONDUCTOR

DISTRIBUTION DESIGN | _ m |
COMPATIBLE UNIT ATALOGUE |-.5!westernpower
T DRAWN _SL__[DATE T-10-202 [ORG No
FUSE SAVER ORIGNATED NMc |SCALE NTS | HV54-1
CHECKED:  NM: -
A |1 10 24 [FIRST ISSUE SL | NMc | co SINGLE PHASE APROVED REV  [SHT
REV_| DATE DESCRIPTION [ORGD [CHKD [APRD CHRIS OMODEI A
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HV i High Voltage Bare

Cu CU Description
HV54 1PH Fuse Saved Single Phase
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CopE RQD | MEASURE

1 GS600 | Fuse Saver 1 ea

2 EE1428| LV ABC 95 1 ea

3 AB2959 | 40mm M12 Bolt S/S 2 ea

4 AN1495| M12 Nut S/S 2 ea

5 AW?2429| 12mm Lock Washer S/S 2 ea

6 AW2607| 12mm Flat Washer S/S 2 ea

7 FLO401 | BiMetal Lug M12 HblevV ABC 2 ea

8 Select from CN9 1 ea

= ~sSlwesternpower

Distribution Design Catalogue

104 of 121 Last printed 26/05/2026

Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV i High Voltage Bare

TOP OF POLE

NOTES
1. FOR RECLOSER/LBS RE-INSTALLATION, ALL HV61-1 COMPATIBLE UNITS
WITHOUT RECLOSER/LBS, SURGE ARRESTERS AND TRANSFORMER ARE
SHOWN IN DQM WITH 'X' AT THE END OF THE COMPATIBLE UNIT NAME

COMPATIBLE UNIT DSTRIBUTON DESGN | 28R wessternpower
N T T — wlwle] 3PH RECLOSER / LOAD BREAK  [BSM s o worms oG o
i orpTs et Cimess welwlel  SWITCH WITH PTS & ISOLATORS  [oeeme == HV61-1
n:v 2;3[17 TRANSFORMER TYPE M:)DESE(ART;:OSNVSTEH CHANGED o;éu %% AND 1 BUSH'NG TX SUPPLY APPROVED GRANT STACY REV H SHT 1/1
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HV i High Voltage Bare

Cu CUDescription
HV61 22W 3 phase recloser wWifiT'S &isolators 22kV wogdne bushing transformer supply
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GA4012| surge arrester 6 ea
GA4002| surge arrester 1
2 GS0320| recloser, control unit & umbilical 1 ea
3 AB6742| Pole bokM20 x 550 2 ea
4 FL7690 | bi metal lug 12 dia hol& (h&d) 6 ea For supplietB3 CCT]
5 Select HV51 (EDO) or HV52 (Fault Bamequired 1 ea See Note Page 4
6 FL0401 | Bimetal lugs 95 LV ABC M12 20 ea
7 CEQ058| earth rod clamp 1 ea
8 CEO0078| earth rod coupling 5 ea
9 CEO0135] earth rod 6 ea
10 CEQ0201| earthing terminal box 1 ea
11 FMQ915| earthing kit 1 ea
12 GC0041| 16mm Flexible conduit grey 10 nmr
13 GC7872| 20mm corrugated flexible conduit grey (10m) 1 roll
AS2513| Wood screw 20 ea
14 GC7191| 20mm conduit saddles 5 ea
15 GC7192| 25mm conduit saddle 5 ea
16 GC7846| 20mm corrugated conduit gland 1 ea
17 OHO0194| padlock 1 ea
18 SelecfromCN11 (lugs) as required 6 ea
19 EE1120| 2c émni#service cable 10 mtr
20 SelecfromHV19 (PTS) as required 1 ea
21 XT0207 | 10kVA 12.7kV 1 bushing transformer 1 ea
23 CB1121| x-arm metal 1 ea
25 AB4608| Bolt M16 x 90 (DISO) 6 ea
26 CB3025| x-arm mounting bracket 1 ea
27 AB6732| Pole bokM16 x 550 2 ea
28 AB4612| bolt M1& 130 (DOF) 1 ea
29 CBO0550] isolator extension bracket 3 ea
30 AB4567| Bolt M1 150 long (Extension Bracket) 6 ea
31 GF1801| Fuse holder 100A 1 ea
GF0550]| Fuse link, 10A 1 ea
32 Select from HV53 (Isolator) as required 6 ea See Note 6, Page
33 GT0353| Wildlife cover 1 ea
34 FLO142 | Lug copper 2 ea
36 CE7541| dispersion plate 8 ea
37 FL0402 | Bimetal lug 150 LV ABC 6 ea
38 FT0150| 150 LV ABC 4Cx#mngth 3 ea
39 SelecfromCNO9RG Clampas required 8 ea
40 CJ0496 | Stalk lug 150 LV ABC 6 ea
41 AB6741| Pole bolt M12 x 550 2 ea
42 CJ0498 | Stalk lug copper 1 ea
43 SelecfromDAO1 (recloser comms) as required 1 ea Warning signcluded
44 FEOQOO055| Heat shrink 1 mr
45 FT0095| LV ABC 95 4m length 1 ea
46 CC0081| IPC 4 ea
47 CJ0494 | Stalk lug 95 LV ABC Al 2 ea
48 IC0109 | Insulation sleeving 1 ea
0G0352| Wire rope grip 1 ea
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HV i High Voltage Bare

Cu CU Description
HV61 33W 3 phase recloser WitiiT'S &isolators 33kV wogdne bushing transformer supply
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GA4013| surge arrester 6 ea
GA408 | surge arrester 1
2 GS0320| recloser, control unit & umbilical 1 ea
3 AB6742| Pole bokM20 x 550 2 ea
4 FL7690 | bi metal lug 12 dia Ha85 m#&) 6 ea For supplied 18T
5 Select HV51 (EDO) or HV52 (Fault Bamequired 1 ea See Note Page 4
6 FL0401 | Bimetal lugs 95 LV ABC M12 20 ea
7 CEQ058| earth rod clamp 1 ea
8 CEO0078| earth rod coupling 5 ea
9 CEO0135] earth rod 6 ea
10 CEQ0201| earthing terminal box 1 ea
11 FMQ915| earthing kit 1 ea
12 GC0041| 16mm Flexible conduit grey 10 nmr
13 GC7872| 20mm corrugated flexible conduit grey (10m) 1 roll
AS2513| Wood screw 20 ea
14 GC7191| 20mm conduit saddles 5 ea
15 GC7192| 25mm conduit saddle 5 ea
16 GC7846| 20mm corrugated conduit gland 1 ea
17 OHO0194| padlock 1 ea
18 SelecfromCN11 (lugs) as required 6 ea
19 EE1120| 2c émni#service cable 10 mtr
20 SelecfromHV19 (PTS) as required 1 ea
21 XT0208| 10kVA 19.1kV 1 bushing transformer 1 ea
23 CB1121| x-arm metal 1 ea
25 AB4608| Bolt M16 x 90 (DISO) 6 ea
26 CB3025| x-arm mounting bracket 1 ea
27 AB6732| Pole bokM16 x 550 2 ea
28 AB4612| bolt M1& 130 (DOF) 1 ea
29 CBO0550] isolator extension bracket 3 ea
30 AB4567| Bolt M1 150 long (Extension Bracket) 6 ea
31 GF1801| Fuse holder 100A 1 ea
GF0550]| Fuse link, 10A 1 ea
32 Select from HV53 (Isolator) as required 6 ea See Note 6, Page
33 GT0353| Wildlife cover 1 ea
34 FLO142 | Lug copper 2 ea
36 CE7541| dispersion plate 8 ea
37 FL0402 | Bimetal lug 150 LV ABC 6 ea
38 FT0150| 150 LV ABC 4Cx#mngth 3 ea
39 SelecfromCNQ9 (PG Clamp) as required 8 ea
40 CJ0496 | Stalk lug 150 LV ABC 6 ea
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HV i High Voltage Bare

cu CU Description |
HV61 33W 3 phase recloser/WWTS &solators 33kV wogdne bushing transformer suppBo(t'g

ITEM Srock DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE RQD | MEASURE

41 AB6741| Pole bolt M12 x 550 2 ea

42 CJ0498 | Stalk lug copper 1 ea

43 Select from DAO1 (recloser comms) as required| 1 ea Warning sign includ

44 FE0055| Heat shrink 1 mr

45 FT0095| LV ABC 95 4m length 1 ea

46 CCO0081| IPC 4 ea

47 CJ0494 | Stalk lug 95 LV ABC Al 2 ea

48 IC0109 | Insulation sleeving 1 ea

0G0352| Wire rope grip 1 ea

— ~sSlwesternpower

— Distribution Design Catalogue

108 of 121 Last printed 26/05/2026 Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



HV i High Voltage Bare

TOP OF POLE

NOTES ; <
1. FOR RECLOSER/LBS RE-INSTALLATION, ALL HV61-2 COMPATIBLE UNITS
WITHOUT RECLOSER/LBS, SURGE ARRESTERS AND TRANSFORMER ARE
SHOWN IN DQM WITH ‘X' AT THE END OF THE COMPATIBLE UNIT NAME

H_[0705 26[1PH (B REVOVED_POLE T0P EARTHING ADDED NG | e | o COMPATIBLE UNIT Eb N |-=§!W98tefﬂP0W6r
207 B{EARTHG SYSTER WOOFED weiwle] 3PH RECLOSER / LOAD BREAK  [Faw s oare wovaus oG W

e e s o | SWITCH WITH PTS & ISOLATORS AND e —"— HV61-2
RE(V 2;;21516 O L0 DESCRIPTION \iﬁﬁ)%% 2 BUSHING TRANSFORMER SUPPLY [ GRANT STACY W 1/1
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HV i High Voltage Bare

Cu CU Description
HV61 22W_M 3 phase recloser wifiT'S &isolators 22kMwo bushing transformer supply
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GA4012]| surge arrester 6 ea
GA4002]| surge arrester 2
2 GS0320| recloser, control unit & umbilical 1 ea
3 AB6742| Pole bokM20 x 550 2 ea
4 CE7541| dispersion plate 8 ea
5 Select HV51 (EDO) or HV52 (Fault Bamequired | 2 ea See Note Page 4
6 FL0401 | Bimetal lugs 95 LV ABC M12 24 ea
7 CEQ058| earth rod clamp 1 ea
8 CEO0078| earth rod coupling 5 ea
9 CE0135] earth rod 6 ea
10 CEO0201| earthing terminal box 1 ea
11 FMQ915| earthing kit 1 ea
12 GC0041| 16mm Flexible conduit grey 10 nmr
13 GC7872| 20mm corrugated flexible conduit grey (10m) 1 roll
14 GC7191| 20mm conduit saddles 5 ea
15 GC7192| 25mm conduit sadidlecontrol cable 5 ea
AS2513| Wood screw 20 ea
16 GC7846| 20mm corrugated conduit gland 1 ea
17 OHO0194| padlock 1 ea
18 SelecfromCN11 (lugs) as required 6 ea
19 EE1120| 2c 6 sg mm service cable 10 mtr
20 SelecfromHV19 (PTS) asquired 1 ea
21 XT0203| 10kVA 22 kV 2 bushing transformer 1 ea
22 GT0353| Wildlife cover 2 ea
24 GF1801| Fuse holder 100A 1 ea
GF0550| Fuse link, 10A 1 ea
25 CB1121| x-arm metal 1 ea
26 FLO142 | Lug copper 2 ea
27 CB3025| x-arm mountirfgacket 1 ea
28 AB6732| Pole bokM16 x 550 2 ea
29 AB4608| Bolt M16 x 90 (DISO) 6 ea
30 AB4612| bolt M16 x 130 (DOF) 2 ea
31 CB0550] isolator extension bracket 3 ea
32 AB4567| Bolt M12x150 long (Extension Bracket) 6 ea
33 AB4608| Bolt M16 x Extension Bracket) 3 ea
34 Select from HV53 (Isolator) as required 6 ea See Note 6, Page |
35 FL7690 | bi metal lug 12 dia Hdk5 mA) 6 ea For supplied 183 C(
36 FLO402 | Bimetal lug 150 LV ABC 6 ea
37 FT0150| 150 LV ABC 4Cx4m length 2 ea
38 SelecfromCNOQ9 (PG Clamp) as required 9 ea
39 CJ0496| Stalk lug 150 LV ABC 6 ea
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HV i High Voltage Bare

cu CU Description |
HV61 22W M 3 phase recloser wiffiT'S &isolators 22kMwo bushing transformer suppBoft'd

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE

40 AB6741| Pole boit M12 x 550 2 ea

41 CC0081| IPC95 LV ABC 4 ea

42 CJ0498 | Stalk lug copper 1 ea

43 Select from DAO1 (recloser comms) as required] 1 ea Warning signcluded

44 FE0055| Heat shrink 1 mr

45 FT0095| LV ABC 95 4m length 1 ea

46 CJ0494 | Stalk lug 95 LV ABC Al 3 ea

47 IC0109 | Insulation sleeving 1 ea

0G0352| Wire rope grip 1 ea
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HV i High Voltage Bare

8 L9 L1011

NOTES. P

1. FOR RECLOSER/LBS RE-INSTALLATION, ALL HV61-3 COMPATIBLE UNITS
WITHOUT RECLOSER/LBS AND SURGE ARRESTERS ARE SHOWN IN DQM
WITH 'X' AT THE END OF THE COMPATIBLE UNIT NAME

COMPATIBLE UNIT piTRBLTON St | _sBL westernpower
B I o T — ofwle]  3PH RECLOSER / LOAD BREAK [ i o o fi
15027 [EARTEMGSYSTEN VWS Srmets]  SWITCH WITH PTS & ISOLATORS  [eeom v HV61-3
e vt ks o AND LV SUPPLY o _arantsTACY [ Gl 1/1
-8 westernpower o
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HV i High Voltage Bare

Cu CU Description
HV61 22W LV 3 phase recloser withiTS &solators 22kV woodlV aerial supply
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GA4012| surge arrester 6 ea
2 CBO0550| isolator extension bracket 3 ea
3 AB4567 | Bolt 12dia 150 Iqiitktension Bracket) 6 ea
4 AB4608 | Bolt M16 x 90 (Extension Bracket) 3 ea
5 AB6742| Pole bokM20 %650 2 ea
6 GS0320| recloser, control unit & umbilical 1 ea
7 FL7690 | bi metal lug 12 dia Ha&5 m#) 6 ea For supplied 183 C
8 CE0058| earth rod clamp 1 ea
9 CEO0078| earth rod coupling 3 ea
10 CE0135| earth rod 4 ea
11 CE0201| earthing terminal box 1 ea
12 FM0915| earthing kit 1 ea
13 GC0041| 16mm Flexible conduit grey 10 mir
14 GC7872| 20mm corrugated flexible condu(t.rey 1 roll
15 GC7191| 20mm conduit saddles 5 ea
AS2513| Wood screw 20 ea
16 GC7192| 25mm conduit saddle 5 ea
17 GC7846| 20mm corrugated conduit gland 1 ea
18 OH0194| padlock 1 ea
19 SelecfromCN11 (lugs) as required 6 ea
20 SelecfromHV19 (PTS) as required 1 ea
21 EE1120| 2c 6 sg mm service cable 10 mtr
22 CB1121| x-arm metal 1 ea
23 AB4569 | bolt M12 x 1704pm mounting) 2 ea
24 AB4608 | Bolt M16 x 90 (DISO) 6 ea
25 CB3025| x-arm mounting bracket 1 ea
26 AB6732| Polebolt- M16 x 550 2 ea
27 Select from HV53 (Isolator) as required 6 ea See Note 6, page ¢
28 CE7541| dispersion plate 6 ea
29 SelecfromDAO1 (recloser comms) as required 1 ea Warning sign includ
30 GFO0550| Fuse cartridge 10A 1 ea
31 GF1801| Fuse holder 100A 1 ea
32 SelecfromCNO09 (PG Clamp) as required 9 ea
33 CJ0496 | Stalk lug 150 LV ABC 6 ea
34 FLO402 | Bimetal lug 150 LV ABC 6 ea
35 FT0150| 150 LV ABC 4Cx4m length 2 ea
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HV i High Voltage Bare

Cu CU Description

HV61 22W LV 3 phase recloser withTS &solators 22kV woodV aerial supplZont'd

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
36 AB6741| Pole bolt M12 x 550 2 ea
37 CCo0081| IPC 3 ea
38 CJ0498 | Stalk lugopper 1 ea
40 FEO0O055 | Heat shrink 1 ea
42 FLO401 | Bimetal lug 95 LV ABC 7 ea
43 CJ0494 | Stalk lug 95 LV ABC Al 1 ea
44 Select connector according to conductor 2 ea

—_—
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HV i High Voltage Bare

Cu CU Description
HV61 3& LV 3 phase recloser withTS & isolators B8 woodLV aerial supply
ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE RQD | MEASURE
1 GA4013| surge arrester 6 ea
2 CBO0550| isolator extension bracket 3 ea
3 AB4567 | Bolt 12dia 150 Iqiitktension Bracket) 6 ea
4 AB4608 | Bolt M16 x 90 (Extension Bracket) 3 ea
5 AB6742| Pole bokM20 %650 2 ea
6 GS0320| recloser, control unit & umbilical 1 ea
7 FL7690 | bi metal lug 12 dia Ha&5 m#) 6 ea For supplied 183 C
8 CE0058| earth rod clamp 1 ea
9 CEO0078| earth rod coupling 3 ea
10 CE0135| earth rod 4 ea
11 CE0201| earthing terminal box 1 ea
12 FM0915| earthing kit 1 ea
13 GC0041| 16mm Flexible conduit grey 10 mir
14 GC7872| 20mm corrugated flexible condu(t.rey 1 roll
15 GC7191| 20mm conduit saddles 5 ea
AS2513| Wood screw 20 ea
16 GC7192| 25mm conduit saddle 5 ea
17 GC7846| 20mm corrugated conduit gland 1 ea
18 OH0194| padlock 1 ea
19 SelecfromCN11 (lugs) as required 6 ea
20 SelecfromHV19 (PTS) as required 1 ea
21 EE1120| 2c 6 sg mm service cable 10 mtr
22 CB1121| x-arm metal 1 ea
23 AB4569 | bolt M12 x 1704pm mounting) 2 ea
24 AB4608 | Bolt M16 x 90 (DISO) 6 ea
25 CB3025| x-arm mounting bracket 1 ea
26 AB6732| Polebolt- M16 x 550 2 ea
27 Select from HV53 (Isolasmequired 6 ea See Note 6, page ¢
28 CE7541| dispersion plate 6 ea
29 SelecfromDAO1 (recloser comms) as required 1 ea Warning sign includ
30 GFO0550| Fuse cartridge 10A 1 ea
31 GF1801| Fuse holder 100A 1 ea
32 SelecfromCNO09 (PG Clamp) as required 9 ea
33 CJ0496 | Stalk lug 150 LV ABC 6 ea
34 FLO402 | Bimetal lug 150 LV ABC 6 ea
35 FT0150| 150 LV ABC 4Cx4m length 2 ea
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HV i High Voltage Bare

Cu CU Description

HV61 3& LV 3 phase recloser withTS & isolators B8 wood LV aerial suppZont'd

ITEM Srock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CopE RQD | MEASURE
36 AB6741| Pole bolt M12 x 550 2 ea
37 CCo0081| IPC 3 ea
38 CJ0498 | Stalk lug copper 1 ea
40 FEO0O055 | Heat shrink 1 ea
42 FLO401 | Bimetal lug 95 LV ABC 7 ea
43 CJ0494 | Stalk lug 95 LV ABC Al 1 ea
44 Select connector according to conductor 2 ea

—_—
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HV i High Voltage Bare

NOTES

1. UMBILICAL CABLE MAX. DIST. AWAY FROM LV & EARTH.

2. FOR RECLOSER RE-INSTALLATION, ALL HV65 COMPATIBLE UNITS
WITHOUT RECLOSER, SURGE ARRESTERS AND TRANSFORMER ARE
SHOWN IN DQM WITH 'X' AT THE END OF THE COMPATIBLE UNIT NAME.

-
F (08 05 26/ PH CB REMOVED_ POLE TOP EARTHING ADDED ML | NMc | Co COMPATIBLE UNIT DIS”EI:\;?;:PDNGSEE SIGN | “E!WBStemPOWEF
£ 120219 |EARTHING SYSTEM MODIFIED NMc | NN | GS T o
D | 211217 |TRANSFORMER TYPE AND EARTH SYSTEM CHANGED REE | JC | GS
€| 2112 % [NOTE 2 ADDED JC | ReE| G5 SINGLE PHASE RECLOSER ORIGINATED _REE [SCALE NTS HV 65
B [14 1016 ITEM 24 & 26 DELETED JC | REE | GS WITH BYPASS CHECKED _REE
A_[17.04 15| ORIGINAL ISSUE REE | REE | GS APPROVED REV _[SHT
REV | DATE DESCRIPTION [oRGD [cHiKD [APRD GRANT STACY F 1/1
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HV i High Voltage Bare

Cu CU Description
HV6512TX 12.7kV single phase recloser with bypass
ITEM Srock DESCRIPTION Qry | UNITOF REMARKS
NUMBER CobE RQD | MEASURE
1 GS03% | recloser, contoller and control cable 1 ea
2 GA402 | surge arrester 2 ea
GA4002| surge arrester 1
3 AB6742| Pole boktM20 %650 2 ea
4 AB6741| Pole bolt M12 5650 2 ea
5 FT0095| LV ABC 95mm2 4corex4m 1 ea
6 AB6025| 16dia eyebolt 400 long 2 ea
7 FLO401 | Bimetal lugs 95 LV ABT2 17 ea
8 GC7192| 25mmsaddles for control cable 5 ea
9 FLO142| Lugs copper 2 ea
10 CE7541| dispersion plate 11 ea
11 IC0041 | strain insulator 2 ea DEB Issue 70
12 Select from HV51 (EDO) or HV52 (Fault Tamer) 2 ea See Note Page 4
13 CEO0058| earth rod clamp 1 ea
14 CE0078| earth rod coupling 5 ea
15 CEO0135| earth rod 6 ea
16 CE0201| earthing terminal box 1 ea
17 FM0915| earthing kit 1 ea
18 Select from CN11 (lugs) as required 6 ea
19 GC7872| 20mm flexible conduit grey (10m) 1 roll
20 GC7191| 20mm conduit saddle 5 ea
AS2513| Wood screw 20 ea
21 GC7846| 20mm corrugated conduit gland 1 ea
22 OHO0194| padlock 1 ea
23 FLO403 | Bimetal 95 sqg mm M16 2 ea
24 GC0041| 16mm Flexible conduit grey 5 mtr
25 EE1120| 2c 6 sq mm service cable 10 mtr
27 XT026 | 10kVA 12.7kV 1 bushing transformer 1 ea
28 Select from HV53 (Isolator) 2 ea See Note page 4
29 GT0353| Wildlife cover 1 ea
30 FL768 | bimetal lug0 mra 2 ea For supplied 41 CC
31 CBO0550| isolator extension bracket 1 ea
AB4567| Bolt M12 x 150 3 ea
AB4608| Bolt M16 x 90 2 ea
32 AB4608| Bolt M16x90 (isolator) 1 ea
33 AB4612| Bolt M16x130 (DOF & isolator) 3 ea
34 CB1121| Crossarm metal 1 ea
CB3025| Crossarm bracket supplied with nuts & bolts 1 ea

=Sl westernpower

118 of 121 Last printed 26/05/2026

Distribution Design Catalogue

Volt ID ID-005-4befe6e5f2f01c66065e2eb2b97120d1



k —

- - ]
——
—

HV i High Voltage Bare

Cu CU Description
HV6512 TX 12.7kV single phase recloser with by@sst'd

ITEM Srock DESCRIPTION Qry | UNITOF REMARKS
NUMBER CobE RQD | MEASURE

35 FEO055| Heat shrink 1 mr

36 CJ0498| Compression Sleeve 1 ea

37 Select from CNO9 (PG Clamp) as required 4 ea

38 CCo0081| IPC 4 ea

39 CJ0494 | Stalk lug Al 3 ea

40 GF1801| Fuse holder 100A 1 ea

GF0550| Fuse cartridge 10A 1 ea
41 Select from DAO1 (recloser comms) as required 1 ea Warning sign includg
42 AB6732| Pole bokM16 x 550 3 ea

1 westernpuwer
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HV i High Voltage Bare

Cu CU Description
HV6519TX 19.KkV single phase recloser with bypass
ITEM Srock DESCRIPTION Qry | UNITOF REMARKS
NUMBER CobE RQD | MEASURE
1 GSO03% | recloser, contoller and control cable 1 ea
2 GA4013| surge arrester 2 ea
GA408 | surge arrester 1
3 AB6742| Pole bokM20 »650 2 ea
4 AB6741| Pole bolt M12 650 2 ea
5 FT0095| LV ABC 95mm2 4corex4m 1 ea
6 AB6025| 16dia eyebolt 400 long 2 ea
7 FL0401 | Bimetalugs9d5 LV AB®I12 17 ea
8 GC7192| 25nmmsaddle$or control cable 5 ea
9 FLO142 | Lugs copper 2 ea
10 CE7541| dispersion plate 11 ea
11 IC0041 | strairinsulator 2 ea DEB Issue 70
12 Select from HV51 (EDO) or HV52 (Fault Tamer) | 2 ea See Note Page 4
13 CEOQ058| earth rod clamp 1 ea
14 CEO0078| earth rod coupling 5 ea
15 CE0135| earth rod 6 ea
16 CE0201 | earthing terminal box 1 ea
17 FM0915| earthing kit 1 ea
18 Select from CN11 (lugs) as required 6 ea
19 GC7872| 20mm flexible conduit grey (10m) 1 roll
20 GC7191| 20mm conduit saddle 5 ea
AS2513| Wood screw 20 ea
21 GC7846| 20mm corrugated conduit gland 1 ea
22 OH0194| padlock 1 ea
23 FLO403 | Bimetal 95 sq mm M16 2 ea
24 GC0041| 16mm Flexible conduit grey 5 Mtr
25 EE1120| 2c 6 sq mm service cable 10 mtr
27 XT0208 | 10kVA 19.1kV 1 bushing transformer 1 ea
28 Select from HV53 (Isolator) 2 ea See Note 6, page
29 GT0353| Wildlifeover 1 ea
30 FL768 | bimetal lu§0 mra 2 ea For supplied 41 CC
31 CBO0550| isolator extension bracket 1 ea
AB4567 | Bolt M12 x 150 3 ea
AB4608 | Bolt M16 x 90 2 ea
32 AB4608| Bolt M16x90 (isolator) 1 ea
33 AB4612| Bolt M16x130 (DOK@&ator) 3 ea
34 CB1121| Crossarm metal 1 ea
CB3025| Crossarm bracket supplied with nuts & bolts 1 ea
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HV i High Voltage Bare

Cu CU Description
HV6519 TX 19.kV single phase recloser with byp@ssnt'd)

ITEM Srock DESCRIPTION Qry | UNITOF REMARKS
NUMBER CobE RQD | MEASURE

35 FEO0O055 | Heat shrink 1 mr

36 CJ0498 | Compression Sleeve 1 ea

37 SelecfromCNO9 (PG Clamp) as required 4 ea

38 CCo0081| IPC 4 ea

39 CJ0494 | Stalk lug Al 3 ea

40 GF1801| Fuse holder 100A 1 ea

GFO0550| Fusecartridge 10A 1 ea
41 Select from DAO1 (recloser comms) as required| 1 ea Warning sign includ
42 AB6732| Pole bokM16 x 550 3 ea
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