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High Voltage Underground

Document control

Endorsement approvals

Name Title Signature and Date
Compiled by | Nory Cerrado Distribution Draftsperson Signature on file
Checked by Chris Omodei Principal Engineer Signature on file
Endorsed by | Ken Tiong Team Leader Signature on file
Approved by | Pep Ngwenya Distribution Design & Standards Manager Signature on file

Record of revisions

Revision No. Date Version Compiled by Description

1 09/04/2025 EDM 24 Nory Cerrado First Revision with new Format and 3
yearly review

2 22/12/2025 Volt 36 Nory Cerrado Refer to Amendment list

This document gives direction to and influences the following documents.

Doc Title of document

ALL CHAPTERS DDC - DISTRIBUTION DESIGN CATALOGUE

ALL CHAPTERS | DCSH - DISTRIBUTION CONSTRUCTION STANDARD HANDBOOK
ALL CHAPTERS DSPM - DISTRIBUTION SUBSTATION PLANT MANUAL

Stakeholders (people that were consulted when document was updated)

Business Unit / Function

Asset Management - Asset Performance

Asset Management — Safety Environment Quality and Training

Asset Management - Grid Transformation

Asset Operations — Network Operations

Asset Operations — Operational Services

Asset Operations — Customer Connection Services

Business and Customer Service — Customer Service

Notification list (people to be notified when document is updated)

Business Unit / Function

Asset Management - Asset Performance

Asset Management — Safety Environment Quality and Training

Asset Management - Grid Transformation

Asset Operations — Network Operations

Asset Operations — Operational Services

Asset Operations — Customer Connection Services
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High Voltage Underground

Business and Customer Service — Customer Service

This document must not be made available to personnel outside Western Power without the prior written
approval of Western Power.
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High Voltage Underground

Document classification and hierarchy

A key requirement of the Western Power Asset Stakeholder Requirements
Management Policy (AMP) is to develop and maintain an
Asset Management System (AMS). This Distribution

Substation Plant Manual is defined as a technical AR LT 17 ey

document within the AMS document classification and ASSET MANAGEMENT FRAMEWORK

structure and sits within the planning and Program Asset Management Objectives
Delivery components of the AMS.

The AMS and the interrelationships between the
collection of documents, tools and systems that are used
for asset management are described in the AMS
document

Organisational Objectives

Program Delivery
Asset Operations & Maintenance
Network Operations

Volt ID ID-005-dc7f342fed83eb7f008777ff0463b876.
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High Voltage Underground

Revision List

For drawing revisions please refer to the DDC Amendment list Volt ID
ID-005-8398a186f48cf17cb12618586aa61cb0

General Notes

NOTE # | DESCRIPTION

Driving point is not required for normal ground conditions including small coffee rocks and shale.
1 For harder ground condition, a driving point is recommended.
(It is unlikely the driving point will be suitable for granite rock)

© Copyright of Western Power

Any use of this material except in accordance with a written agreement with Western Power is prohibited.
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High Voltage Underground
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High Voltage Underground

High Voltage Underground CU List

cu CU DESCRIPTION

HU1_22_95 Straight joint — 25 to 95 only 1 x 1 core, 22kV

HU1_22_400 Straight joint — 185-400 1 x 1 core, 22kV

HU2_22_95 Straight joint — 25 to 95 only 3 x 1 core, 22kV

HU2_22 400 Straight joint — 185-400 3 x 1 core, 22kV

HU2_33 Straight joint — 185 — 3 x 1core, 33kV

HU3_22_35 22kV Cable Live End Seal for XLPE -35-150 3X1 Core
HU3_22_400 22kV Cable Live End Seal for XLPE -185-400 3X1 Core
HU3_33_50 33kV Cable Live End Seal for XLPE -50-150 3X1 Core
HU3_33_185 33kV Cable Live End Seal for XLPE -185-240 3X1 Core
HU5_M400 Manual, Switchgear Kiosk 3+0 — 400mmZcable, 22kV
HU5_A400 Automatable, Switchgear Kiosk RE 3+0 — 400mm2 cable, 22kV
HU6_M400 Manual Switchgear Kiosk 2+1 — 400mm? cable, 22kV
HU6_A400 Automatable, Switchgear Kiosk RE 2+1 — 400mm2 cable, 22kV
HU7_M400 Manual, switchgear Kiosk 2+2 — 400mm? cable, 22kV
HU7_A400 Automatable, Switchgear Kiosk RE 2+2 — 400mm?2 cable, 22kV
HU8_M400 Manual, switchgear Kiosk 3+1 — 400mm? cable, 22kV
HU8_A400 Automatable, Switchgear Kiosk RE 3+1 — 400mm2 cable, 22kV
HU9_M400 Manual, Switchgear Kiosk 4+0 — 400mm? cable, 22kV
HU9_A400 Automatable, Switchgear Kiosk RE 4+0 — 400mm2 cable, 22kV
HU16_0 Aerial cable termination —400 -3 x 1c

HU16_U_6 Cable frame termination — 400 - 3 x 1c 6.6kV

HU16_U_11 Cable frame termination — 400 - 3 x 1c 11kV

HU16_U_22 Cable frame termination — 400 - 3 x 1c¢ 22kV

HU17_0 Aerial cable termination -95-3 x 1c

HU17_U_6 Cable frame termination -95-3 x 1c 6.6kV

HU17_U_11 Cable frame termination -95-3 x 1¢ 11kV

HU17_U_22 Cable frame termination -95-3 x 1¢ 22kV

HU18_O Aerial cable termination —185-3 x 1c

HU18_U_6 Cable frame termination —185-3 x 1c 6.6kV

HU18_U_11 Cable frame termination —185-3 x 1¢ 11kV

HU18_U_22 Cable frame termination —185-3 x 1c 22kV

HU18_U_33 Cable frame termination —185-3 x 1¢ 33kV

HU18_0_33 Aerial Cable termination —185-3 x 1¢ 33kV

HU19_0 Aerial cable termination —35-3 x 1c

HU19_U_6 Cable frame termination -35-3 x 1c 6.6kV

HU19_U_11 Cable frame termination -35-3 x 1¢ 11kV

HU19_U_22 Cable frame termination —35-3 x 1¢ 22kV

HU20_O Aerial cable termination -50-3 x 1c

HU20_U_33 Cable frame termination -50-3 x 1¢ 33kV

HU21_O Aerial cable termination—240-3 x 1c

HU21_U_6 Cable frame termination-240-3 x 1c 6.6kV

HU21_U_11 Cable frame termination-240-3 x 1c 11kV

HU21_U_22 Cable frame termination-240-3 x 1c 22kV

HU22_M400 Manual Switchgear indoor 3+1 RE — 400mm?2 cable, 22kV
HU22_A400 Automatable, Switchgear indoor 3+1 RE — 400mm2 cable, 22kV

—~sEAwesternpower
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High Voltage Underground

cu CU DESCRIPTION

HU23_M400 Manual Switchgear Indoor 2+1 RE — 400mm? cable, 22kV
HU23_A400 Automatable, Switchgear Indoor 2+1 RE — 400mm? cable, 22kV
HU24_M400 Manual Switchgear Indoor 2+2 RE — 400mm2 cable, 22kV
HU24_A400 Automatable, Switchgear Indoor 2+2 RE — 400mm? cable, 22kV
HU25_2S_400 Manual Switchgear Indoor 2+3 RE — 400mm? cable, 22kV
HU25_2S_A400 Automatable, Switchgear Indoor 2+3 RE - 400mm? cable, 22kV
HU25_3S_400 Manual Switchgear Indoor 3+2 RE - 400mm?2 cable, 22kV

HU25_3S_A400

Automatable, Switchgear Indoor 3+2 RE — 400mm? cable, 22kV

HU27_315/22

SPUDS Isolation tx 315/22kV

HU28 Transition joint — 50 pil to 35-3 x 1¢
HU29 Transition joint for 22kV cable 185-240 pilcswa — 185-400 xlpe 3 x 1¢c
HU30_400 Transition joint for 11kV cable 185-240 pilcswa — 185-400 xlpe 3 x 1¢

HU31_R25/22

25kVA/12.7kV Single TX Installation

HU31_R50/22

50kVA/12.7kV Single TX Installation

HU31_R50/33

50kVA/19.1kV Single TX Installation

HU34_25/22

SPUDS tx 1ph 3bush 25kVA/22kV

HU35_M25/22

SPUDS tx 1ph 4bush 25kVA/22kV

HU35_R25/22

SPUDS tx 1ph 4bush 25kVA/22kV

HU35_M50/22

SPUDS tx 1ph 4bush 25kVA/22kV

HU35_R50/22

SPUDS tx 1ph 4bush 25kVA/22kV

HU40_11 Metering unit 11kV

HU40_22 Metering unit 22kV

HU55_160/6 Fuse cartridge and fuse extender HRC 31.5 A 160kVA / 6kV
HU55_315/6 Fuse cartridge and fuse extender HRC 50 A 315kVA / 6kV
HU55_500/6 Fuse cartridge and fuse extender HRC 80 A 500kVA / 6kV
HU55_630/6 Fuse cartridge and fuse extender HRC 100 A 630kVA / 6kV

HU55_1000/6

Fuse cartridge and fuse extender HRC 125 A 1000kVA / 6kV

HU55_160/11

Fuse cartridge and fuse extender HRC 25 A 160kVA / 11kV-

HU55_315/11

Fuse cartridge and fuse extender HRC 31.5 A 315kVA / 11kV

HU55_500/11

Fuse cartridge and fuse extender HRC 40 A 500kVA / 11kV

HU55_630/11

Fuse cartridge and fuse extender HRC 50 A 630kVA / 11kV

HU55_1000/11

Fuse cartridge and fuse extender HRC 80 A 1000kVA / 11kV

HU55_160/22

Fuse cartridge HRC 10 A 160kVA / 22kV

HU55_315/22

Fuse cartridge HRC 16 A 315kVA / 22kV

HU55_500/22

Fuse cartridge HRC 25 A 500kVA / 22kV

HU55_630/22

Fuse cartridge HRC 31.5 A 630kVA / 22kV

HU55_1000/22

Fuse cartridge HRC 40 A 1000kVA / 22kV

HU55_160/33

Fuse cartridge HRC 6.3 A 63kVA & 160kVA / 33kV

HU55_315/33

Fuse cartridge HRC 16 A 315kVA / 33kV

HU55_500/33

Fuse cartridge HRC 20 A 500kVA & 630kVA / 33kV

HU55_1000/33

Fuse cartridge HRC 40 A 1000kVA / 33kV

HU55_2x630/1

Fuse cartridge HRC 160 A 630kVA/11kV x 2

HU55_2x630/2

Fuse cartridge HRC 63 A 630kVA/22kV x 2

HU56 Straight joint — 50-3 x 1 core
HU57_0 Aerial cable termination-35-1 x 1¢ 22kV
HU57_U Cable frame termination—-35-1 x 1¢ 22kV

HU59_315/11

Non MPS 315/6-11kV

| V(esternpowelf |

Distribution Design Catalogue
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High Voltage Underground

cu

CU DESCRIPTION

HU59_630/11

Non MPS 630/6-11kV

HU59_100011

Non MPS 1000/6-11kV

HU59_315/22 Non MPS 315/22kV
HU59_630/22 Non MPS 630/22kV
HU59_100022 Non MPS 1000/22kV
HU59_315/33 Non MPS 315/33kV
HU59_630/33 Non MPS 630/33/kV

HU59_1000/33

Non MPS 1000/33/kV

HU61_315/11

MPS 315kVA / 6-11kV

HU61_630/11

MPS 630kVA / 6-11kV

HU61_315/22 MPS 315kVA / 22kV
HU61_630/22 MPS 630kVA / 22kV
HU61_315/33 MPS 315kVA/33kV
HU61_630/33 MPS 630kVA/33kV

HU62_22GE185

22kV GIS elbow connector, cold shrink, 185mm?

HU62_22GE240

22kV GIS elbow connector, cold shrink, 240mm?

HU62_22GE400

22kV GIS elbow connector, cold shrink, 400mm?

HU62_33GE185

33kV GIS elbow connector, cold shrink, 185-240mm?

HU62_22GP185

22kV GIS piggyback elbow connector, cold shrink, 185mm?

HU62_22GP240

22kV GIS piggyback elbow connector, cold shrink, 240mm?

HU62_22GP400

22kV GIS piggyback elbow connector, cold shrink, 400mm?

HU62_22A1185

22kV AIS Termination Kit, CSTI 185-240mm?

HU62_22A1400

22kV AIS Termination Kit, CSTI 400mm?

HU62_33AI185

33kV AIS Termination Kit, CSTI 185-240mm?

HU62_22A0185

22kV AIS Termination Kit, CSTO 185-240mm2

HU65_185 Elbow 22kV, 630A max, 185mm? XLPE Cable
HU65_240 Elbow 22kV, 630A max, 240mm? XLPE Cable
HU65_400 Elbow 22kV, 630A max, 400mm?2 XLPE Cable
HUG6_22S Elbow 22kV / 200A non load break x 1
HU66_33 Elbow 33kV / 200A non load break x 3
HU66_33S Elbow 33kV / 200A non load break x 1

HUG67_22_200A

Dead end receptical 22kV x 3

HU67_22S_200A

Dead end receptical 22kV x 1

HU67_33

Dead end receptical 33kV x 3

HU67_33S

Dead end receptical 22kV or 33kV x 1

HU67_33_400A

Dead end receptical 22kV or 33kV x 1

HU67_33S_400A

Dead end receptical 33kV x 1

HUGS Non MPS transformer cable guard

HU68_R33 Non MPS transformer cable guard for Rural, 33kV

HUG9_1 Outdoor Substation Earthing Materials For 1 HV Equipment

HUG9_2 Outdoor Substation Earthing Materials For 2 HV Equipment

HUG9_3 Outdoor Substation Earthing Materials For 3 HV Equipment

HU70_1 Indoor Substation Earthing Materials and Locks For 1 HV Equipment
HU70_2 Indoor Substation Earthing Materials and Locks For 2 HV Equipment
HU70_3 Indoor Substation Earthing Materials and Locks For 3 HV Equipment
HU71_35/95 Breech joint— 95 to 95 or 35t0 35— 1 x 1 core

HU71_95/240 Breech joint — 95 to 185 or 95 to 240 only — 3 x 1 core

Distribution Design Catalogue
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cu CU DESCRIPTION

HU71_95/400 Breech joint — 95 to 400 only — 3 x 1 core

HUT72 SPURS straight joint — 35-1 x 1 core

HU75 SPUDS transformer base pipe

HU76_STD Non MPS & MPS tx culvert & base Standard

HU76_HWT Non MPS & MPS tx culvert & base Standard — High Water Table
HU77 SPUDS arrester elbow

HU78 Double extensible switch disconnector

HU78_A Double extensible switch disconnector — motorised

HUT79 Double extensible fuse switch

HU80_M400 Manual Switchgear Kiosk 2+3 — 400mm? cable, 22kV
HU80_A400 Automatable, Switchgear Kiosk 2+3 — 400mm? cable, 22kV
HU81_M400 Manual Switchgear Kiosk 3+2 — 400mm? cable, 22kV
HU81_A400 Automatable, Switchgear Kiosk 3+2 — 400mm? cable, 22kV
HU82_63/11 Tx. 63kVA/6-11kV 3ph 6 bushing

HU82_63/22 Tx. 63kVA/22kV 3ph 6 bushing

HU82_63/33 Tx. 63kVA/33kV 3ph 6 bushing

HU84_11/95M

11kV groundmount metering — 95mm? cable — Metro

HU84_11/400M

11kV groundmount metering — 400mm2 cable — Metro

HU84_22/95M

22kV groundmount metering — 95mm2 cable — Metro

HU84_22/400M

22kV groundmount metering — 400mm? cable — Metro

HU85_O Aerial cable termination-50-1 x 1c¢ 33kV

HU85_U Cable frame termination-50-1 x 1c 33kV

HU87 Base frame, 1-way double extensible, Indoor

HU100_33 Automatable, Ormazabal switchgear Kiosk 3+0 — 185-240mm? cable, 33kV
HU101_33 Automatable, Ormazabal switchgear Kiosk 2+1 — 185-240mm? cable, 33kV
HU102_33 Automatable, Ormazabal switchgear Kiosk 2+2 — 185-240mm? cable, 33kV
HU103_33 Automatable, Ormazabal switchgear Kiosk 3+1 — 185-240mm? cable, 33kV
HU104_33 Automatable, Ormazabal switchgear Kiosk 4+0 — 185-240mm? cable, 33kV
HU107_33 Automatable, Ormazabal switchgear Kiosk 4(1CB)+0 — 185-240mm? cable, 33kV

HU110_400_1C

Termite Protection kit 35-400mm2 1C 22kV & 33kV HV XLPE Straight Joints

HU110_400_3C

Termite Protection kit 35-400mm2 3C 22kV & 33kV HV XLPE Straight Joints

— w8 3 westernpower _
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- - APPROVED REV SHT
R N —— SESCRPTON o] 00-400mm® XLPE 1-core for 2ZkV GRANT STACY | D
:_ — { westernpower Distribution Design Catalogue
—
' 12 of 137 Last printed 17/12/2025 Volt ID ID-005-7a0806018f624064e7929a8c47f36efc



High Voltage Underground

cu CU Description
HU1_22 95 Straight joint — 25 to 95 only 1 x 1 core, 22kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0644 | joint kit 1 ea
HU1_22 400 Straight joint — 185-400 1 x 1 core, 22kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0645 | joint kit 1 ea
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COMPATIBLE UNIT SSTIRIONSESS! | 2B westernpower
e STRAIGHT JOINT DRAWN _ JRR__|DATE 03-04-2014 [ORG No
25-95mm? XLPE 3-CORE for 22kV ORIGINATED [scaenrs H uooz
B |09 1017 |TITLE CHANGED JC [ REE | GS 1857400mm2 XLPE 3-CORE for 22kV ir;{g(ﬂigm REE - o
R?V TJTTQO CRGNAL S DESCRIPTION [ORGO [CHKD [APRD 185mm? XLPE 3-CORE for 33kV GRANT STACY ’7 B ‘
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High Voltage Underground

cu CU Description
HU2_22 95 Straight joint — 25 to 95 only 3 x 1 core, 22kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0644 | joint kit 3 ea
HU2_22 400 Straight joint — 185-400 3 x 1 core, 22kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CoDE Rap | MEASURE
1 FJ0645 | joint kit 3 ea
HU2_33 Straight joint — 185 — 3 x 1core, 33kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0017 | joint kit 3 ea

D
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High Voltage Underground

@[ABLE MARKER —=

@ CONCRETE SLAB OR PROTECTIVE CABLE COVER

NOTES:-
1 REFER TO DRG R34-2

COMPATIBLE UNIT DISTRIBUTION DESIGN ‘ ~sf§l westernpower
ITITLE
D [220715|CABLE JOINT REDRAWN AND CABLE PROTECTOR ADDED | NB | [0 | 65 HV CABLE LIVE END SEAL DRAWN _ JRR _[DATE 25-06-2015 [ORG o
C |030715|CABLE MARKER ADDED NB w0 GS 2 ORIGINATED NB ‘S[ALE NTS H U 3
B |26 06 15| REDRAWN AND FORMAT & TITLE CHANGED NB | (0 | oS 35-150mm 5 XLPE 3x1 CORE CHECKED. (0
A |14.0108 | DRIGINAL ISSUE _ APPROVED REV SHT
R No| DATE DESCRIPTION [ORGD [CHED [APRD 185-400mm” XLPE 3x1 CORE GRANT STACY ’7 D ‘
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High Voltage Underground

Cu CU Description
HU3_22 35 22kV Cable Live End Seal for XLPE — 35-150 3 x 1 core
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0627 | Live end seal 3 ea
2 CR0327 | Cable Marker 1 ea
CZ0505 | Cable Protector 6 ea
HU3_22 400 22kV Cable Live End Seal for XLPE — 185-400 3 x 1 core
ITEM STocK DESCRIPTION Qty | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0628 | Live end seal 3 ea
2 CR0327 | Cable Marker 1 ea
3 CZ0505 | Cable Protector 6 ea
HU3_33_50 33kV Cable Live End Seal for XLPE — 50-150 3 x 1 core
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0629 | Live end seal 3 ea
2 CR0327 | Cable Marker 1 ea
3 CZ0505 | Cable Protector 6 ea
HU3_33_185 33kV Cable Live End Seal for XLPE — 185-240 3 x 1 core
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0630 | Live end seal 3 ea
2 CR0327 | Cable Marker 1 ea
3 CZ0505 | Cable Protector 6 ea
“; P}\\‘:C@\,@ﬁﬂlﬁ'-‘@’r Distribution Design Catalogue
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High Voltage Underground
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PLAN VIEW OF RMU & STAND {WITHOUT KIQSK)

NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS
2. 4L0Omm? ELBOW SUPPLIED BY DEFAULT.
REFER TO HU65 FOR 185-240mm? ELBOW CUs.
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE

THIS FUNCTION: III (3+0)

B E— - COMPATIBLE UNIT DTN o |-=§!westernpower
L u 1 rime DRAWN JRR lnATE 03-04-2014 'ﬁ No.
£l 8 3luores wEvet T o] SCHNEIDER RM6 OUTDOOR SWITCHGEAR [ouamates —fseme ws | HUOS
0D |[2802 %EARTH LOOP NOTE ADDED NMc | NN | GS | 3 + O WI TH KlOSK (L WA Y) (F.:’t:ni\l')m REE - s
Ic Al
ng_v o;::[’s %zumnﬁ SISTER mu::z?:nvmn I%%% GRANT STACY 6]
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High Voltage Underground

cu CU Description
HU5_M400 Manual, Switchgear Kiosk 3+0 RE — 400mm? cable, 22kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS

NumBER CobE Rap | MEASURE

1 XA2920 | RM6 RE Switchgear 3+0 1 ea

2 OHO0211 | padlock 3 ea

3 OHO0194 | padlock 4 ea

4 XA2950 | 4-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector 400mm? 3 set See Note 2

6 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

7 FL1465 | earthing lug 6 ea

8 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea
HU5_A400 Automatable, Switchgear Kiosk RE 3+0 RE — 400mm? cable, 22kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2930 | RM6 RE Switchgear 3+0, motorised 1 ea

2 OH0211 | padlock 3 ea

3 OHO0194 | padlock 4 ea

4 XA2950 | 4-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector 400mm? 3 Set See Note 2

6 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

7 FL1465 | earthing lug 6 ea

8 CA0007 | Concrete Base 1200mm x 200mm x 150mm ea
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High Voltage Underground
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PLAN VIEW OF RMU & STAND (WITHOUT KIOSK)

NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS.
2. 400mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs.
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE.

THIS FUNCTION: IQI (2+1)

. E— - COMPATIBLE UNIT e |.=§!westernpnwer
: LT e DRAWN__JRR _[DATE 03-04-2014 [ORG No
——mﬁ ic T Teo| SCHNEIDER RM6 OUTDOOR SWITCHGEAR momm _Jsone ws | y150¢
o905 S]EArG S75Ton moORES L [0 s 2 + 1 WITH KIOSK (4 WAY) o 'EIV_FTT
[REV [ DATE DESCRIPTION [0RGD [cHK [APRD] GRANT STACY G
w1 westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU6_M400 Manual, Switchgear Kiosk 2+1 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 XA2921 | RM6 RE Switchgear 2+1 1 ea
2 OHO0211 | padlock 3 ea
3 OHO0194 | padlock 4 ea
4 XA2950 | 4-way cabinet & stand 1 ea
5 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2
6 FCO0317 | Straight Connector 35 mm? 1 set
7 conductor 70mm2 PVC insulated copper green / yellow Supplied with RMU & Stand
8 FL1465 | earthing lug 6 ea
9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea
HU6_A400 Automatable, Switchgear Kiosk RE 2+1 — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 XA2931 | RM6 RE Switchgear 2+1, motorised 1 ea
2 OHO0211 | padlock 3 ea
3 OHO0194 | padlock 4 ea
4 XA2950 | 4-way cabinet & stand 1 ea
5 FC0280 | Elbow Connector, 400 mm2 2 set See Note 2
6 FC0317 | Straight Connector 35 mm? 1 set
7 conductor 70mm2 PVC insulated copper green / yellow Supplied with RMU & Stand
8 FL1465 | earthing lug 6 ea
9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea

f._-d . westernpower . Distribution Design Catalogue
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High Voltage Underground
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NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS.
2. 400mm? ELBOW SUPPLIED BY DEFAULT.
REFER TO HU65 FOR 185-240mm? ELBOW CUs
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE
THIS FUNCTION: QIQI (2+2)

B E— COMPATIBLE UNIT DT SIcN |-=§!westernpower
o e S DRAWN__JRR _|DATE 03-04-20%% [ORG No
—&!l e T SCHNEIDER RM6 OUTDOOR SWITCHGEAR|[mom Jswe ws | 1yj07
D_[2802 19| EARTH LOOP NOTE ADDED [NMe | NN | GS | 2 + 2 WITH KIOSK (5 WAY) CHECKED _REE
R:Io;::: AT SYSTER MODTED DESCRIPTION n'g:;) ﬁ:\g:n PO GRANT STACY ! G "
w1 westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU7_M400 Manual, Switchgear Kiosk 2+2 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2924 | RM6 RE Switchgear 2+2 1 ea

2 OH0211 | padlock 4 ea

3 OH0194 | padlock 5 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

6 FC0317 | Straight Connector 35 mm? 2 set

7 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

8 FL1465 | earthing lug 6 ea

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm ea
HU7_A400 Automatable, Switchgear Kiosk 2+2, 23 RE — 400mm? cable, 22kV

ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2934 | RM6 RE Switchgear 2+2, motorised 1 ea

2 OHO0211 | padlock 4 ea

3 OHO0194 | padlock 5 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

6 FC0317 | Straight Connector 35 mm? 2 set

7 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

8 FL1465 | earthing lug 6 ea

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea

~sfwesternpower
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High Voltage Underground
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NOTES -

1 REFER TO HU69 FOR EARTHING MATERIALS

2. 400mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs

DESIGNER TO REMOVE F(0280 IF NOT USING 400mm? CABLE
THIS FUNCTION: 11Q] (3+1)

[ a
‘ COMPATIBLE UNIT DTN SIcN | -sE westernpower

EARTHING MOVED TO HU69 SL | KT | MM [TITLE DRAWN JRR ‘DATE 03-04-201% ﬁﬁ No.

NoTts Ve e Tw ] SCHNEIDER RM6 OUTDOOR SWITCHGEAR [mamm e ws | g
EARTING SYSTEH ROOFED | o[ ] 3 + 1 WITH KIOSK (5 WAY) RO 'wr—r
[ oestRPTION  [0RGD|CHKO [APRD| GRANT STACY GO
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High Voltage Underground

Cu CU Description
HU8_M400 Manual, Switchgear Kiosk 3+1 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2923 | RM6 RE Switchgear 3+1 1 ea
2 OH0211 | padlock 4 ea
3 OH0194 | padlock 5 ea
4 XA2951 | 5-way cabinet & stand 1 ea
5 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2
6 FC0317 | Straight Connector 35 mm? 1 set
7 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand
8 FL1465 | earthing lug ea
9 CA0007 | Concrete Base 1200mm x 200mm x 150mm ea
HU8_A400 Automatable, Switchgear Kiosk 3+1 RE — 400mm? cable
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 XA2933 | RM6 RE Switchgear 3+1, motorised 1 ea
2 OHO0211 | padlock 4 ea
3 OHO0194 | padlock 5 ea
4 XA2951 | 5-way cabinet & stand 1 ea
5 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2
6 FC0317 | Straight Connector 35 mm? 1 set
7 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand
8 FL1465 | earthing lug 6 ea
9 CA0007 | Concrete Base 1200mm x 200mm x 150mm ea

~sfwesternpower
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High Voltage Underground
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NOTES -

1. REFER TO HU69 FOR EARTHING MATERIALS

2. 400mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs.

2
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm* CABLE THIS FUNCTION. Il (40

- COMPATIBLE UNIT DTN e |-=§!westernpower
1512 25 | EARTHING MOVED TO HU69 K MM TITLE DRAWN m ‘DATE 03-00-20% JORG Mo
——mﬁ e Tw | SCHNEIDER RM6 OUTDOOR SWITCHGEARmomm Jswe ws | yj0g
C {6503 3] eARTHNG SvSTon noOFRED CANNCE b+ 0 WITH KIOSK (5 WAY) SRV |m—|rm
[REV [ DATE DESCRIPTION [0RGD [cHKD [APRD| GRANT STACY G
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High Voltage Underground

cu CU Description
HU9_M400 Manual, Switchgear Kiosk 4+0 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEeASURE

1 XA2922 | RM6 RE Switchgear 4 + 0 1 ea

2 OHO0211 | padlock 4 ea

3 OHO0194 | padlock 5 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 4 set See Note 2

6 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

7 FL1465 | earthing lug 6 ea

8 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea
HU9_A400 Automatable, Switchgear Kiosk 4+0 RE — 400mm? cable, 22kV

ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2932 | RM6 RE Switchgear 4 + 0, motorised 1 ea

2 OHO0211 | padlock 4 ea

3 OHO0194 | padlock 5 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 4 set See Note 2

6 conductor 70mm?2 PVC insulated copper green / yellow Supplied with RMU & Stand

7 FL1465 | earthing lug 6 ea

8 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea

- —=sSlwesternpower
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High Voltage Underground
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K |F CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027).

COMPATIBLE UNIT SSTIRUIOLSESS! | 2B westernpower
TITLE
DRAWN  JRR [DATE 03-04-2014 [ORG No

J[3110.22 [EARTH PARKING BOLT ADDED 0 [ NMc | 6S
H_[1912 17 [EARTHING SYSTEM MODIFIED 66 | Jc [ GS C A B LE PO LE TER M ‘ N A T‘O N ORIGINATED [scaLe nrs H U O /‘ 6
G |12.0416 |NOTE AND ITEM 22 & 23 ADDED JC | REE | GS 400 3 /‘ [O R E CHECKED  REE
F |14 0108 [ORIGINAL ISSUE - X APPROVED REV. [SHT
REV | DATE DESCRIPTION [ORGO [CHKD |APRD GRANT STACY J

westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU16_O Aerial cable termination — 400 — 3 x 1c
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
5 CE0058 | earth clamp 1 ea
6 CE0078 | earth coupling 3 ea
7 CE0116 | driving point for earth rods 0 ea See Note 1
8 CE0135 | earth rod 4 ea
9 CE0201 | terminal box 1 ea
10 FM0915 | earth kit 1 ea
12 CJ0498 | Stalk lug 95 Cu 1 ea
13 FL0401 | Lug 95ABC 1 ea
14 FM6313 | cable saddle 4 ea
14 AS1441 | coach screw 8 ea
16 HT6321 | cable protector 1 ea
18 FT0150 | 150 ABC 4m long 1 ea
19 FL0402 | 150 ABC terminal lug 3 ea
21 CZ5007 | phase indicator disc 1 ea
22 AB6732 | Pole Bolt 1 ea
23 CE7541 | Disperson Plate 1 ea
25 FE0055 | Heatshrink 1 ea
HU16_U_6 Cable frame termination — 400 — 3 x 1c 6.6kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | cable clamp 185-400mm 1 ea
1 FJ0183 | cable termination kit 1 ea
15 GA4000 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea

:_‘-—4 { westernpower Distribution Design Catalogue
Fe— -
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High Voltage Underground

Cu CU Description
HU16_U_11 Cable frame termination — 400 — 3 x 1c 11kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3106 | cable clamp 185-400mm 1 ea
1 FJ0183 | cable termination kit 1 ea
15 GA4001 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
K AB2965 | M12 75mm bolt 1 ea
HU16_U_22 Cable frame termination — 400 — 3 x 1c 22kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | cable clamp 185-400mm 1 ea
1 FJ0183 | cable termination kit 1 ea
15 GA4002 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground
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K IF CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027)

COMPATIBLE UNIT OSTIRIOLSESS! | 2B westernpower
ITITLE
DRAWN  JRR [DATE 03-04-2014 [ORG. No

J|3110.22 |[EARTH PARKING BOLT ADDED €0 | NMc | GS
H_[19.1217 [EARTHING SYSTEM MODIFIED 66 | J [ Gs [A B LE PO LE TER M ‘ N AT‘O N ORIGINATED [scaLe TS H U O/‘ 8
G [12.04 16 [NOTE AND ITEM 22 & 23 ADDED Jc REE | GS T85 3 w [ O R E CHECKED. ~ REE
F|14.01.08 | ORIGINAL ISSUE - X APPRDVED REV SHT
REV | DATE DESCRIPTION ORED [CHKD |APRD GRANT STACY J
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High Voltage Underground

cu CU Description
HU18_O Aerial cable termination -185 -3 x 1c
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
5 CE0058 | earth clamp 1 ea
6 CE0078 | earth coupling 3 ea
7 CE0116 | driving point for earth rods 0 ea See Note 1
8 CE0135 | earth rod 4 ea
9 CE0201 | terminal box 1 ea
10 FM0915 | earth kit 1 ea
12 CJ0498 | Stalk lug 95 Cu 1 ea
13 FL0O401 | Lug 95ABC 1 ea
14 FM6312 | cable saddle 4 ea
14 AS1441 | coach screw 8 ea
16 HT6321 | cable protector 1 ea
18 FT0150 | 150 ABC 4m long 1 ea
19 FL0402 | 150 ABC terminal lug 3 ea
21 CZ5007 | phase indicator disc 1 ea
22 AB6732 | Pole Bolt 1 ea
23 CE7541 | Disperson Plate 1 ea
25 FE0055 | Heatshrink 1 ea
HU18_U_6 Cable frame termination — 185 — 3 x 1c 6.6kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4000 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground

Cu CU Description
HU18_U_11 Cable frame termination — 185 - 3 x 1c 11kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4001 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
K AB2965 | M12 75mm bolt 1 ea
HU18_U_22 Cable frame termination — 185 — 3 x 1c 22kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4002 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground

cu CU Description
HU18_U_33 Cable frame termination —-185 — 3 x 1c 33kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | Hanger, Cable-swing; W/Bolt;XLPE 1 ea
11 FJ0183 | cable termination kit 1 ea
15 GA4003 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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XK IF CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027).
COMPATIBLE UNIT SSTRUIOLSESS! | a8 westernpower
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F__|7% 0108 |ORIGINAL ISSUE RPPROVED REV[SHT
REV | DATE DESCRPTION ORGD [CHKD |APRD GRANT STACY ’7 J‘
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High Voltage Underground

cu CU Description
HU19_O Aerial cable termination -35 -3 x 1c
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
5 CE0058 | earth clamp 1 ea
6 CE0078 | earth coupling 3 ea
7 CE0116 | driving point for earth rods 0 ea See Note 1
8 CE0135 | earth rod 4 ea
9 CE0201 | terminal box 1 ea
10 FM0915 | earth kit 1 ea
12 CJ0498 | Stalk lug 95 Cu 1 ea
14 FM6310 | cable saddle 4 ea
14 AS1441 | coach screw 8 ea
16 HT6321 | cable protector 1 ea
18 FT0095 | 95ABC 4m long 1 ea
19 FL0401 | Lug 95ABC 4 ea
21 CZ5007 | phase indicator disc 1 ea
22 AB6732 | Pole Bolt 1 ea
23 CE7541 | Disperson Plate 1 ea
24 FE0055 | Heatshrink 1 ea
HU19_U_6 Cable frame termination —-35 — 3 x 1c 6.6kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3105 | cable clamp 35mm 1 ea
11 FJ0195 | cable termination kit 3 ea
15 GA4000 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
25 AB6739 | M12 bolt 120mm long 3 ea
26 AW2429 | M12 Spring lock washer 10 ea
27 AW2607 | M12 Flat washer 20 ea
28 AN1495 | M12 hex plain nut 13 ea
29 AB2959 | M12 40mm bolt 6 ea
30 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground

Cu CU Description
HU19_U_11 Cable frame termination -35 — 3 x 1¢c 11kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3105 | cable clamp 35mm 1 ea
1 FJ0195 | cable termination kit 3 ea
15 GA4001 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
25 AB6739 | M12 bolt 120mm long 3 ea
26 AW2429 | M12 Spring lock washer 10 ea
27 AW2607 | M12 Flat washer 20 ea
28 AN1495 | M12 hex plain nut 13 ea
29 AB2959 | M12 40mm bolt 6 ea
30 AB2965 | M12 75mm bolt 1 ea
HU19_U_22 Cable frame termination —35 — 3 x 1¢c 22kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3105 | cable clamp 35mm 1 ea
1 FJ0195 | cable termination kit 3 ea
15 GA4002 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
25 AB6739 | M12 bolt 120mm long 3 ea
26 AW2429 | M12 Spring lock washer 10 ea
27 AW2607 | M12 Flat washer 20 ea
28 AN1495 | M12 hex plain nut 13 ea
29 AB2959 | M12 40mm bolt 6 ea
30 AB2965 | M12 75mm bolt 1 ea
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K |F CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027)

COMPATIBLE UNIT USTIRIOLSESS! | 2B westernpower
T
J_[3710.22 |[EARTH PARKING BOLT ADDED @ | NMc | &S ORAWN _JRR__[DATE. 03-04-20t4 [ORG No
H [19.12.17 [EARTHING SYSTEM MODIFIED 66 | JC | GS [A B LE P 0 L E TE R M ‘ N A T‘O N ORIGINATED ‘SKALE NTS H U O 2 O
G |12.04.16 [NOTE AND ITEM 22 & 23 ADDED I | ReE| 65 50 3 1 CORE CHECKED  REE
F__|14 01,08 |ORIGINAL ISSUE - X APPROVED REV. [SHT
REV | DATE DESCRIPTION ORGO |CHKD. |APRD GRANT STACY J
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High Voltage Underground

cu CU Description
HU20_O Aerial cable termination -50 — 3 x 1c
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
5 CE0058 | earth clamp 1 ea
6 CE0078 | earth coupling 3 ea
7 CE0116 | driving point for earth rods 0 ea See Note 1
8 CE0135 | earth rod 4 ea
9 CE0201 | terminal box 1 ea
10 FM0915 | earth kit 1 ea
12 CJ0498 | Stalk lug 95 Cu 1 ea
14 FM6308 | cable saddle 4 ea
14 AS1441 | coach screw 8 ea
16 HT6321 | cable protector 1 ea
18 FT0095 | 95ABC 4m long 1 ea
19 FL0401 | Lug 95ABC 4 ea
21 CZ5007 | phase indicator disc 1 ea
22 AB6732 | Pole Bolt 1 ea
23 CE7541 | Dispersion Plate 1 ea
24 FE0055 | Heatshrink 1 ea
HU20_U_33 Cable frame termination —-50 — 3 x 1¢ 33kV
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NUMBER Cobe Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3104 | cable clamp 95mm 1 ea
11 FJ0157 | cable termination kit 3 ea
15 GA4003 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
25 AB6739 | M12 bolt 120mm long 3 ea
26 AW2429 | M12 Spring lock washer 10 ea
27 AW2607 | M12 Flat washer 20 ea
28 AN1495 | M12 hex plain nut 13 ea
29 AB2959 | M12 40mm bolt 6 ea
30 AB2965 | M12 75mm bolt 1 ea
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X IF CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS POLE TOP SWITCH CONTROL ROD, ORDER TWO POLE TOP SWITCH
CABLE TERMINATION BRACKET (CB3027)

COMPATIBLE UNIT SSTIRIOLSESS! | aB westernpower
ITITLE
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G [12.04 16 [NOTE AND ITEM 22 & 23 ADDED Jc REE | GS 2 40 3 /‘ [O R E CHECKED. ~ REE
F_ |08 06 01[ORIGNAL ISSUE - X APPROVED REV.[SHT
REV | DATE DESCRIPTION ORGD [CHKD. |APRD GRANT STACY J
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High Voltage Underground

cu CU Description
HU21_O Aerial cable termination—240 - 3 x 1c
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
5 CE0058 | earth clamp 1 ea
6 CE0078 | earth coupling 3 ea
7 CE0116 | driving point for earth rods 0 ea See Note 1
8 CE0135 | earth rod 4 ea
9 CE0201 | terminal box 1 ea
10 FM0915 | earth kit 1 ea
12 CJ0498 | Stalk lug 95 Cu 1 ea
13 FL0401 | Lug 95ABC 1 ea
14 FM6312 | cable saddle 4 ea
14 AS1441 | coach screw 8 ea
16 HT6321 | cable protector 1 ea
18 FT0150 | 150 ABC 4m long 1 ea
19 FL0402 | 150 ABC terminal lug 3 ea
21 CZ5007 | phase indicator disc 1 ea
22 AB6732 | Pole Bolt 1 ea
23 CE7541 | Disperson Plate 1 ea
25 FE0055 | Heatshrink 1 ea
HU21_U_6 Cable frame termination — 240 — 3 x 1c 6.6kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4000 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground

cu CU Description
HU21_U_11 Cable frame termination — 240 — 3 x 1c 11kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
3 CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4001 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
HU21_U_22 Cable frame termination — 240 — 3 x 1c 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CB3017 | cable term bracket 1 ea
2 CB3035 | arrester bracket 1 ea
CB3106 | cable clamp 185-400mm 1 ea
1 FJ0184 | cable termination kit 1 ea
15 GA4002 | surge arrester 3 ea
20 GF1592 | connector plate 3 ea
26 AB6739 | M12 bolt 120mm long 3 ea
27 AW2429 | M12 Spring lock washer 10 ea
28 AW2607 | M12 Flat washer 20 ea
29 AN1495 | M12 hex plain nut 13 ea
30 AB2959 | M12 40mm bolt 6 ea
31 AB2965 | M12 75mm bolt 1 ea
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High Voltage Underground
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NOTE. -
1. REFER TO HU70 FOR EARTHING MATERIALS.

2. 4L00mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE.

THIS FUNCTION: IIQI (3+1)
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High Voltage Underground

cu CU Description
HU22_M400 Manual, Switchgear Indoor 3+1 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2923 | RM6 RE Switchgear 3+1 1 ea

2 OH0211 | padlock 4 ea

3 OH0194 | padlock 4 ea

4 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2

5 FC0317 | Straight Connector 35 mm? 1 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 1 ea

8 FL1465 | Earthing Lug 2 ea
HU22_A400 Automatable, Switchgear Indoor 3+1 RE — 400mm? cable, 22kV

ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2933 | RM6 RE Switchgear 3+1, motorised 1 ea

2 OHO0211 | padlock 4 ea

3 OHO0194 | padlock 4 ea

4 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2

5 FC0317 | Straight Connector 35 mm? 1 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 1 ea

8 FL1465 | Earthing Lug 2 ea
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High Voltage Underground

cu CU Description
HU23_M400 Manual, Switchgear Indoor 2+1 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEeASURE

1 XA2921 | RM6 RE switchgear 2+1 1 ea

2 OHO0211 | padlock 3 ea

2 OHO0194 | padlock 3 ea

4 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

5 FCO0317 | Straight Connector 35 mm? 1 set

6 CB0460 | RM6 Switchgear base frame (3-way) 1 ea

7 XA2664 | Fuse-switch cable support 1 ea

8 FL1465 | Earthing Lug 2 ea
HU23_A400 Automatable, Switchgear Indoor 2+1 RE, 400mm? cable, 22kV

ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS

NumBER CobE Rap | MEASURE

1 XA2931 | RM6 RE Switchgear 2+1, motorised 1 ea

2 OH0211 | padlock 3 ea

3 OHO0194 | padlock 3 ea

4 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

5 FC0317 | Straight Connector 35 mm? 1 set

6 CB0460 | RM6 Switchgear base frame (3-way) 1 ea

7 XA2664 | Fuse-switch cable support 1 ea

8 FL1465 | Earthing Lug 2 ea
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NOTE:-
1. REFER TO HU70 FOR EARTHING MATERIALS.

2. 400mm? ELBOW SUPPLIED BY DEFAULT.
REFER TO HU65 FOR 185-240mm? ELBOW CUs
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE
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High Voltage Underground

cu CU Description
HU24_M400 Manual, Switchgear Indoor 2+2 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2924 | RM6 RE switchgear 2+2 1 ea

2 OH0211 | padlock 4 ea

3 OH0194 | padlock 4 ea

4 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

5 FC0317 | Straight Connector 35 mm? 2 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 2 ea

8 FL1465 | Earthing Lug 2 ea
HU24_A400 Automatable, Switchgear Indoor 2+2 RE — 400mm? cable, 22kV

ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS

NumBER CobE Rap | MEASURE

1 XA2934 | RM6 RE Switchgear 2+2, motorised 1 ea

2 OH0211 | Padlock 4 ea

3 OHO0194 | Padlock 4 ea

4 FC0280 | Elbow Connector, 400 mm? 2 Set See Note 2

5 FC0317 | Straight Connector 35 mm? 2 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 2 ea

8 FL1465 | Earthing Lug 2 ea
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High Voltage Underground

cu CU Description
HU25_2S 400 Manual Switchgear Indoor 2+3 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEeASURE

1 XA2925 | RM6 Switchgear 2+3 1 ea

2 OH0211 | Padlock 5 ea

3 OHO0194 | Padlock 5 ea

4 FC0280 | Elbow 400mm? 2 set See Note 2

5 FC0317 | Straight Connector 35 mm? 3 set

6 CB0462 | RM6 Switchgear base frame (5-way) 1 ea

7 XA2664 | Fuse-switch cable support 3 ea

8 FL1465 | Earthing Lug 2 ea

HU25_2S_A400

Automatable, Switchgear Indoor 2+3 RE — 400mm? cable, 22kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE

1 XA2934 | RM6 Switchgear 2+2, motorised 1 ea

2 OH0211 | Padlock 5 ea

3 OH0194 | Padlock 5 ea

4 FC0280 | Elbow 400mm? 2 Set See Note 2

5 FC0317 | Straight Connector 35 mm? 3 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 3 ea

8 FL1465 | Earthing Lug 2 ea

9 XA2928 | RM6 DE Switchgear 0+1, with extension kit 1 ea Extension kit included
10 CB0463 | RM6 Switchgear base frame (1-way) 1 ea
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1. REFER TO HU70 FOR EARTHING MATERIALS

2. 400mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE
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High Voltage Underground

cu CU Description
HU25_3S_400 Manual Switchgear Indoor 3+2 RE — 400mm? cable, 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEeASURE

1 XA2926 | RM6 Switchgear 3+2 1 ea

2 OH0211 | Padlock 5 ea

3 OHO0194 | Padlock 5 ea

4 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2

5 FCO0317 | Straight Connector 35 mm? 2 set

6 CB0462 | RM6 Switchgear base frame (5-way) 1 ea

7 XA2664 | Fuse-switch cable support 2 ea

8 FL1465 | Earthing Lug 2 ea
HU25_3S_A400 Automatable, Switchgear Indoor 3+2 — 400mm? cable, 22kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2934 | RM6 RE Switchgear 2+2, motorised 1 ea

2 OH0211 | Padlock 5 ea

3 OHO0194 | Padlock 5 ea

4 FC0280 | Elbow Connector, 400 mm?2 3 set See Note 2

5 FC0317 | Straight Connector 35 mm? 2 set

6 CB0461 | RM6 Switchgear base frame (4-way) 1 ea

7 XA2664 | Fuse-switch cable support 2 ea

8 FL1465 | Earthing Lug 2 ea

9 XA2937 | RM6 DE Switchgear 1+0, motorized, with extension kit 1 ea Extension kit included

10 CB0463 | RM6 Switchgear base frame (1-way) 1 ea

— w8 3 westernpower _
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NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS.

- COMPATIBLE UNIT O TR ON o ~ieN |-=§!westernpower
i DRAWN__JRR _[DATE 03-04-20%% [ORG No
i o8 oS wewsE> T SPUDS ISCLATION ORGNATED _[SCME WIS | HU027
el e e o TRANSFORMER 31SkVA  fosom = e
[REV | DATE DESCRIPTION [orG cro [aPRD| GRANT STACY D
e westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU27_315/22 SPUDS isolation transformer 315/22kV
ITEM SToCK DESCRIPTION Qty | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XT0226 | isolation tx ground mounted 1 ea
EE1264 | conductor 70mm2 PVC insulated copper green / yellow 1 mr
3 FL1465 | earthing lug 6 ea

2! westernpower Distribution Design Catalogue
54 of 137 Last printed 17/12/2025 Volt ID ID-005-7a0806018f624064e7929a8c47f36efc




High Voltage Underground

REFERENCE LINE

XPLE PAPER CABLE

COMPATIBLE UNIT DISTRIUTION DESIGH ‘-.eg!westernpuwer

TTE DRAWN JRR ‘DATE 04-04-2014 [DRG. No
TRANSITION JOINT ORGINATED [scate_nTs HUO0?28

D |05 0106 ORIGINAL ISSUE 50PILSWA - 35XLPE 3 x 1c iii;f\?iﬂ = REV _ [SHT
REV | DATE DESCRIPTION ORGD [CHKD |APRD GRANT STACY ’7 D ‘
.-,. westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU28 Transition joint — 50 pil to 35-3 x 1c
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 FJ0338 | splice 35to 50 1 ea

=) westernpower Distribution Design Catalogue
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REFERENCE LINE

N
: | ! 1 |
-_::::__::_‘:::_—- S
S — 1
22 kV XPLE S

22kV PAPER CABLE

NOTES:-
1 USE CU HU30 FOR 11kV RATED PILSWA CABLE TRANSITION TO XLPE

COMPATIBLE UNIT DISTRIBUTION DESIGN ‘-=§!westernpuwer
e ORAWN R [DATE 44-04-2074 [ORG. No
1 TRANSITION JOINT FOR 22kV CABLE [orawateo [scaewts HU029
&t oros DL e S 185240 PILSWA TO 185-400 XLPE 3X1C feover ey T
REV | DATE DESCRIPTION [ORGD [CHKD |APRD GRANT STACY ’7 C ‘
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High Voltage Underground

cu CU Description
HU29 22kV CABLE 3C 185-240 PILC — 3 X 1C 185-400 XLPE
ITEM STocK DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0403 | Splice 185-240PILC to 185-400 XLPE 1 ea

| westempower Distribution Design Catalogue
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REFERENCE LINE @

XPLE 1kV PAPER CABLE

NOTE:
USE FJO310 & FJO405 FOR 11kV RATED
PILSWA CABLE TRANSITION TO XLPE

COMPATIBLE UNIT USTIRUIOLSESS! | LaB westernpower

e DRAWN JRR ‘DATE 04-04-2014 |ORG. No

TRANSITION JOINT FOR MkV CABLE [omawateo  [scae wis HUO30
185-300PILSWA - 185-400XLPE 3x1C [z =

A |28 0610 | ORIGINAL ISSUE

REV SHT.
REV | DATE DESCRIPTION ORGD [CHKD |APRD GRANT STACY ’7 A ‘
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cu CU Description
HU30_400 11kV CABLE 3C 185-240 PILC — 3 X 1C 185-400 XLPE
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0406 | Splice 185-240 PILC to 185-400 XLPE 1 ea

| westempower Distribution Design Catalogue

60 of 137 Last printed 17/12/2025 Volt ID ID-005-7a0806018f624064e7929a8c47f36efc



High Voltage Underground

HV CABLE ACCESS HUéf)\

HV EARTH
ONG ]

LV EARTH—— — _

LV CABLE ACCESS

—
<
~

NEUTRAL

LUG SEPARATE
USE COMMON BOLT

BLUE

SCREEN

BLACK HEAT SHRINK OR

LV DISTRIBUTION BOARD TAPE OVER SCREEN AND BLUE

LV FUSES
LV VIEW
\\ LV CABLE HV VIEW
001 S
a2 D Qa3 N ))’ @
ab
Q—k TAP CHANGER e\_
I:l {LOCATION DIFFERS) (@C@\ L Few W
25 dia HOLES |: IN-out
LIFTING POINTS
HV E
[o 3]
C |
NOTES:-
1 REFER TO HU69 FOR EARTHING MATERIALS.
2 127/22kV TYPE A ELBOW SHOWN 19 1/33kV ELBOW IS A LOAD BREAK STYLE
COMPATIBLE UNIT O e |-=§!westernpnwer
H 15122% EARTHING MOVED T0 HUS9 SL | KT MM e SPUDS TRANSFORMER :;:mrznm %::::E""-::S-IW»’D_"“ No
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niv 27):1:‘ CROMAL IS DESCRPTION [ORGD [CHKD [APRD SINGLE PHASE INSTALLATION PO GRANT STACY [ H "
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cu CU Description
HU31_R25/22 25kVA/12.7kV Single TX Installation
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2436 | 25kVA transformer (3 Bushing) 1 ea
FC0320 | Dead end receptacle for third bushing 1 ea
2 OHO0194 | Padlock 2 ea
3 FC0316 | Elbow Connector 35 mm? 1 set Setof 3
4 FL1448 | terminal lug 2 ea
5 FL1442 | Crimp lug — 25mm?2 copper 4 ea
6 FL1465 | earthing lug 4 ea
7 CB0450 | transformer base bracket 4 ea
HU31_R50/22 50kVA/12.7kV Single TX Installation
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 XA2434 | 50kVA transformer 1 ea
FC0320 | Dead end receptacle for third bushing 1 ea
2 OHO0194 | Padlock 2 ea
3 FC0316 | Elbow Connector 35 mm? 1 set Setof 3
4 FL1448 | terminal lug 2 ea
5 FL1442 | Crimp lug — 25mm?2 copper 4 ea
6 FL1465 | earthing lug 4 ea
7 CB0450 | transformer base bracket 4 ea
HU31_R50/33 50kVA/19.1kV Single TX Installation
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2437 | 50kVA transformer 1 ea
FC0321 | Dead end receptacle for third bushing 1 ea
2 OHO0194 | Padlock 2 ea
3 FC0309 | Elbow Connector 50 mm? 2 ea
4 FL1453 | terminal lug 2 ea
5 FL1442 | Crimp lug — 25mm?2 copper 4 ea
6 FL1465 | earthing lug 4 ea
7 CB0450 | transformer base bracket 4 ea
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NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS.
2.12.7/22kV TYPE A ELBOW SHOWN. 19.1/33kV ELBOW IS A LOAD BREAK STYLE.
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High Voltage Underground

cu CU Description
HU34_25/22 SPUDS Tx ph 3bush 25kVA/22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2436 | 25 kVA transformer 1 ea

2 OH0194 | Padlock 2 ea

3 FC0316 | Elbow Connector 35 mm? 1 set

4 FL1448 | terminal lug 3 ea

5 FL1442 | Crimp lug — 25mm2 copper 4 ea

6 FL1465 | earthing lug 4 ea

7 CB0450 | transformer base bracket 4 ea

- _i i westernpower Distribution Design Catalogue
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High Voltage Underground
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1. REFER TO HU69 FOR EARTHING MATERIALS.
2.12.7/22kV TYPE A ELBOW SHOWN
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19.1/33kV ELBOW IS A LOAD BREAK STYLE

COMPATIBLE UNIT

TITLE

06 05 11 ORIGINAL ISSUE

G [15.12.25 [EARTHING MOVED TO HU69 SL | KT | MM
G [08.08.23|NOTES REVISED AC [ ML |cO
F_[29.0598EARTHING SYSTEM MODIFIED JC_| REE | GS
E

EV | DATE |

DESCRIPTION

JORGD [CHKD [APRD

SPUDS TRANSFORMER

=+ 25/50kVA SINGLE PHASE 4 BUSHING

DISTRIBUTION DESIGN
CATALOGUE

| -sE westernpower

DRAWN.  JRR

[DATE. 04-04-2014 JORG No

ORIGINATED

CHECKED  REE

[scae w1s | HU035

APPROVED

REV [SHT
GRANT STACY | H
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High Voltage Underground

cu CU Description
HU35_R25/22 SPUDS tx 1ph 4bush 25kVA/22kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2438 | 25 kVA transformer 1 ea

2 OHO0194 | padlock 2 ea

3 FC0316 | Elbow Connector 35 mm? 2 set

4 FL1448 | terminal lug 4 ea

5 FL1442 | Crimp lug — 25mm? copper 4 ea

6 FL1465 | earthing lug 4 ea

7 CB0450 | transformer base 4 ea
HU35_R50/22 SPUDS tx 1ph 4bush 50kVA/22kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2439 | 50 kVA transformer 1 ea

2 OHO0194 | padlock 2 ea

3 FC0316 | Elbow Connector 35 mm? 2 set

4 FL1448 | terminal lug 4 ea

5 FL1442 | Crimp lug — 25mm?2 copper 4 ea

6 FL1465 | earthing lug 4 ea

7 CB0450 | transformer base 4 ea

:_‘i"—-v-‘ ) westernpower b Distribution Design Catalogue
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1 SET OF BUS COUPLERS
SUPPLIED WITH FUNCTION

P
| METER! /@

L —Y

THIS FUNCTION: M/U

COMPATIBLE UNIT USTIRUIOLSESS! | LaB westernpower

TITLE

DRAWN JRR ‘DATE 04-04-2014 |ORG. No

ORIGINATED SCALE  NTS
SCHNEIDER HV INDOOR METERING [ | HUOLO
A 130109 |ORIGINAL ISSUE APPROVED REV SHT
REV | DATE DESCRIPTION [ORED [CHKD |APRD GRANT STACY ’7 A ‘
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High Voltage Underground

cu CU Description
HU40_11 Metering unit, double extensible — 11kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2941 | 11kV double extensible metering unit 1 ea RM6 DE-Mtc/w CT & VT
2 HZ3333 | meter panel 1 ea
3 EE1653 | secondary cable 15 mr
4 FB0850 | wall mounting frame 1 ea
5 CB3057 | operating handle bracket 1 ea
OHO0193 | Oval Lock 2 ea
HU40_22 Metering unit, double extensible — 22 kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 XA2942 | 22kV double extensible metering unit 1 ea RM6 DE-Mt c/w CT & VT
2 HZ3333 | meter panel 1 ea
3 EE1653 | secondary cable 15 mr
4 FB0850 | mounting frame 1 ea
5 CB3057 | operating handle bracket 1 ea
OH0193 | Oval Lock 2 ea
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TTE DRAWN JRR ‘DATE 04-04-2014 [DRG. No
CARTRIDGE HRC FUSES oSS HU055
A |08 08 01|ORIGINAL ISSUE APPROVED REV SHT.
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Ccu CU Description
HU55_160/6 31.5 amp fuses 160kVA / 6kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1303 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_315/6 50 amp fuses 315kVA / 6kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1282 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_500/6 80 amp fuses 500kVA / 6kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1240 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_630/6 100 amp fuses 630kVA / 6kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NUMBER CobE Rab | MEASURE
1 GF2107 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_1000/6 160 amp fuses 1000kVA / 6kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF2108 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HUS55_160/11 25 amp fuses 160kVA / 11kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1302 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
- '_ W t} @’Tﬁﬂ\n r Distribution Design Catalogue
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cu CU Description
HU55_315/11 31.5 amp fuses 315kVA / 11kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1303 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_500/11 40 amp fuses 500kVA / 11kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1283 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_630/11 50 amp fuses 630kVA / 11kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1282 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HU55_1000/11 80 amp fuses 1000kVA / 11kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1240 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
HUS55_160/22 10 amp fuses 160kVA / 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1304 | fuse cartridge 3 ea
HU55_315/22 16 amp fuses 315kVA / 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1650 | fuse cartridge 3 ea
HU55_500/22 25 amp fuses 500kVA / 22kV
ITEM STOCK DESCRIPTION Qty | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1655 | fuse cartridge 3 ea
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Cu CU Description
HU55_630/22 31.5 amp fuses 630kVA |/ 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1305 | fuse cartridge 3 ea
HU55_1000/22 40 amp fuses 1000kVA / 22kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF1665 | fuse cartridge 3 ea
HU55_160/33 6.3 amp fuses 63kVA & 160kVA / 33kV
ITEM STock DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF2120 | fuse link, cartridge — 6.3A;36kV, HRC 3 ea
HU55_315/33 16 amp fuses 315kVA / 33kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 GF2118 | Fuse link, cartridge — 16A;36kV, HRC 3 ea
HUS55_500/33 20 amp fuses 500kVA & 630kVA/ 33kV
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 GF2117 | Fuse link, cartridge — 20A; 36kV, HRC 3 ea
HU55_1000/33 40 amp fuses 1000kVA / 33kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF2116 | Fuse link, cartridge — 40A;36kV, HRC 3 ea
HU55_2x630/1 160amp fuses 630kVA/11kV x 2
ITEM STocK DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rap | MEASURE
1 GF2108 | fuse cartridge 3 ea
2 XA2355 | fuse extenders 1 ea
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cu CU Description
HU55_2x630/2 63amp fuses 630kVA/22kV x 2
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 GF2111 | fuse cartridge 3 ea
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COMPATIBLE UNIT USTIRUIOLSESS! | LaB westernpower

TITLE

DRAWN JRR ‘DATE 04-04-2014 |ORG. No

ORIGINATED [SCALE TS
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cu CU Description
HU56 Straight joint — 50- 3 x 1 core
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0236 | joint kit 3 ea
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K IF CABLE TERMINATION DESIGNS TO BE INSTALLED ON THE SAME SIDE
AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027).

COMPATIBLE UNIT O bee " | =S8 westernpower
TiTLe
J_|3110.22| EARTH PARKING ROAD ADDED 0 | NMc | 6s DRAWN _JRR _ JDATE 04-04-20% JORG No
H_[19.1217|EARTHING SYSTEM MODIFIED 66 J[E GS C A BLE P OLE TEZR M ‘ N A T‘O N ORIGINATED [scaie nrs H U O 57
G_[12.04 16 [NOTE AND ITEM 21822 ADDED JC_| REE| GS CHECKED _ REE
F__|08 08 01| ORIGNAL ISSUE = TERMINATION 35mm* - 1 x 1 CORE APPROVED REV.[SHT
REV | DATE DESCRIPTION ORGD [CHKD_|APRD GRANT STACY ‘
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cu CU Description
HU57_O Aerial cable termination—35-1 x 1¢c 22kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
4 CE0058 | earth clamp 1 ea
5 CE0078 | earth coupling 3 ea
6 CE0116 | driving point for earth rods 0 ea See Note 1
7 CE0135 | earth rod 4 ea
8 CE0201 | terminal box 1 ea
9 FMO0915 | earth kit 1 ea
1 CJ0498 | Stalk lug 95 Cu 1 ea
13 CB3120 | cable saddle 3 ea
13 AS1441 | coach screw 6 ea
15 HT6320 | cable protector 1 ea
16 FE0055 | Heatshrink 1 ea
17 FT0095 | 95 ABC 3m long 1 ea
18 FLO401 | terminal lug 95 ABC 2 ea
20 CZ5007 | phase indicator disc 1 ea
21 AB6732 | Pole Bolt 1 ea
22 CE7541 | Disperson Plate 1 ea
HU57_U Cable frame termination-35-1 x 1c 22kV
ITEM STocK DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3108 | cable clamp 35/95 1 ea
10 FJ0195 | cable termination kit 1 ea
14 GA4002 | surge arrester 1 ea
19 GF1592 | connector plate 1 ea
23 AB6739 | M12 bolt 120mm long 1 ea
24 AW2429 | M12 Spring lock washer 4 ea
25 AW2607 | M12 Flat washer 8 ea
26 AN1495 | M12 hex plain nut 5 ea
27 AB2959 | M12 40mm bolt 3 ea
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NOTES:-
1. REFER TO HU69 OR HU70 FOR EARTHING MATERIALS
2. MCCB SUPPLIED WITH 630 & 1000kVA

315kVA WILL BE SUPPLIED WITH FUSEWAY & FUSES

COMPATIBLE UNIT DT oM |.=§!westernpuwer
L [15.1225[EARTHING MOVED TO HU69. TITLE CHANGED SL| KT [ MM B 315, 630, 1000kVA xIAG‘I'N'iTEDmR %::::E DL-::S-NV: RG No
{0 e e cioeo” TG NON MPS TRANSFORMER e e HU059
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High Voltage Underground

cu

CU Description

HU59_315/11

Non MPS MKIl 315/6-11kV

ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2445 | 315kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable Clamp 3 ea LV Cables
7 GF1103 | 500A Fuse Link 3 ea Tx fuse for arc flash protection
HU59_630/11 Non MPS MKIl 630/6-11kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 XA2446 | 630 kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable Clamp 3 ea LV Cables
HU59_100011 Non MPS MKIl 1000/6-11kV
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2447 | 1000 kVA Non MPS 1 ea
2 OH0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable Clamp 3 ea LV Cables
Distribution Design Catalogue
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High Voltage Underground

cu

CU Description

HUS59_315/22

Non MPS MKIl 315/22kV

ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 XA2448 | 315 kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable Clamp 3 ea LV Cables
7 GF1103 | 500A Fuse Link 3 ea Tx fuse for arc flash protection
HU59_630/22 Non MPS MKIl 630/22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 XA2449 | 630 kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable Clamp 3 ea LV Cables
HU59_100022 Non MPS MKIl 1000/22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2450 | 1000 kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable clamp 3 ea MV Cables
5 FM0201 | Cable clamp 1 ea Neutral Cable
6 FM0203 | Cable clamp 3 ea LV Cables

— ~sElwesternpower
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High Voltage Underground

cu

CU Description

HUS59_315/33

Non MPS MKIl 315/33kV

ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE

1 XA2451 | 315 kVA Non MPS 1 ea
2 OH0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable clamp 3 ea MV Cables
5 FM0201 | Cable clamp 1 ea Neutral Cable
6 FM0203 | Cable clamp 3 ea LV Cables
7 GF1103 | 500A Fuse Link 3 ea Tx fuse for arc flash protection

HU59_630/33

Non MPS MKIl 630/33kV

ITEM STock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2452 | 630 kVA Non MPS 1 ea
2 OH0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable clamp 3 ea MV Cables
5 FM0201 | Cable clamp 1 ea Neutral Cable
6 FM0203 | Cable clamp 3 ea LV Cables
HU59_1000/33 Non MPS MKIl 1000/33kV
ITEM StocK DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 XA2453 | 1000 kVA Non MPS 1 ea
2 OHO0194 | padlock 2 ea Padlocks for Tx only
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea MV Cables
5 FM0201 | Cable Clamp 1 ea Neutral Cable
6 FM0203 | Cable clamp 3 ea LV Cables
Distribution Design Catalogue
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NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS

COMPATIBLE UNIT DTN SN |.=§_westernpower
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High Voltage Underground

cu

CU Description

HU61_315/11

MPS 315kVA / 6-11kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2414 | 315kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF2129 | Fuse link 250A 6 ea Tx Fuse for Arc Flash
Protection
HU61_630/11 MPS 630kVA / 6-11kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2416 | 630 kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF1102 | Fuse link 400A 6 ea Tx Fuse for Arc Flash
Protection
HU61_315/22 MPS 315kVA | 22kV
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2420 | 315 kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF2129 | Fuse link 250A 6 ea Tx Fuse for Arc Flash
Protection
-:: Distribution Design Catalogue
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cu

CU Description

HU61_630/22 MPS 630kVA /22kV
ITEM STock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2422 | 630 kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF1102 | Fuse link 400A 6 ea Tx Fuse for Arc Flash
Protection
HU61_315/33 MPS 315kVA / 33kV
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2424 | 315 kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF2129 | Fuse link 250A 6 ea Tx Fuse for Arc Flash
Protection
HU61_630/33 MPS 630kVA / 33kV
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
1 XA2425 | 630 kVA MPS 1 ea
2 OHO0194 | padlock 1 ea
3 FL1465 | earthing lug 6 ea
4 FM0200 | Cable Clamp 3 ea
5 HG2102 | Tag 2 ea
6 GF1102 | Fuse link 400A 6 ea Tx Fuse for Arc Flash
Protection
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High Voltage Underground

cu CU Description
HU62_22GE185 22kV GIS elbow connector, cold shrink, 185mm?
ITEM STOCK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
1 FC0279 ELBOW CONNECTOR, 185mm? 1 set
HU62_22GE240 22kV GIS elbow connector, cold shrink, 240mm?
ITEM SToCK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
1 FC0283 ELBOW CONNECTOR, 240mm? 1 set
HU62_22GE400 22kV GIS elbow connector, cold shrink, 400mm?
ITEM StocK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rad | MEASURE REMARKS
1 FC0280 ELBOW CONNECTOR, 400mm? 1 set
HU62_33GE185 33kV GIS elbow connector, cold shrink, 185-240mm?
ITEM STocK Qry UNITOF
NUMBER NUMBER DESCRIPTION R | MEASURE REMARKS
1 FC1018 ELBOW CONNECTOR, 185-240mm? 1 set
HU62_22GP185 22kV GIS piggyback elbow connector, cold shrink, 185mm?
ITEM STOCK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
2 FC0281 PIGGYBACK ELBOW CONNECTOR, 185mm2 1 set | Foruse with FC0279
HU62_22GP240 22kV GIS piggyback elbow connector, cold shrink, 240mm?
ITEM STock Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
2 FC0284 PIGGYBACK ELBOW CONNECTOR, 240mm? 1 set | Foruse with FC0283
HU62_22GP400 22kV GIS piggyback elbow connector, cold shrink, 400mm?
ITEM SToCcK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rad | MEASURE REMARKS
2 FC0282 PIGGYBACK ELBOW CONNECTOR, 400mm? 1 set | Foruse with FC0280
ﬂ‘; h},\"'@_@'ﬂhlm\'-@’f Distribution Design Catalogue
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High Voltage Underground

cu

CU Description

HU62_22A1185

22kV AIS Termination Kit, CSTI 185-240mm?

ITEM STOCK Qry UNiTOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
3 FJ0197 TERMINATION, INDOOR, 185-240mm? 1 set
HU62_22A1400 22kV AIS Termination Kit, CSTI 400mm?
ITEM STOCK Qry UNiTOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
3 FJ0198 TERMINATION, INDOOR, 400mm? 1 set
HU62_33AlI185 33kV AIS Termination Kit, CSTI 185-240mm?
ITEM SToCK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
3 FJ0196 TERMINATION, INDOOR, 185-240mm? 1 set
HU62_22A0185 22kV AIS Termination Kit, CSTO 185-240mm?
ITEM STOCK Qry UNITOF
NuMBER NuMBER DESCRIPTION Rap MEASURE REMARKS
4 FJ0184 TERMINATION, OUTDOOR, 185-240mm? 1 set
HU62_22A0400 22kV AIS Termination Kit, CSTO 400mm?
ITEM STocK Qry UNITOF
NUMBER NUMBER DESCRIPTION Rap MEASURE REMARKS
4 FJ0183 TERMINATION, OUTDOOR, 400mm? 1 set
HU62_33A0185 33kV AIS Termination Kit, CSTO 185-240mm?
ITEM SToCK Qry UNITOF
NuMBER NuMBER DESCRPPTION Rap MEASURE REMARKS
4 FJ0183 TERMINATION, OUTDOOR, 185-240mm? 1 set
ﬂ‘; N\:\'JC@_@’[‘TW\'-'O’[ Distribution Design Catalogue
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High Voltage Underground

SWITCHGEAR TERMINATION KITS (EDM#6838111)
Switchgear Side Cable;;i;ez; A8El Stock code Stock class Unit of issue
OUTDOOR

Schneider Disconnector 50-95 FC1009 Normal stock SET OF 3
Disconnector 185 FC0279 Normal stock SET OF 3
Disconnector 240 FC0283 Normal stock SET OF 3
Disconnector 400 FC0280 Normal stock SET OF 3

Alstom (Areva FBA) Disconnector 185 FC0279 Normal stock SET OF 3
Disconnector 240 FC0283 Normal stock SET OF 3
Disconnector 400 FC0280 Normal stock SET OF 3

F&G Fuse switch 95 FC1009 Slow moving Stock Each
Disconnector 185 FC0279 Normal stock SET OF 3
Disconnector 240 FC0283 ) Normal stock SET OF 3

Merlin Gerin RM6 Disconnector 185 FC0279 Normal stock SET OF 3
Disconnector 240 FC0283 ] Normal stock SET OF 3

Merlin Gerin RM6(Pre-1998) Disconnector  |185-400 FC1010 Normal stock SET OF 3

INDOOR

Alstom Fluokit Disconnector 95-240 FJ0501 Insurance spare SET OF 3

Merlin Gerin Vercor Disconnector  |185-240 Special Order  |Normal stock Special Order

Long and Crawford Disconnector  [185-240 FJ0618 Slow moving Stock SET OF 3

FLUSARC Disconnector 50-95 FC1009 Normal stock SET OF 3
Disconnector 185-300 FC1008 Normal stock SET OF 3

COMPATIBLE UNIT DISTRBUTION DESIGN |.=§!westernpower
niTce
S em— o ELBOWS AND 304 s | s
N CAIL T — ESEIET SWITCHGEAR / TERMINATIONS O Y
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High Voltage Underground

cu CU Description
HU65_185 Elbow 22kV, 630A max, 185mm? XLPE Cable
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FC0279 | Elbow 185mm2, 22kV 1 set
HU65_240 Elbow 22kV, 630A max, 240mm? XLPE Cable
ITEM STOCK DESCRIPTION Qty | UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FC0283 | Elbow 240mm2, 22kV 1 set
HU65_400 Elbow 22kV, 630A max, 400mm?2 XLPE Cable
ITEM STOCK DESCRIPTION Qty | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0280 | Elbow 400mm2, 22kV 1 set

Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU66_22S Elbow 200A / 22kV max non load break x 1
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0316 | Elbow Connector 35 mm? 1 set Setof 3
2 FL1448 | Terminal leg 25mmZcable 3 ea
HU66_33 Elbow 200A / 33kV max non load break x 3
ITEM SToCK DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0309 | Elbow Connector 50 mm? 3 ea
2 FL1453 | Terminal leg 35mm2cable 3 ea
HU66_33S Elbow 200A / 33kV max non load break x 1
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FC0309 | elbow 50mm 1 ea
2 FL1453 | Terminal leg 35mm?2cable 3 ea
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NOTES -

1. DEAD END RECEPTACLES MUST BE USED TO INSULATE
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High Voltage Underground

cu CU Description
HU67_22_ 200A Dead end receptacle 22 kV x 3
ITEM STock DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rabp | MEeASURE
1 FC0320 | Dead end receptacle 3 ea

HU67_22S_ 200A Dead end receptacle 22 kV x 1

ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE Rap | MEASURE
1 FC0320 | Dead end receptacle 1 ea
HU67_33_200A Dead end receptical 33 kV x 3
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0321 | Dead end receptacle 3 ea

HU67_33S_200A Dead end receptical 33 kV x 1

ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0321 | Dead end receptacle 1 ea
HU67_33_400A Dead end receptical 22kV or 33 kV x 3
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FC0323 | Dead end receptacle 3 ea

HU67_33S_400A Dead end receptical 22kV or 33 kV x 1

ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FC0323 | Dead end receptacle 1 ea
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cu CU Description
HU69_1 Outdoor Substation Earthing Materials For 1 HV Equipment
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 CE0135 | Earthrod 14 ea
2 CE0058 | Earth clamp 5 ea
3 CE0078 | Earth coupling 10 ea
4 EMO0014 | Conductor 70mm2 Bare Copper Clad Steel 1 ea
5 EE1264 | 70mm2 PVC insulated copper green / yellow 10 m
6 FL0O144 | Bolted Q Lug 2 ea
7 CE0116 | Driving point for earth rods 0 ea See Note 1
HU69_2 Outdoor Substation Earthing Materials For 2 HV Equipment
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEeASURE
1 CE0135 | Earth rod 14 ea
2 CE0058 | Earth clamp 5 ea
3 CE0078 | Earth coupling 10 ea
4 EMO0014 | Conductor 70mm2 Bare Copper Clad Steel 1 ea
5 EE1264 | 70mm2 PVC insulated copper green / yellow 15 m
6 FLO144 | Bolted Q Lug ea
7 CEO0116 | Driving point for earth rods 0 ea See Note 1
HU69_3 Outdoor Substation Earthing Materials For 3 HV Equipment
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CE0135 | Earth rod 14 ea
2 CE0058 | Earth clamp 5 ea
3 CE0078 | Earth coupling 10 ea
4 EMO0014 | Conductor 70mm2 Bare Copper Clad Steel 1 ea
5 EE1264 | 70mm2 PVC insulated copper green / yellow 20 m
6 FLO144 | Bolted Q Lug 2 ea
7 CEO0116 | Driving point for earth rods 0 ea See Note 1
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cu CU Description
HU70_1 Indoor Substation Earthing Materials and Locks For 1 HV Equipment
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 EE1264 | 70mm2 PVC insulated copper green / yellow 30 M Order additional for remote
earth if required
2 OHO0193 | oval lock 2 ea Lock cylinders for s/s doors
3 CE0135 | Earth rod 12 ea
4 CE0058 | Earth clamp 2 ea
5 CE0078 | Earth coupling 10 ea
6 FL1465 | M12 Earth Lug ea
7 CE0116 | Driving point for earth rods ea See Note 1
8 CE0010 | Earth Bar 1 ea Nuts, Bolts and Washers
included
HU70_2 Indoor Substation Earthing Materials and Locks For 2 HV Equipment
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 EE1264 | 70mm? PVC insulated copper green / yellow 35 M Order additional for remote
earth if required
2 OHO0193 | oval lock 2 ea Lock cylinders for s/s doors
3 CE0135 | Earth rod 12 ea
4 CE0058 | Earth clamp 2 ea
5 CE0078 | Earth coupling 10 ea
6 FL1465 | M12 Earth Lug ea
7 CE0116 | Driving point for earth rods 0 ea See Note 1
8 CE0010 | Earth Bar 1 ea Nuts, Bolts and Washers
included
HU70_3 Indoor Substation Earthing Materials and Locks For 3 HV Equipment
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEeASURE
1 EE1264 | 70mm?2 PVC insulated copper green / yellow 60 M Order additional for remote
earth if required
2 OHO0193 | oval lock 2 ea Lock cylinders for s/s doors
3 CE0135 | Earth rod 12 ea
4 CE0058 | Earth clamp 2 ea
5 CE0078 | Earth coupling 10 ea
6 FL1465 | M12 Earth Lug ea
7 CE0116 | Driving point for earth rods 0 ea See Note 1
8 CE0010 | Earth Bar 1 ea Nuts, Bolts and Washers
included
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High Voltage Underground

cu CU Description
HU71_35/95 Breech joint — 95 to 95 or 35to 35— 1 x 1 core
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0227 | joint kit 95 to 95 or 35 to 35 1 ea
HU71_95/240 Breech joint — 95 to 185 or 95 to 240 only — 3 x 1 core
ITEM SToCK DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0226 | joint kit 95 to 185 or 95 to 240 3 ea
HU71_95/400 Breech joint — 95 to 400 only — 3 x 1 core
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 FJ0229 | joint kit 95 to 400 3 ea

= - i Distribution Design Catalogue
=——a wester npower
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cu CU Description
HU72 SPURS straight joint — 35-1 x 1 core
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 FJ0409 | joint kit 35mm 1 ea
2 FT0011 | earthing conductor 1 ea

| westempower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU75 SPUDS transformer base pipe
ITEM STocK DESCRIPTION Qry | UNiT OF REMARKS
NUMBER CobE Rap | MEASURE
1 CA0001 | Transformer concrete base 1 ea
2 CA0000 | Concrete slab 1 ea

| westempower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU76_STD Non MPS & MPS tx culvert & base - Standard
ITEM STocK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 CA0002 | Transformer concrete culvert 1 ea
HU76_HWT Non MPS & MPS tx culvert & base — High Water Table
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 CA0004 | Transformer concrete culvert (long) 1 ea

i westernpower Distribution Design Catalogue
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High Voltage Underground

cu CU Description
HU77 Spuds arrester elbow
ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS
NuMBER CopE Rap | MEASURE
1 GA3008 | surge arrester plug in 1 ea
2 FCO0331 | bushing insert loadbreak 1 ea

| westempower Distribution Design Catalogue
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NOTE:-
1 22kV 400mm? ELBOW INCLUDED IN THE CU
FOR 22kV 185-240mm? ELBOW, ORDER STOCK CODE: FC0279
COMPATIBLE UNIT e |.=§!westernpower
" SCHNEIDER RM6 SWITCHGEAR [ i ot oo foc e
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High Voltage Underground

cu CU Description
HU78 Double extensible switch disconnector (1+0), 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEeASURE
1 XA2927 | RM6 DE Switch disconnector, with extension kit 1 ea With extension kit
2 OHO0211 | padlock 1 ea
3 OHO0194 | padlock 1 ea
4 FC0280 | 400mm? elbow type termination kit 1 set
HU78_A Automatable, Double extensible switch disconnector (1+0), 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2937 | RM6 DE Switch disconnector, motorised, with ext. kit 1 ea With extension kit
2 OH0211 | padlock 1 ea
3 OHO0194 | padlock 1 ea
4 FC0280 | 400mm? elbow type termination kit 1 set
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High Voltage Underground

Cu CU Description
HU79 Double extensible fuse switch (0+1), 22kV
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2928 | RM6 DE Fuse switch, with extension kit 1 ea With extension kit

2 OHO0211 | padlock 1 ea

3 OHO0194 | padlock 1 ea

4 FC0317 | Straight Connector 35 mm? 1 set
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NOTES -

1. REFER TO HU69 FOR EARTHING MATERIALS
2. 4L00mm? ELBOW SUPPLIED BY DEFAULT
REFER TO HU65 FOR 185-240mm? ELBOW CUs.
DESIGNER TO REMOVE FC0280 IF NOT USING 400mm? CABLE

THIS FUNCTION: QIQI+Q (2+3)
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COMPATIBLE UNIT RBUTION DE | -zl westernpower
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Ccu CU Description
HU80_M400 Manual, Switchgear Kiosk 2+3 — 400mm? cable, 22kV
ITEM STock DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2925 | RM6 Switchgear 2+3 1 ea

2 OH0211 | Padlock 5 ea

3 OH0194 | Padlock 6 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2

6 FC0317 | Straight Connector 35 mm? 3 set

7 FL1465 | earthing lug 6 ea

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea
HU80_A400 Automatable, Switchgear Kiosk 2+3 — 400mm? cable, 22kV

ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2934 | RM6 RE Switchgear 2+2, motorised 1 ea

2 OH0211 | Padlock 5 ea

3 OH0194 | Padlock 6 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 2 set See Note 2.

6 FC0317 | Straight Connector 35 mm? 3 set

7 FL1465 | earthing lug 6 ea

8 XA2928 | RM6 DE Switchgear 0+1, with extension kit 1 ea Extension kit incluided

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea

— w8 3 westernpower _

113 of 137 Last printed 17/12/2025

Distribution Design Catalogue

Volt ID ID-005-7a0806018f624064e7929a8c47f36efc



High Voltage Underground

_____ \
T IRl e
T st ISOLATOR Rt ISOLATOR || ISOLATOR
ELBOW 000 I
CONNECTOR 1"
(HU6S) HH
il 1
185 BLARA A

el

\

|

|

o

|

-

il

o |
%

|

|

'\ MAIN TERMINAL EARTH BAR

FRONT VIEW !

. |

| gi |

HV FUSES | |

{HUS5) | —I I_ | | HU69
I d
| |
-—-:::7::::::::"—::::.-.

: Fuseﬂ ISOLATOR FUSE ISOLATOR I; LATOR |

m — |

W T

: | L e |
R Y S D

PLAN VIEW OF RMU & STAND (WITHOUT KI0SK)
NOTES -

1. ORDER CE0116 FOR HARD SOIL
2. 400mm? ELBOW SUPPLIED BY DEFAULT
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cu CU Description
HU81_M400 Manual, Switchgear Kiosk 3+2 — 400mm? cable, 22kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS

NumBER CobE Rap | MEASURE

1 XA2926 | RM6 Switchgear 3+2 1 ea

2 OH0211 | Padlock 5 ea

3 OH0194 | Padlock 6 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2

6 FC0317 | Straight Connector 35 mm? 2 set

7 FL1465 | earthing lug 6 ea

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea
HU81_A400 Automatable, Switchgear Kiosk 3+2 - 400mm? cable, 22kV

ITEM STocK DESCRIPTION Qry | UNIT OF REMARKS

NUMBER CobE Rap | MEASURE

1 XA2934 | RM6 RE Switchgear 2+2, motorised 1 ea

2 OHO0211 | padlock 5 ea

3 OHO0194 | padlock 6 ea

4 XA2951 | 5-way cabinet & stand 1 ea

5 FC0280 | Elbow Connector, 400 mm? 3 set See Note 2

6 FC0317 | Straight Connector 35 mm? 2 set

7 FL1465 | earthing lug 6 ea

8 XA2937 | RM6 DE Switchgear 1+0, motorized, with extension kit 1 Ea Extension kit included

9 CA0007 | Concrete Base 1200mm x 200mm x 150mm 2 ea

— w8 3 westernpower _
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NOTES:-

1. REFER TQ HU69 FOR EARTHING MATERIALS
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cu CU Description
HU82_63/11 Tx 63kVA/6-11kV 3ph 6 bushing
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 XA2440 | 63 kVA transformer 1 ea
2 OH0194 | Padlock 3 ea
3 FL1465 | earthing lug 4 ea
4 FL1442 | Crimp lug — 25mm? copper 4 ea
HU82_63/22 Tx 63kVA/22kV 3ph 6 bushing
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2441 | 63 kVA transformer 1 ea
2 OH0194 | Padlock 3 ea
3 FL1465 | earthing lug 4 ea
4 FL1442 | Crimp lug — 25mm?2 copper 4 ea
HU82_63/33 Tx 63kVA/33kV 3ph 6 bushing
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rab | MEASURE
1 XA2442 | 63 kVA transformer 1 ea
2 OHO0194 | padlock 3 ea
3 FL1465 | earthing lug 4 ea
4 FL1442 | Crimp lug - 25mm2 copper 4 ea
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cu CU Description
HU84_11/400M 11kV groundmount metering — 400mm? cable — Metro
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CopE Rabp | MEASURE
1 XA2427 | 11kV Metering unit 1 ea
2 FC0280 | Elbow 400mm? 2 set
HU84_22/400M 22kV groundmount metering — 400mm? cable — Metro
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CobE Rap | MEASURE
1 XA2430 | 22kV Metering unit 1 ea
2 FC0280 | Elbow 400mm? 2 set
i westernpower Distribution Design Catalogue
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AS THE POLE TOP SWITCH ACTUATOR ROD, ORDER TWO OF THE POLE
TOP SWITCH CABLE TERMINATION EXTENSION BRACKETS (CB3027).
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cu CU Description
HU85_O Aerial cable termination—50-1 x 1c 33kV
ITEM SToCK DESCRIPTION Qry | UNIT OF REMARKS
NumBER CobE Rap | MEASURE
4 CE0058 | earth clamp 1 ea
5 CE0078 | earth coupling 3 ea
6 CE0135 | earth rod 4 ea
7 CE0201 | terminal box 1 ea
8 FMO0915 | earth kit 1 ea
9 CZ5007 | phase indicator disc 1 ea
12 FL0401 | Llug 95ABC 2 ea
13 CB3120 | cable saddle 3 ea
13 AS1441 | coach screw 6 ea
15 HT6320 | cable protector 1 ea
16 FT0095 | 95 ABC 4m long 1 ea
17 AB6732 | Pole Bolt 1 ea
18 CE7541 | Disperson Plate 1 ea
19 CJ0498 | Stalk lug 95 Cu 1 ea
21 FE0055 | Heatshrink 1 ea
HU85_U Cable frame termination-50-1 x 1c 33kV
ITEM Stock DESCRIPTION Qry | UNIT oF REMARKS
NumBER CobE Rap | MEASURE
1 CB3017 | cable term bracket 1 ea
2 CB3108 | cable clamp 35/95 1 ea
10 FJ0157 | cable termination kit 1 ea
1 GF1592 | connector plate 1 ea
14 GA4003 | surge arrester 1 ea
22 AB6739 | M12 bolt 120mm long 1 ea
23 AW2429 | M12 Spring lock washer 4 ea
24 AW2607 | M12 Flat washer 8 ea
25 AN1495 | M12 hex plain nut 5 ea
26 AB2959 | M12 40mm bolt 3 ea

— - b _westernpower
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cu CU Description
HU87 Indoor Base frame, 1-way double extensible
ITEM Stock DESCRIPTION Qry | UNIT OF REMARKS
NuMBER CopE Rap | MEASURE
1 CB0463 | RM6 Base frame 1-way double ext, Indoor 1 ea Suit RM6 double ext. switch
disconnector (DE-I) or fuse
switch (DE-Q)

2! westernpower Distribution Design Catalogue
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NOTES:-
1. REFER TO HU69 FOR EARTHING MATERIALS
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cu CU Description
HU100_33 Automatable, Ormazabal switchgear Kiosk 3+0 — 185-240 mm? cable, 33kV
Nowses | Cont DescReToN Rev | Mescune ReMARKS

1 \ag7a | Ormazabiel 340 RMU-33KV, 6304, 16KA/ts, non-ext, 1 o m"stis;xpggﬁfrﬁgg'fef i

motorised operating handle

2 OHO0211 | Padlock -1-1/2IN brass case & steel shackle 3 ea

3 OHO0194 | Padlock - New restricted profile mast 4 ea

4 XA2750 | Ormazabal 3-Way Kiosk Stand 1 ea

5 FC1018 | Elbow Connector, 185-240 mm2, 36kV, 630A 3 Set

6 FL1465 | Terminal, lug- crimp; eye; 70 mm2 cable 6 ea

7 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base

8 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base

9 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base

i westernpower Distribution Design Catalogue
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High Voltage Underground
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NOTES -
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High Voltage Underground

cu CU Description
HU101_33 Automatable, Ormazabal switchgear Kiosk 2+1 — 185-240 mm? cable, 33kV
Nowses | Cont DescreToN Re | Messune RewARKS

1 xag732 | Ormazabal 2+1 RMU-36kV, 630A, 16KA/1sinon ext, 1 ea ?lvl c%r?tl:gf Szgéinéﬂﬁfpﬁ'fgt.kn'gs'k

motorised handle

2 OHO0211 | Padlock-1-1/2IN brass case & steel shackle 3 ea

3 OHO0194 | Padlock-New restricted profile mast 4 ea

4 XA2750 | Ormazabal 3-Way Kiosk Stand 1 ea

5 FC1018 | Elbow Connector, 185-240 mm2, 36kV, 630A 2 set

6 FC1019 | Elbow Connector, 50-95 mm?, 36kV 1 set

7 FL1465 | Terminal, lug- crimp; eye; 70 mm2 cable 6 ea

8 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base

9 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base

10 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base

« WBStEI'lIPDWBI’
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High Voltage Underground
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NOTES:-

1. REFER TO HU69 FOR EARTHING MATERIALS

PLAN VIEW OF RMU

THIS FUNCTION: CGM.3-2L2P

COMPATIBLE UNIT DTN o |-=§!westernpower
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High Voltage Underground

cu CU Description
HU102_33 Automatable, Ormazabal switchgear Kiosk 2+2 — 185-240 mm? cable, 33kV
ITEM STOCK Qry UNIT OF
NUMBER CobE DESCRIPTION Rap | MEASURE REMARKS
! RA2733 | Ormazabal 2+2 RMU-36KV, 630A, 16KA/1s; non-ex, RMU supplied complete with
: 1 ea kiosk, 2 control cables, and
motorised .
operating handle
2 OH0211 | Padlock-1-1/2IN brass case & steel shackle 4 ea
3 OHO0194 | Padlock-New restricted profile mast 5 ea
4 XA2751 | Ormazabal 4-way Kiosk Stand 1 ea
5 FC1018 | Elbow Connector, 185-240 mm2, 36kV, 630A 2 set
6 FC1019 | Elbow Connector, 50-95 mm?, 36kV 2 set
7 FL1465 | Terminal, lug- crimp; eye; 70 mm2 cable 6 ea
8 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base
9 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base
10 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base
» ! Distribution Design Catalogue
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High Voltage Underground
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NOTES:-

1. REFER TO HU69 FOR EARTHING MATERIALS

PLAN VIEW OF RMU

THIS FUNCTION: CGM.3-3LP
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High Voltage Underground

cu CU Description
HU103_33 Automatable, Ormazabal switchgear Kiosk 3+1 — 185-240 mm? cable, 33kV
Nowses | Cont DescreToN Re | Messune Rewas
1 \ao7as | Ormazabal 3+1 RMU-36KV, 630A, 16kA/1s non-ext 1 o El"(fsukSg‘;‘;‘ﬁ;’ofgg‘bﬁffawngh
motorised operating handle
2 OH0211 | Padlock- 1-1/2IN brass case & steel shackle 4 ea
3 OHO0194 | Padlock, New restricted profile mast 5 ea
4 XA2751 | Ormazabal 4-way Kiosk Stand 1 ea
5 FC1018 | Elbow Connector, 185-240 mm2, 36kV, 630A 3 set
6 FC1019 | Elbow Connector, 50-95 mm?, 36kV 1 set
7 FL1465 | Terminal, Lug - Crimp; eye; 70mm? cable 6 ea
8 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base
9 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base
10 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base

il
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High Voltage Underground
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NOTES -
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High Voltage Underground

cu CU Description

HU104_33 Automatable, Ormazabal switchgear Kiosk 4+0 — 185-240 mm? cable, 33kV
ITEM Stock Qry | UNIT OF

NUMBER CODE DESCRIPTION RaD MEASURE REMARKS

RMU supplied complete with

Ormazabal 4+0 RMU-33kV, 630A, 16kA/1s, non-ext, 1 ca Kiosk, 4x control cables, and

—_

XA2735

motorised operating handle
2 OH0211 | Padlock -1-1/2IN brass case & steel shackle 3 ea
3 OHO0194 | Padlock - New restricted profile mast 4 ea
4 XA2751 | Ormazabal 4-way Kiosk Stand 1 ea
5 FC1018 | Elbow Connector, 185-240 mm2, 36kV, 630A 4 set
6 FL1465 | Terminal, lug- crimp; eye; 70 mm2 cable 6 ea
7 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base
8 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base
9 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base
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High Voltage Underground
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NOTES:-

1. REFER TO HU69 FOR EARTHING MATERIALS

PLAN VIEW OF RMU

THIS FUNCTION: CGM.3-3LV

COMPATIBLE UNIT T |.=§!westernpower
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High Voltage Underground

cu CU Description
HU107_33 Automatable, Ormazabal switchgear Kiosk 4(1CB)+0 — 185-240 mm? cable, 33kV
ITEM STocK Qry | UNIT OF
NumBER CobE DESCRIPTION Rap | MEeASURE REMARKS
RMU supplied complete with
Ormazabal 4(1CB)+0 RMU-36kV, 630A, 16KA/1s, non- 4x control cables, operating
1 XA2730 . 1 ea ;
ext, motorised handle, and CB spring
charging handle
2 OHO0211 | Padlock- 1-1/2IN brass case & steel shackle 4 ea
3 OHO0194 | Padlock, New restricted profile mast ea
4 XA2751 | Ormazabal 4-way Kiosk Stand 1 ea
5 FC1018 | Elbow Connector, 185-240 mm?, 36KV, 630A 4 set | 10 OB & SWIDC feeder
6 GA0001 | Surge Arrester 1 Set | Designer fo order as required
for the CB
7 FL1465 | Terminal, Lug — Crimp; eye; 70mm? cable 6 ea
8 AB2975 | M16 x 55mm S/S 316 Bolt 10 ea For fixing RMU to base
9 AW2441 | M16 S/S 316 Spring Washer 10 ea For fixing RMU to base
10 AW2440 | M16 S/S 315 Flat Washer 10 ea For fixing RMU to base
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High Voltage Underground

MASTICATED WATERPROOF
HEAVY WALL ZIPPER SLEEVE
HEAT SHRINK

HOPE OUTER SHEATH

NYLON OR DBT
ROLL SPRING

HDPE OUTER SHEATH WITH

CHEMICAL PROTECTION JOINT JACKET
/——%_/—‘éé ‘ %N
A N
L__] TERMIMESH™ TERMIMESH™ PVC TAPE

ENSURE
MIN. 30mm

JOINT JACKET
PVC

<CHEMICAL PROTECTED CABLE 1 NYLON PROTECTED CABLE

P HY STRAIGHT JOINT

] TERMITICIDE CABLE
[ ] NYLON OR DBT CABLE

NOTE

1. FOR USE OVER HV XLPE STRAIGHT JOINTS (HU1, HU2, HUT3, HU1,
HUS6, HUS8) WHEN TERMITE PROTECTION IS REQUIRED

2. THIS 1S NOT A CABLE JOINT ONLY A TERMITE PROTECTION KIT
ITIS TO BE APPLIED OVER A HV STRAIGHT JOINT

COMPATIBLE UNIT DISTRIBUTION DESIGN ‘-.eg!westernpower
TTE DRAWN JRR ‘DATE 09-04-2014 [DRG. No
TERMITE PROTECTION KIT ORGNATED __ [SCALE_NTS HUT10
A |16 08 13 |ORIGINAL ISSUE FO R H \/ X LP E J 0 ‘ NTS iﬁﬁ;&m Ree ’ﬁgv SHT
REV | DATE DESCRIPTION [ORGD_[CHKD |APRD GRANT STACY A ‘
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High Voltage Underground

cu CU Description
HU110_400_1C Termite Protection kit 35-400mm? 1C 22kV & 33kV HV XLPE Straight
Joints
ITEM STocK Qty | UNIT OF
NUMBER CoDE DEsCRIPTION Rap | MEASURE REMARKS
1 FJ0026 | Termite Protection kit 1 set
HU110_400_3C Termite Protection kit 35-400mm? 3C 22kV & 33kV HV XLPE Straight
Joints
ITEM STOCK DESCRIPTION Qry UNIT OF REMARKS
NUMBER CoDE Rap | MEASURE
1 FJ0026 | Termite Protection kit 3 set
— Distribution Design Catalogue
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