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Document classification and hierarchy 

A key requirement of the Western Power Asset 

Management Policy (AMP) is to develop and maintain 

an Asset Management System (AMS). This Distribution 

Substation Plant Manual is defined as an overarching / 

technical / governance document within the AMS 

document classification and structure and sits within 

the planning and Program Delivery component/s of the 

AMS. 

The AMS and the interrelationships between the 

collection of documents, tools and systems that are 

used for asset management are described in the AMS 

document EDM# 40304923. 
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1. Introduction 

This Chapter of  the Distribution Substation Plant Manual  (DSPM) only contains  legacy  substation plant  related 

information  and  drawings  showing  the  standard  plant  arrangements  previously  used within Western  Power’s 

distribution substations.  

2. Disclaimer 

The information contained within these drawings shall not be used for anything other than their intended 

purpose (as stated within this chapter). Other documents that refer to these drawings shall not change the 

intended purpose whether it is written or inferred.  

This  Chapter  alone  does  not  claim  to  demonstrate  compliance with  any Government  Regulations  or  Industry 

Standards. These drawings are to be read in conjunction with the following Western Power documents: 

i. Western Australian Service and Installation Requirements (WASIR) 

ii. Underground Distribution Schemes Manual (UDSM) 

iii. Distribution Customer Connection Requirements (DCCR) 

iv. Distribution Overhead Line Design Standard (DOLDS) for DSM 3‐24 drawing. 

v. Distribution Design Catalogue (DDC)   

The drawings within this Chapter are generic in nature and may not be suitable for all substation sites. It is the 

designer’s responsibility to make sure that these drawings are suitable for the proposed substation site prior to 

use. 

3. Compliance with this Chapter of the Manual 

This Chapter of the Distribution Substation Plant Manual contains information about legacy plant and the standard 

to be used for its installation. These drawings can be used as a guide when maintaining existing sites. 

This information should not be used for new (green field sites). This information can be used as a reference when 

existing sites are being upgraded. All new green field and upgraded sites shall meet the current standards in the 

other Chapters of this manual. 

4. Scope 

This Chapter will only contain drawings for plant that has been superseded or withdrawn whilst the DSPM is in 

circulation. All other legacy plant is published within the standard of the day. 

These standards include: 

1. SECWA Distribution Substation Standards Manual 1984 (Black Book) EDM# 23630836 

2. SECWA Distribution Substation Standards Manual 1993 (White Book) EDM# 23630847  

3. Western Power DISTRIBUTION SUBSTATION MANUAL (DSM) 1997, 2002 and March 2007:  

a. INTRODUCTION ‐ (EDM# 24016023)  

b. SECTION 1 ‐ CUSTOMER SUPPLY ARRANGEMENTS (EDM# 25675560)  

c. SECTION 2 ‐ HV NETWORK ARRANGEMENTS (EDM# 23580399)  

d. SECTION 3 ‐ SUBSTATION ARRANGEMENTS (EDM# 23581570)  

e. SECTION 4 ‐ KIOSK ARRANGEMENT AND INSTALLATION GUIDE  (EDM# 23581608)  

f. SECTION 5 ‐ SUBSTATION FIRE PROTECTION REQUIREMENTS (EDM# 23581631)  
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g. SECTION 6 – MISCELLANEOUS (EDM# 23935652) 

h. SECTION 7 ‐ SUPERSEDED EQUIPMENT INSTALLATION GUIDE  (EDM# 23936185)  

i. SECTION 8 ‐ DISTRIBUTION AUTOMATION (EDM# 23938100)  

j. SECTION 9 ‐ 33KV SUBSTATION ARRANGEMENTS (EDM# 23938132) 
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5. Superseded Equipment Drawings 

5.1 Drawing Legend 
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5.2 Tyree MKI Modular Package Substation (MPS) 
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5.3 Type 1, 2 & 3 Low Voltage Switchgear Assemblies 
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